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COC chain of custody 
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EPA United States Environmental Protection Agency 
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GW groundwater 

m meter 
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1.0 INTRODUCTION 

In accordance with the United States Environmental Protection Agency (EPA) coal combustion residual 

(CCR) rule (40 CFR 257 Subpart D), this 2017 Annual Groundwater Monitoring and Corrective Action 

Report has been prepared to document 2017 groundwater monitoring activities at the Plant Gorgas Gypsum 

Landfill and satisfies the requirements of §257.90(e).  Semi-annual monitoring and reporting for Plant 

Gorgas Gypsum Landfill is performed in accordance with the monitoring requirements §257.90 through 

§257.94.  
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2.0 SITE LOCATION AND DESCRIPTION 

Alabama Power Company’s William C. Gorgas Electric Generating Plant (Plant Gorgas) is located in 

southeastern Walker County.  The physical address is 460 Gorgas Road, Parrish, AL 35580.  Plant Gorgas 

lies in portions of Sections 7, 8, 9, 16, 17, 18, 19, 20, 21, 28, and 29, Township 16 South, Range 6 West 

and Section 12, 13, and 24, Township 16 South, Range 7 West. Section/Township/Range data are based on 

visual inspection of USGS topographic quadrangle maps and GIS maps (USGS, 1975; USGS, 1983). 

Plant Gorgas Gypsum Landfill is located east and northeast of the main power generation facility, 

respectively, and are bordered to the north by Highway 269 and to the south by the Mulberry Fork of the 

Black Warrior River.  Figure 1, Site Location Map, depicts the location of the site referenced to roadways 

and geographic features. The Plant Gorgas Gypsum Landfill is constructed with a liner system that meets 

the minimum requirements of 40 CFR 257.70.The Gypsum Landfill operates under Alabama Department 

of Environmental Management (ADEM) Industrial Solid Waste Permit 64-10. 

3.0 SITE GEOLOGY AND HYDROGEOLOGY 

3.1 Physical Setting 

Plant Gorgas is in the Black Warrior River basin, an area typified by moderate relief, with river and stream 

valleys having dendritic drainage patterns. Elevations at the site range from approximately 260 feet above 

mean sea level (MSL) near the Mulberry Fork and Baker Creek to over 500 feet MSL along a northwest 

trending ridge approximately 1,000 feet northwest of the plant and in upland areas on the western part of 

the property. Generally, near the landfill, the land surface slopes from north to south and towards the 

Mulberry Fork of the Warrior River.  

3.2 Geology and Hydrogeology 

Plant Gorgas lies in the Warrior Basin physiographic region (Sapp and Emplaincourt, 1975), a late 

Paleozoic basin formed as a result of flexure and sediment loading associated with Appalachian and 

Ouachita orogenies. The bedrock geology is dominated by clastic sedimentary rocks of the Lower Pottsville 

Formation as shown on Figure 2, Geologic Map (GSA, 2010b). Deeper stratigraphy is marked by 

carbonates, shales, chert, and sandstones of Mississippian to Cambrian in age (Raymond et al., 1988). Plant 

Gorgas is directly underlain by rocks belonging to the Pratt Coal Group (Ward II et al., 1989). In general, 

the Pratt Group consists of mudstone, shale, fine-grained sandstone, and interbedded coal. 

Strip mining was conducted over a large portion of the area down to the American Seam. As a result, the 

overburden beneath the disposal facilities is dominated by backfilled mine overburden and is characterized 



Plant Gorgas Gypsum Landfill 
2017 Annual Groundwater Monitoring and Corrective Action Report 
 

3 
Copyright © 2018, Southern Company Services, Inc.  All Rights Reserved. 

by weathered shale and sandstone boulders with lenses of fine sediments and small amounts of coal 

fragments and coarse sediments. Geologic logs generated during various on-site investigations indicate that 

the depth to rock varies significantly, ranging from as little as five feet (un-mined areas) to as much as 155 

feet below ground surface (BGS).  

Two water-bearing zones are present beneath the site: (1) the mine overburden/top-of-rock interface, and 

(2) the underlying Pottsville Aquifer. The first saturated zone beneath the site generally corresponds to the 

mine overburden/top of rock interface zone at which the mine-spoil overburden transitions to bedrock 

(Pottsville Formation). The average depth of the first saturated zone beneath the site is approximately 107 

feet (BGS). The depth of the first saturated zone is generally between 105 and 115 feet (BGS) near the 

Gypsum landfill with an average piezometric surface rising to 18 feet above the base of the screen.  

The saturated thickness of the first saturated zone ranges between 3 and 8 feet. Hydraulic conductivity (K) 

in this zone varies widely, but is generally between 10-1 to 10-4 cm/sec. Well developments generally 

indicate low groundwater yields (quantity) between 0.05 and 1.0 gallons per minute (gpm).  

3.3 Uppermost Aquifer 

The principal aquifer system from a local and regional perspective is the Pottsville Formation. The 

Pottsville Formation is also the uppermost aquifer beneath the site.  In the Pottsville, two types of secondary 

porosity were observed to yield groundwater: (1) fractured intervals and (2) bedding plane weaknesses 

associated with fissile, siderite-banded, iron-claystone sequences. Fractured intervals are sporadic across 

the site and tend to occur with greater density in the upper 100 feet of rock. The upper portions of the 

Pottsville Aquifer beneath the proposed disposal facilities indicate unconfined to semi-confined, fractured, 

and extremely anisotropic conditions. The Pottsville Aquifer functions as a series of confined to semi-

confined water producing zones (aquifers) since large permeability contrasts exist within the strata 

(Stricklin, 1989). Depth to groundwater varies significantly across the site and is wholly dependent upon 

encountering a fractured interval or zone of fissile, iron-claystone. 

Based on published data, groundwater quality produced from the Pottsville Formation can be characterized 

by high concentrations of sulfate, iron, and other trace metals (Jennings and Cook, 2010). Trace metals in 

Pottsville Formation groundwater are associated with sulfide minerals contained in organic-rich strata (e.g., 

Mudstones and Coal Seams) and siliceous/carbonate healed fractures and joints. Trace element enrichment 

is likely the result of migrating hydrothermal fluids generated during the late Paleozoic Allegheny orogeny 

(Diehl et al., 2005). Arsenic, antimony, molybdenum, selenium, copper, thallium, and mercury are elevated 

in Warrior Basin coal strata (Goldhaber et al., 2002). 
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3.4 Flow Interpretation 

Gravity is the dominant force driving groundwater flow in the first saturated zone beneath the site. The 

topography of the site creates a localized flow system where groundwater flow direction is south and south-

southeast across the site, paralleling trends in topography, structural dip, and historic strip pit floors. Mine 

spoil layering and complex Pottsville Formation lithofacies contribute to the vertical and horizontal 

heterogeneity present within the aquifer system and overlying saturated mine spoils.  This heterogeneity 

focuses groundwater flow along more permeable pathways, such as parallel to coal seams and bedding 

plains, or along vertical or sub-vertical discontinuities in the rock fabric.  Thus, groundwater flow paths 

across the site may be tortuous.  
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4.0 GROUNDWATER MONITORING SYSTEM 

Pursuant to §257.91, Plant Gorgas has installed a groundwater monitoring system to monitor groundwater 

within the uppermost aquifer.  The certified groundwater monitoring system for the Gypsum Landfill is 

designed to monitor groundwater passing the waste boundary of the landfill within the uppermost aquifer.  

Wells were located to serve as upgradient or downgradient monitoring locations based on groundwater flow 

direction as determined by the potentiometric surface elevation contour maps.   

Monitoring wells were generally screened across the mine overburden – top of rock interface as this 

corresponds to the first zone of saturation beneath the site. The monitoring systems are designed to monitor 

water quality as groundwater flows laterally from north to south across the site. All groundwater monitoring 

wells were designed and constructed using “Design and Installation of Groundwater Monitoring Wells in 

Aquifers”, ASTM Subcommittee D18.21, as a guideline. 

4.1 Monitoring Wells 

The groundwater monitoring network is comprised of 13 monitoring wells. Monitoring well locations are 

presented on Figure 3, Monitoring Well Location Map. Table 1, Groundwater Monitoring Well 

Network Details, summarizes the monitoring well construction details and design purpose for the Plant 

Gorgas Gypsum Landfill. 

4.1.1 Upgradient Wells 

Monitoring well locations MW-1 through MW-4 serve as upgradient locations for the gypsum landfills. 

Monitoring well locations MW-13 through MW-15 are utilized as additional upgradient locations for the 

gypsum landfill. Upgradient wells are screened within the same hydrostratigraphic interval as downgradient 

locations and are representative of background groundwater quality at the site.  

4.1.2 Downgradient Wells 

Monitoring well locations MW-16 through MW-20 serve as downgradient locations for the gypsum landfill.  
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Table 1. Groundwater Monitoring Well Network Details 
 

 
Notes: 
  1. Northing and easting are in feet relative to the State Plane Alabama West North America Datum of 1983.  
  2. Elevations are in feet relative to the North American Vertical Datum of 1988. 

Well ID Purpose Northing Easting Total 
Depth 

Top of Casing 
Elevation             

(feet MSL) 

Ground 
Elevation 
(feet MSL) 

Top of Screen 
Elevation             
(feet MSL) 

Bottom of 
Screen 
Elevation (feet 
MSL) 

MW-1 Upgradient 1330794.064 594082.361 104.1 502.38 499.19 405.10 395.10 
MW-2 Upgradient 1331053.309 593548.802 90.6 502.17 498.54 417.90 407.90 
MW-3 Upgradient 1330842.402 593025.397 115.1 525.9 522.23 417.10 407.10 
MW-4 Upgradient 1330289.727 592896.414 126.3 517.89 516.67 400.40 390.40 

MW-13 Upgradient 1329383.939 595088.06 105.6 445.29 442.04 346.40 336.40 
MW-14 Upgradient 1329549.381 595627.606 100.1 430.2 426.90 336.80 326.80 
MW-15 Upgradient 1329680.612 595932.099 84.3 406.05 403.10 329.10 319.10 
MW-16 Downgradient 1328655.721 596399.878 106.6 414.68 411.57 315.00 305.00 
MW-18 Downgradient 1327977.419 595793.776 114.6 415.09 411.42 306.80 296.80 
MW-19 Downgradient 1327697.305 595251.571 98.1 378.53 375.11 290.40 280.40 
MW-20 Downgradient 1327792.527 594841.227 70.3 332.88 329.89 269.60 259.60 
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5.0 GROUNDWATER MONITORING HISTORY 

As required by §257.90(e), the following describes monitoring-related activities performed during the 

preceding year.  Since this is the first Annual Groundwater Monitoring and Corrective Action Report, it 

also describes related activities performed prior to 2017. The Plant Gorgas Gypsum Landfill is a permitted 

industrial waste dispoal facility (Permit 64-10) and has been monitored in accordance with Alabama 

Department of Environmental Management (ADEM) Solid Waste Program Regulations (ADEM Admin. 

Code r. 335-13) since December 2014. To date, ten (10) independent groundwater sampling events have 

taken place for ADEM Appendix I constituents at the Plant Gorgas Gypsum Landfill. Groundwater 

monitoring reports are submitted to ADEM on a semi-annual basis. 

5.1 Available Monitoring Data 

In accordance with §257.94(b), the detection groundwater program was implemented by collecting 8 

independent samples. Samples were collected from each background and downgradient well and analyzed 

for the constituents listed in Appendix III and IV.  Background sampling was performed over the period 

April 2016 to October 2017.   

Groundwater sampling for the first detection monitoring event after the background period was performed 

in November 2017. Analytical data from the groundwater monitoring events is included as Appendix A, 

Groundwater Analytical Data, in accordance with the requirements of §257.90(e)(3). 

Table 2, Historical Well Sampling Summary, presents a summary of groundwater sampling events 

completed at the site for the preceding year, as well as background samples collected prior to 2017.  Table 

2 also identifies the purpose of the sampling event (i.e., background data, detection monitoring event, 

verification event). 

5.2 Historical Groundwater Flow 

Historical potentiometric data from the site show that groundwater flow generally is a subdued 

representation of topography. Groundwater flows from north to south across the site.  

Groundwater elevations typically range from 420 feet MSL to 295 feet MSL from north to south. Seasonal 

variations of 2 to 5 feet are typical at the site, but can vary to a greater degree in MW-20. Groundwater 

elevation data indicates that water levels tend to be higher in the early spring and lower during the fall and 

winter seasons. Table 3, Historical Groundwater Elevations Summary below provides a summary of 

water level data for the site.  
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Table 2. Historical Well Sampling Summary 

 Background  Detection 
Event B.1 B.2 B.3 B.4 B.5 B.6 B.7 B.8 D.1 
Date 4/25/16 6/20/16 10/12/16 10/13/17 10/14/17 10/15/17 10/16/17 10/17/17 11/16/17 
Notes:  (1) B.# indicates background event 
  (2) D.# indicates detection event 

 
 
 
 

 

*Groundwater elevations are referenced to NAVD88 
 
 
 
 
  

Table 3. Historical Groundwater Elevations Summary 
 

Well ID 
Average GW 
Elevation (ft 

MSL) 

Highest GW 
Elevation (ft 

MSL) 

Lowest GW 
Elevation (ft 

MSL) 

GW Elevation 
Variation (ft) 

MW-1 410.79 411.35 410.20 1.15 
MW-2 416.76 417.71 416.03 1.68 
MW-3 415.47 418.23 414.43 3.80 
MW-4 400.26 401.76 398.79 2.97 

MW-13 350.92 351.19 349.89 1.30 
MW-14 340.77 341.07 340.43 0.64 
MW-15 338.73 338.91 338.42 0.49 
MW-16 323.30 324.69 322.43 2.26 
MW-18 301.36 303.92 300.22 3.70 
MW-19 296.19 298.52 295.56 2.96 
MW-20 307.30 309.67 302.21 7.46 
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6.0 GROUNDWATER SAMPLING AND ANALYSIS  

6.1 Sampling Event Summary 

Groundwater sampling for the first detection monitoring event was performed in November 2017. Samples 

were analyzed for the constituents listed in Appendix III. Analytical data from the groundwater monitoring 

events are included as Appendix A.  

6.2 Groundwater Sample Collection   

Groundwater samples were collected in accordance with §257.93(a).  All monitoring wells at the Plant 

Gorgas Gypsum Landfill are equipped with a dedicated pump.  Monitoring wells were purged and sampled 

using low-flow sampling procedures whereby samples are collected when field water quality parameters 

(pH, turbidity, conductivity, and dissolved oxygen) were measured to determine stabilization.  Groundwater 

samples were collected when the following stabilization criteria were met: 

�x 0.1 standard units for pH 
�x 5% for specific conductance 
�x 0.2 Mg/L or 10% for DO > 0.5 mg/l (whichever is greater) 
�x Turbidity measurements less than 5 NTU 
�x Temperature and ORP – record only, no stabilization criteria 

 

During purging and sampling a SmarTroll instrument was used to monitor and record field parameters.   

Once stabilization was achieved, samples were collected and submitted to the laboratory following standard 

chain-of-custody (COC) protocol. 

6.3 Sample Preservation and Handling 

Groundwater samples were collected within the designated size and type of containers required for specific 

parameters.  Sample bottles used are pre-preserved and do not require field preservation. Where temperature 

control was required, samples were placed in an ice-packed cooler.  

6.4 Chain of Custody 

All samples were handled under COC procedures beginning in the field through delivery to the laboratory. 

The COC forms contain the following information: 

�x Sample destination and transporter, 

�x Sample identification numbers, 

�x Signature of collector, 
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�x Date and time of collection, 

�x Identification of monitoring well, 

�x Number of sample containers, 

�x Parameters requested for analysis, 

�x Signature of person(s) involved in the chain of possession, and 

�x Inclusive dates of possession. 

6.5 Laboratory Analysis 

Groundwater samples collected for background data included both Appendix III and Appendix IV 

parameters.  Groundwater samples collected during the November 2017 detection monitoring event were 

analyzed for Appendix III monitoring parameters only. Analytical methods used for groundwater sample 

analysis are listed on the analytical laboratory reports included in Appendix A. 

Laboratory analyses were performed by the APC Environmental Laboratory (APCEL) in Calera, Alabama 

or Test America, Inc. (TAL), of Pensacola, Florida and St. Louis, Missouri. Both APCEL and TAL are 

accredited by National Environmental Laboratory Accreditation Program (NELAP) and maintain a NELAP 

certification for all parameters analyzed. Groundwater data and chain of custody records for the monitoring 

events are presented in Appendix A.  

6.6 Quality Assurance and Quality Control 

During each sampling event, quality assurance/quality control samples (QA/QC) were collected at a rate of 

one sample per every 10 samples.  Equipment blanks and duplicate samples were also collected during each 

sampling event.  QA/QC sample data was evaluated during data validation and is included in Appendix A. 

Groundwater quality data for the most recent sampling event was validated in accordance with guidance 

from the EPA Region IV Environmental Investigations Standard Operating Procedures and Quality 

Assurance Manual (November 2001); the EPA Region IV Data Validation Standard Operating Procedures 

(US EPA Region IV, September 2011); and the analytical methods.  Data validation generally consisted of 

reviewing sample integrity, holding times, laboratory method blanks, laboratory control samples, matrix 

spikes/matrix spike duplicate recoveries and relative percent differences (RPDs), post digestion spikes, 

laboratory and field duplicate RPDs, field and equipment blanks, and reporting limits.   



Plant Gorgas Gypsum Landfill 
2017 Annual Groundwater Monitoring and Corrective Action Report 
 

11 
Copyright © 2018, Southern Company Services, Inc.  All Rights Reserved. 

Where appropriate, validation qualifiers and flags are applied to the data using the procedures in EPA 

National Functional Guidelines for Inorganic Data Review (USEPA, 2014), as guidance.  Flagged data is 

identified in the statistical analysis reports. 
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7.0 GROUNDWATER DATA EVALUATION 

7.1 Groundwater Elevation Data Evaluation 

Prior to recording water levels, each well was opened and allowed to equilibrate to atmospheric pressure.  

Within a 24-hour period, depths to groundwater were measured to the nearest 0.01 foot with an electronic 

water level indicator.  Depths are referenced from the top of the inner PVC well casing. Groundwater 

elevations are calculated by subtracting the depth to groundwater from surveyed top of casing (TOC) 

elevations.   

During the initial detection monitoring event, static groundwater elevations obtained prior to purging and 

sampling ranged from 416 to 295 feet MSL downgradient of the site. Groundwater levels for the most 

recent sampling event are included in Table 4, Groundwater Elevations (November 2017).  

 

The most recent potentiometric surface map presented in Figure 4, Potentiometric Surface Map 

(November 2017), shows that groundwater flows from north to south across the site.  

 

 
Table 4. Groundwater Elevations (November 2017) 

 
 

Well ID TOC Elev  
(ft MSL) 

Depth to GW  
(ft TOC) GW Elevation 

MW-1 502.38 91.59 410.79 

MW-2 502.17 85.38 416.79 

MW-3 525.90 110.49 415.41 

MW-4 517.89 118.03 399.86 

MW-13 445.29 94.36 350.93 

MW-14 430.20 89.47 340.73 

MW-15 406.05 67.22 338.83 

MW-16 414.68 91.48 323.20 

MW-18 415.09 114.78 300.31 

MW-19 378.53 82.97 295.56 

MW-20 332.88 23.21 309.67 
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8.0 BACKGROUND GROUNDWATER DATA QUALITY 

Groundwater elevation data and potentiometric surface maps were utilized to determine upgradient or 

“background” monitoring well locations. These well locations provide representative samples of 

groundwater quality as it enters the site. 

8.1 Statistical Methodology and Tests 

Statistical tests used to evaluate the groundwater monitoring data consist of interwell and intrawell 

prediction limit methods, combined with resampling strategies for each method. Intrawell prediction limits, 

combined with a 1-of-2 verification resample plan, were used for calcium, chloride, fluoride, sulfate and 

TDS to determine whether there has been a statistically significant increase (SSI) over background 

groundwater quality.  Interwell prediction limits, combined with a 1-of-2 verification resample plan, were 

used to evaluate boron and pH.  

 

Intrawell prediction limits use historical data within a given well to establish limits for parameters at that 

well. The most recent sample from the same well is compared to its respective background to identify SSIs 

over background. Interwell prediction limits pool upgradient well data to establish a background limit for 

an individual constituent.  The most recent sample from each downgradient well is compared to the 

background limit to identify SSIs.  

 

Time series plots were used to screen proposed background data for suspected outliers, or extreme values 

that would result in limits that are not conservative from a regulatory perspective.  Suspected outliers at all 

wells for Appendix III parameters are formally tested using Tukey’s box plot method and, when identified, 

are flagged in the computer database and deselected prior to construction of statistical limits. No 

measurements were flagged as outliers for the Appendix III parameters at this time. A substitution of the 

most recent reporting limit was applied when varying detection limits existed in data. 

No true seasonal patterns were observed on the time series plots for any of the detected data; therefore, no 

deseasonalizing adjustments were made to the data. When seasonal patterns are observed, data may be 

deseasonalized so that the resulting limits will correctly account for the seasonality as a predictable 

pattern rather than random variation or a release.  

The Sen’s Slope/Mann Kendall trend test was used to evaluate all background data at each well to 

identify statistically significant increasing or decreasing trends. The results of the trend analyses showed a 

few statistically significant increasing and decreasing trends. All trends noted were relatively low in 
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magnitude when compared to average concentrations; therefore, no adjustments were recommended to 

any data sets. 

Prediction limits are constructed as recommended in the USEPA Unified guidance, and based on the 

following: 

�x Annual false positive rate of 10% 
�x 1-of-2 verification resample plan option for both intrawell and interwell prediction limits  
�x Semi-annual sampling 
�x Constituents = 7 (Appendix III) 
�x Downgradient wells = 4 
 

Parametric prediction limits (PL) are used when the screened historical data follow a normal or transformed-

normal distribution. When data could not be normalized or when the majority of data were non-detects, a 

non-parametric test was utilized. The confidence level associated with both tests is greater than 99%.  The 

distribution of data was tested using the Shapiro-Wilk/Shapiro-Francia test for normality. After testing for 

normality and performing any adjustments as discussed below (USEPA, 2009), data were analyzed using 

either parametric or non-parametric prediction limits. 

 

The following guidance is also applicable to the statistical analysis method: 

 

�x Statistical analyses are not performed on analytes containing 100% non-detects (EPA Unified 
Guidance, 2009, Chapter 6). 

�x When data contain <15% nondetects in the background, simple substitution of one-half the reporting 
limit may be utilized in the statistical analysis.  The reporting limit utilized for non-detects is the 
practical quantitation limit (PQL) as reported by the laboratory. 

�x When data contain between 15-50% non-detects, the Kaplan-Meier non-detect adjustment is applied 
to the background data. 

�x Non-parametric prediction limits are used on data containing greater than 50% non-detects. 

The statistical evaluation report is located in Appendix B, Statistical Data Evaluation. 

8.2 Statistical Exceedances 

Analytical data from the initial detection monitoring event in November 2017 at the Gypsum Landfill was 

statistically analyzed in accordance with the PE-certified statistical methods described above.  Based on the 

statistical analysis included in Appendix B, SSIs of the prediction limit were identified. Summary tables 

identifying the SSIs are included in Appendix B.  
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8.3 Verification Sampling 

The statistical methods incorporate the option of resampling to verify SSIs.  Verification sampling was not 

conducted for the initial detection monitoring event; therefore, the initial SSIs are treated as verified. 

8.4 Appendix IV Background Data 

Pursuant to §257.95, Appendix IV groundwater quality data is statistically analyzed and compared to 

groundwater protection standards if assessment monitoring is implemented.  APC is currently performing 

detection monitoring at the Gypsum Landfill per §257.94 and has not implemented assessment monitoring.  

Therefore, statistical analysis of the Appendix IV data has not been performed. 

 

  



Plant Gorgas Gypsum Landfill 
2017 Annual Groundwater Monitoring and Corrective Action Report 
 

16 
Copyright © 2018, Southern Company Services, Inc.  All Rights Reserved. 

9.0 MONITORING PROGRAM STATUS 

Plant Gorgas Gypsum Landfill is in detection monitoring.  SSIs of Appendix III parameters have been 

identified.  Pursuant to §257.94(e)(1), APC has 90 days from the date of determination to either (1) prepare 

a demonstration that a source other than the Gypsum Landfill was the cause, or (2) implement assessment 

monitoring per §257.95.  APC will address the reported SSIs in accordance with the requirements, and 

options, of §257.94(e)(1-3) and (f). 

  



Plant Gorgas Gypsum Landfill 
2017 Annual Groundwater Monitoring and Corrective Action Report 
 

17 
Copyright © 2018, Southern Company Services, Inc.  All Rights Reserved. 

10.0 CONCLUSIONS AND FUTURE ACTIONS 

In accordance with §257.94(b), eight (8) independent samples were collected from each background and 

downgradient well and analyzed for the constituents listed in Appendix III and IV.  Background sampling 

was performed over the period of April 2016 to October 2017. Groundwater sampling for the first detection 

monitoring event was performed in November 2017. Constituents listed in Appendix III were collected and 

analyzed for detection monitoring. APC will perform the following future actions: 

�x Conduct alternate source demonstration or complete groundwater sampling for Assessment 
Monitoring within 90 days of determining the SSI, and 

�x Conduct the first semi-annual detection monitoring event by April 2018. 
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Appendix A 
Groundwater Analytical Data 
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Anions 

Gorgas Landfill 

WMWGORLF_22 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Chloride Batch ID Fluoride Batch ID Sulfate Batch ID Project ID 
AW10922 564770 564773 564776 WMWGORLF_22 
AW10923 564770 564773 564776 WMWGORLF_22 
AW10924 564770 564773 564776 WMWGORLF_22 
AW10925 564770 564773 564776 WMWGORLF_22 
AW10926 564770 564773 564776 WMWGORLF_22 
AW10927 564770 564773 564776 WMWGORLF_22 
AW10928 564770 564773 564776 WMWGORLF_22 
AW10929 564770 564773 564776 WMWGORLF_22 
AW10930 564770 564773 564776 WMWGORLF_22 
AW10931 564770 564773 564776 WMWGORLF_22 
AW10932 564771 564774 564777 WMWGORLF_22 
AW10933 564771 564774 564777 WMWGORLF_22 
AW10934 564771 564774 564777 WMWGORLF_22 
AW10936 564771 564774 564777 WMWGORLF_22 
AW10937 564771 564774 564777 WMWGORLF_22 
AW10938 564771 564774 564777 WMWGORLF_22 
AW10939 564771 564774 564777 WMWGORLF_22 
AW10941 564771 564774 564777 WMWGORLF_22 
AW10942 564771 564774 564777 WMWGORLF_22 
AW10943 564771 564774 564777 WMWGORLF_22 
AW10944 564772 564775 564778 WMWGORLF_22 
AW10945 564772 564775 564778 WMWGORLF_22 
AW10946 564772 564775 564778 WMWGORLF_22 
AW11047 564772 564775 564778 WMWGORLF_22 
AW10947 564407 564408 564409 WMWGORLF_22 

 

4. All of the above samples were analyzed and prepared by EPA 300.0. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 
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General Quality Control Procedures: 

�x Prior to sample analysis, an instrument performance check (IPC) was analyzed and all criteria were met. 

�x All laboratory reagent blanks were less than the method detection limits for the requested anions. 

�x All laboratory fortified blanks were within acceptance criteria for the anions requested, with the following 
exceptions:  

1. An opening LFB for the dilution analyses was run, but no result for sulfate was listed in batch 564776.  

2. No closing LFB was listed for the dilution re-analyses for sulfate in batch 564776. Due to absence of LFB 
data, the reported results for the following sample dilutions for sulfate are qualified as quantitatively 
estimated with indeterminate bias direction and magnitude: AW10922, AW10923, AW10924, AW10925, 
AW10926, AW10927, AW10928, AW10929, AW10930 and AW10931.   

3. The results for the closing LFB for chloride and sulfate, batches 564772 & 564778, were not listed in the 
lab report.   Results for chloride for samples (AW10944 - AW10946, inclusive, and AW11047) should be 
considered as quantitatively estimated concentrations with indeterminate bias direction. Results for 
sulfate for undiluted samples (AW10944 - AW10946, inclusive, and AW11047) should be considered as 
quantitatively estimated concentrations with indeterminate bias direction. 
 

�x It is noted that the QC summary page typically provides the QC results from the original batch analytical 
sequence. If dilutions were subsequently performed to bring sample concentrations within the calibration range, 
any additional QC data from the dilution analyses may need to be obtained from the laboratory. Any 
qualifications applied to original analyses or dilution re-analyses are based upon QC data available at the time of 
review. 

 

Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 

�x A laboratory fortified matrix (LFM) sample was analyzed with each batch. All acceptance criteria for accuracy 
were met. It is noted that the LFM for sulfate, in batches 564776 & 564409, was diluted prior to spiking, and the 
diluted LFM sample was spiked at 50x normal concentration, with acceptable recovery. 
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�x A sample duplicate and/or laboratory fortified matrix duplicate were analyzed with each batch. All acceptance 
criteria for precision were met. It is noted that separate and distinct criteria for duplicate precision calculations, 
based on sample and duplicate anion concentrations, are used to assess precision compliance. These are as 
follow: if the sample and duplicate are both greater than 5x anion Reporting Limit (RL) concentration, the 
precision is calculated and reported as relative percent difference (RPD), with an acceptance range of 0 - 20%; if 
either the sample or duplicate are less than 5x anion RL, the precision is calculated and reported as the absolute 
value of the difference between the two concentrations, with an acceptance range of less than or equal to the 
anion RL value. 

 

7. Samples AW10922-AW10933, inclusive, AW10936, AW10937, AW10938, AW10939, AW10941, AW10943, 
AW10944, AW10946, AW11047 and AW10947 were re-analyzed for sulfate at a 50x dilution, due to undiluted 
results exceeding the calibrated range of the detector. The dilution results for sulfate for these samples should be 
used; reporting limit (RL) values are adjusted upward to reflect the dilution factor applied. 

Sample ID  Analyte  Dilution Factor 

AW10922  Sulfate  50X 

AW10923  Sulfate  50X 

AW10924  Sulfate  50X 
AW10925  Sulfate  50X 

AW10926  Sulfate  50X 

AW10927  Sulfate  50X 

AW10928  Sulfate  50X 

AW10929  Sulfate  50X 

AW10930  Sulfate  50X 
AW10931  Sulfate  50X 

AW10932  Sulfate  50X 

AW10933  Sulfate  50X 

AW10936  Sulfate  50X 

AW10937  Sulfate  50X 

AW10938  Sulfate  50X 

AW10939  Sulfate  50X 
AW10941  Sulfate  50X 

AW10943  Sulfate  50X 

AW10944  Sulfate  50X 

AW10946  Sulfate  50X 

AW11047  Sulfate  50X 

AW10947  Sulfate  50X 
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8. The raw data results are shown with dilution factors included, when dilutions are manually performed by the 
analyst. 
The raw data results are shown without dilution factor corrections, when dilutions are run automatically by the 
instrument. 
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Metals ICP 

Gorgas Landfill 

WMWGORLF_22 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Batch ID Project ID 
AW10922 20160518A WMWGORLF_22 
AW10923 20160518A WMWGORLF_22 
AW10924 20160518A WMWGORLF_22 
AW10925 20160518A WMWGORLF_22 
AW10926 20160518A WMWGORLF_22 
AW10927 20160518A WMWGORLF_22 
AW10928 20160518B WMWGORLF_22 
AW10929 20160518B WMWGORLF_22 
AW10930 20160518B WMWGORLF_22 
AW10931 20160518B WMWGORLF_22 
AW10932 20160518B WMWGORLF_22 
AW10933 20160518B WMWGORLF_22 
AW10934 20160518B WMWGORLF_22 
AW10935 20160518B WMWGORLF_22 
AW10936 20160518B WMWGORLF_22 
AW10937 20160518B WMWGORLF_22 
AW10938 20160523A WMWGORLF_22 
AW10939 20160523A WMWGORLF_22 
AW10941 20160523A WMWGORLF_22 
AW10942 20160523A WMWGORLF_22 
AW10943 20160523A WMWGORLF_22 
AW10944 20160523A WMWGORLF_22 
AW10945 20160523A WMWGORLF_22 
AW10946 20160523A WMWGORLF_22 
AW11047 20160523A WMWGORLF_22 
AW10947 20160518 WMWGORLF_22 

 

4. All of the above samples were analyzed by EPA 200.7 and prepared by EPA 1638. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 
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General Quality Control Procedures: 

�x Prior to sample analysis, an initial calibration verification (ICV) was analyzed and all criteria were met. 

�x Following the ICV, an initial calibration blank (ICB) was analyzed and was below half the limit of quantitation for 
all requested analytes. 

�x All continued calibration verification (CCV) were within the acceptance criteria for the requested analytes except 
for the following: Samples AW10922 through AW10937 analyzed on 05-17-2016 had a CCV failure.  Samples were 
reanalyzed on 05-18-2016 with passing CCV acceptance criteria. 

�x All continued calibration blanks (CCB) were below half the limit of quantitation for the requested analytes. 

�x A preparation method blank and laboratory control sample were digested and analyzed with the samples in each 
digestion batch, with the exception of 20160518, which is a dissolved sample and does not get digested. 

�x All laboratory control sample criteria were met. 

�x The method blank associated with each digestion batch passed all acceptance criteria for all requested analytes. 

�x The spectral interference check associated with EPA 200.7 was analyzed and all acceptance criteria were met. 

�x All sample internal standard criteria were met. 

�x The high standard readbacks associated with EPA 200.7 were within acceptance criteria. 

�x It is noted that the QC summary page typically provides the QC results from the original batch analytical 
sequence. If dilutions were subsequently performed to bring sample concentrations within the calibration range, 
any additional QC data from the dilution analyses may need to be obtained from the laboratory. Any 
qualifications applied to original analyses or dilution re-analyses are based upon QC data available at the time of 
review. 

Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICP batch. All acceptance criteria 
for accuracy were met with the following exceptions: 
 
Analyte     Sample ID 
Calcium     AW10927 
Calcium     AW10937 
Calcium     AW10947 
 
The concentrations of these analytes in the samples were greater than 3.3X the concentration of the matrix spike 
added, causing inaccurate spike recovery information. The laboratory control sample indicates that the digestion, 
if applicable, and analysis were in control. 
 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICP batch. All acceptance criteria 
for precision were met. 
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7. All samples were analyzed without a dilution with the following exceptions:  The following samples were diluted 
due to sample concentrations from the undiluted analysis were over the high standard of the calibration curve.     
 

Sample ID Analyte Dilution Factor 
AW10922 Calcium 10.15x 
AW10923 Calcium 10.15x 
AW10924 Calcium 10.15x 
AW10925 Calcium 10.15x 
AW10926 Calcium 10.15x 
AW10927 Calcium 10.15x 

AW10927MS Calcium 10.15x 
AW10927MSD Calcium 10.15x 

AW10928 Calcium 10.15x 
AW10929 Calcium 10.15x 
AW10930 Calcium 10.15x 
AW10931 Calcium 10.15x 
AW10932 Calcium 101.5x 
AW10933 Calcium 10.15x 
AW10935 Calcium 10.15x 
AW10936 Calcium 10.15x 
AW10937 Calcium 10.15x 

AW10937MS Calcium 10.15x 
AW10937MSD Calcium 10.15x 

AW10938 Calcium 10.15x 
AW10939 Calcium 10.15x 
AW10941 Calcium 10.15x 
AW10943 Calcium 10.15x 
AW10944 Calcium 10.15x 
AW10946 Calcium 10.15x 
AW11047 Calcium 10.15x 
AW10947 Calcium 10.15x 

 
 
 

8.  The raw data results include both results corrected for dilution and results not corrected for dilution. 
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Metals ICPMS 

Gorgas Landfill 

WMWGORLF_22 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Batch ID Project ID 

AW10922 564394 WMWGORLF_22 
AW10923 564394 WMWGORLF_22 
AW10924 564394 WMWGORLF_22 
AW10925 564394 WMWGORLF_22 
AW10926 564394 WMWGORLF_22 
AW10927 564394 WMWGORLF_22 
AW10928 564394 WMWGORLF_22 
AW10929 564394 WMWGORLF_22 
AW10930 564394 WMWGORLF_22 
AW10931 564394 WMWGORLF_22 
AW10932 564395 WMWGORLF_22 
AW10933 564395 WMWGORLF_22 
AW10934 564395 WMWGORLF_22 
AW10935 564395 WMWGORLF_22 
AW10936 564395 WMWGORLF_22 
AW10937 564395 WMWGORLF_22 
AW10938 564395 WMWGORLF_22 
AW10939 564395 WMWGORLF_22 
AW10941 564395 WMWGORLF_22 
AW10942 564395 WMWGORLF_22 
AW10943 564396 WMWGORLF_22 
AW10944 564396 WMWGORLF_22 
AW10945 564396 WMWGORLF_22 
AW10946 564396 WMWGORLF_22 
AW11047 564396 WMWGORLF_22 
AW10947 564533 WMWGORLF_22 

 

4. All of the above samples were analyzed by EPA 200.8 and prepared by EPA 1638. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 
�3�D�J�H�� �R�I����



Alabama Power General Test Laboratory   Case Narrative  
  744 County Road 87, GSC#8 

Calera, AL 35040 
(205) 664-6032 or 6171 
FAX (205) 257-1654 

 
 
 
 
 

7. Cadmium MDL was increased from 0.0001 mg/L to 0.0002 mg/L. Samples AW10935 and AW11047 are now 
reported as Not Detected. 

 

General Quality Control Procedures: 

�x All tune and calibration met criteria for all requested analytes. 

�x Prior to sample analysis, an initial calibration verification (ICV) was analyzed and all criteria were met. 

�x Following the ICV, an initial calibration blank (ICB) was analyzed and was below the limit of quantitation for all 
requested analytes. 

�x All continued calibration verification (CCV) were within the acceptance criteria for the requested analytes. 

�x All continued calibration blanks (CCB) were below the limit of quantitation for the requested analytes. 

�x A preparation method blank and laboratory control sample were digested and analyzed with the samples in each 
digestion batch, with the exception of batch 564533, which is a dissolved sample and does not get digested. 

�x All laboratory control sample criteria were met. 

�x The method blank associated with each digestion batch passed all acceptance criteria for all requested analytes. 

�x The interference check samples associated with EPA 200.8 were analyzed and passed for all requested analytes. 

�x All sample internal standard criteria were met. 
 

Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICPMS batch. All acceptance 
criteria for accuracy were met. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICPMS batch. All acceptance 
criteria for precision were met. 

 

8. All samples were analyzed at a dilution of 1 to 5 to compensate for any matrix effects. 
9. The raw data results are shown with dilution factors included.  
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Mercury 

Gorgas Landfill 

WMWGORLF_22 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Batch ID Project ID 
AW10922 564800 WMWGORLF_22 
AW10923 564800 WMWGORLF_22 
AW10924 564800 WMWGORLF_22 
AW10925 564800 WMWGORLF_22 
AW10926 564800 WMWGORLF_22 
AW10927 564800 WMWGORLF_22 
AW10928 564801 WMWGORLF_22 
AW10929 564801 WMWGORLF_22 
AW10930 564801 WMWGORLF_22 
AW10931 564801 WMWGORLF_22 
AW10932 564801 WMWGORLF_22 
AW10933 564801 WMWGORLF_22 
AW10934 564801 WMWGORLF_22 
AW10935 564801 WMWGORLF_22 
AW10936 564801 WMWGORLF_22 
AW10937 564801 WMWGORLF_22 
AW10938 564802 WMWGORLF_22 
AW10939 564802 WMWGORLF_22 
AW10941 564802 WMWGORLF_22 
AW10942 564802 WMWGORLF_22 
AW10943 564802 WMWGORLF_22 
AW10944 564802 WMWGORLF_22 
AW10945 564802 WMWGORLF_22 
AW10946 564802 WMWGORLF_22 
AW10947 564479 WMWGORLF_22 
AW11047 565456 WMWGORLF_22 

 

4. All of the above samples were analyzed and prepared by EPA 245.1. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 
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General Quality Control Procedures: 

�x Prior to sample analysis, an initial calibration verification (ICV) was analyzed and all criteria were met. 

�x Following the ICV, an initial calibration blank (ICB) was analyzed and was below the method detection limit for the 
requested analyte. 

�x All continued calibration verification (CCV) were within the acceptance criteria for the requested analyte. 

�x All continued calibration blanks (CCB) were below the limit of quantitation for the requested analyte. 

�x A preparation method blank and laboratory control sample were digested and analyzed with the samples in each 
digestion batch. 

�x All laboratory control sample criteria were met. 

�x The method blank associated with each digestion batch was below the limit of quantitation for the requested 
analyte. 

�x All calibration met criteria for the requested analyte. 

�x All response signals were satisfactory. 
  

Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each batch. All acceptance criteria for 
accuracy were met. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each batch. All acceptance criteria for 
precision were met. 

 

7. All samples were analyzed without a dilution. 
8. The raw data results are shown with dilution factors included. 
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TDS 

Gorgas Landfill 

WMWGORLF_22 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Batch ID Project ID 
AW10922 564197 WMWGORLF_22 
AW10923 564197 WMWGORLF_22 
AW10924 564197 WMWGORLF_22 
AW10925 564197 WMWGORLF_22 
AW10926 564197 WMWGORLF_22 
AW10927 564197 WMWGORLF_22 
AW10928 564197 WMWGORLF_22 
AW10929 564197 WMWGORLF_22 
AW10930 564197 WMWGORLF_22 
AW10931 564197 WMWGORLF_22 
AW10932 564197 WMWGORLF_22 
AW10933 564197 WMWGORLF_22 
AW10934 564197 WMWGORLF_22 
AW10936 564197 WMWGORLF_22 
AW10937 564197 WMWGORLF_22 
AW10938 564197 WMWGORLF_22 
AW10939 564197 WMWGORLF_22 
AW10941 564197 WMWGORLF_22 
AW10942 564197 WMWGORLF_22 
AW10943 564288 WMWGORLF_22 
AW10944 564288 WMWGORLF_22 
AW10945 564288 WMWGORLF_22 
AW10946 564288 WMWGORLF_22 
AW11047 564288 WMWGORLF_22 

 

4. All of the above samples were analyzed by Standard Method 2540C. 
5. All samples were analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 
7. TDS reporting limit was incorrectly listed as 2.5 mg/L. No sample results were affected. 
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General Quality Control Procedures: 

�x A blank was analyzed with each batch. All criteria were met. 

�x All final weights of samples, standards, and blanks agreed within 0.5 mg of the previous weight. 

�x A sample duplicate was analyzed with each batch. RPD/2 was less than 5%. However, the duplicate was analyzed 
after 19 samples. 

�x A laboratory control sample was analyzed with each batch. All criteria were met. 

�x All samples were between 2.5 mg and 200 mg residue with the exception of AW10934, AW10942 and AW10945 
which were <2.5mg. 
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Alabama Power General Test Laboratory   Case Narrative  
  744 County Road 87, GSC#8 

Calera, AL 35040 
(205) 664-6032 or 6171 
FAX (205) 257-1654 

 

 
 

Anions 

Gorgas Landfill 

WMWGORLF_29 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Chloride Batch ID Fluoride Batch ID Sulfate Batch ID Project ID 
AW15618 568122 568123 568124 WMWGORLF_29 
AW15619 568122 568123 568124 WMWGORLF_29 
AW15620 568122 568123 568124 WMWGORLF_29 
AW15621 568122 568123 568124 WMWGORLF_29 
AW15622 568122 568123 568124 WMWGORLF_29 
AW15623 568122 568123 568124 WMWGORLF_29 
AW15624 568122 568123 568124 WMWGORLF_29 
AW15625 568122 568123 568124 WMWGORLF_29 
AW15626 568196 568197 568198 WMWGORLF_29 
AW15627 568196 568197 568198 WMWGORLF_29 
AW15628 568196 568197 568198 WMWGORLF_29 
AW15629 568196 568197 568198 WMWGORLF_29 
AW15630 568196 568197 568198 WMWGORLF_29 
AW15631 568196 568197 568198 WMWGORLF_29 
AW15632 568196 568197 568198 WMWGORLF_29 
AW15672 568196 568197 568198 WMWGORLF_29 
AW15673 568196 568197 568198 WMWGORLF_29 
AW15674 568517 568518 568519 WMWGORLF_29 
AW15718 568517 568518 568519 WMWGORLF_29 
AW15719 568517 568518 568519 WMWGORLF_29 
AW15720 568517 568518 568519 WMWGORLF_29 
AW15721 568517 568518 568519 WMWGORLF_29 
AW15722 568517 568518 568519 WMWGORLF_29 
AW15723 568517 568518 568519 WMWGORLF_29 
AW15724 568514 568515 568516 WMWGORLF_29 

 

4. All of the above samples were analyzed and prepared by EPA 300.0. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 
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Alabama Power General Test Laboratory   Case Narrative  
  744 County Road 87, GSC#8 

Calera, AL 35040 
(205) 664-6032 or 6171 
FAX (205) 257-1654 

 
 

General Quality Control Procedures: 

�x Prior to sample analysis, an instrument performance check (IPC) was analyzed and all criteria were met. 

�x All laboratory reagent blanks were less than the method detection limits for the requested anions, with the 
following exceptions:  

1. The blank for anion sulfate in batch 568124 presented a concentration above the MDL of 0.3, at 0.369 
mg/L. The sulfate result for sample AW15625 was above the MDL but below the RL value of 1.0 mg/L; this 
result should be considered as a quantitatively estimated result, with indication of potential positive bias. 

2. The blank for anion sulfate in batch 568198 presented a concentration above the MDL of 0.3, at 
0.453mg/L. The sulfate result for sample AW15632 was above the MDL but below the RL value of 1.0 
mg/L; this result should be considered as a quantitatively estimated result with indication of potential 
positive bias. 

3. The blank for anion fluoride in batch 568518 presented a concentration above the MDL of 0.01 mg/L, at 
0.042 mg/L. Positive batch samples for fluoride greater than MDL but below the RL of 0.3 mg/L 
(AW15674, and AW15720 - AW15723, inclusive) are less than 10x the blank value and are considered as 
quantitatively estimated results with indication of potential high bias. Sample AW15718 was above the 
fluoride RL value but less than 10x the blank value and is also considered as quantitatively estimated with 
indication of potential high bias.  
 

4. The blank for anion sulfate in batch 568519 presented a concentration above the MDL of 0.3 mg/L, at 
0.471 mg/L. Sulfate in sample AW15719 was reported above the MDL but below the RL value, and is less 
than 10x the associated blank concentration, and should be considered as a quantitatively estimated 
result with indication of potential high bias.  

 
5. The blank for anion sulfate in batch 568516 presented a concentration above the MDL of 0.3, at 0.465 

mg/L. The associated batch sample, AW15724, was greater than 10x the blank concentration, and no 
qualification was necessary.  

 

�x All laboratory fortified blanks were within acceptance criteria for the anions requested, with the following 
exceptions:  

1. No closing LFB was listed for the dilution re-analyses for sulfate in batch 568124. Due to absence of LFB 
data, the reported results for the following sample dilutions for sulfate are qualified as quantitatively 
estimated with indeterminate bias direction and magnitude: AW15618, AW15619, AW15620, AW15621, 
AW15622, AW15623 and AW15624.   

2. No closing LFB was listed for the dilution re-analyses for sulfate in batch 568198. Due to absence of LFB 
data, the reported results for the following sample dilutions for sulfate are qualified as quantitatively 
estimated with indeterminate bias direction and magnitude: AW15626, AW15627, AW15628, AW15629, 
AW15630, AW15631, AW15672 and AW15673.   
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Calera, AL 35040 
(205) 664-6032 or 6171 
FAX (205) 257-1654 

 
 
 
 
 

3. No closing LFB was listed for the dilution re-analyses for sulfate in batch 568519. Due to absence of LFB 
data, the reported results for the following sample dilutions for sulfate are qualified as quantitatively 
estimated with indeterminate bias direction and magnitude: AW15674, AW15718, AW15720, AW15721, 
AW15722 and AW15723.   
 

4. No closing LFB was listed for the dilution re-analyses for sulfate in batch 568516. Due to absence of LFB 
data, the reported result for the following sample dilution for sulfate is qualified as quantitatively 
estimated with indeterminate bias direction and magnitude: AW15724.   

 
 

�x It is noted that the QC summary page typically provides the QC results from the original batch analytical 
sequence. If dilutions were subsequently performed to bring sample concentrations within the calibration range, 
any additional QC data from the dilution analyses may need to be obtained from the laboratory. Any 
qualifications applied to original analyses or dilution re-analyses are based upon QC data available at the time of 
review. 

Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 

�x A laboratory fortified matrix (LFM) sample was analyzed with each batch. All acceptance criteria for accuracy 
were met. It is noted that the LFM for sulfate in batches 568519 and 568516 was diluted prior to spiking, and the 
diluted LFM sample was spiked at 50x normal concentration, with acceptable recovery.  

�x A sample duplicate and/or laboratory fortified matrix duplicate were analyzed with each batch. All acceptance 
criteria for precision were met. It is noted that separate and distinct criteria for duplicate precision calculations, 
based on sample and duplicate anion concentrations, are used to assess precision compliance. These are as 
follow: if the sample and duplicate are both greater than 5x anion Reporting Limit (RL) concentration, the 
precision is calculated and reported as relative percent difference (RPD), with an acceptance range of 0 - 20%; if 
either the sample or duplicate are less than 5x anion RL, the precision is calculated and reported as the absolute 
value of the difference between the two concentrations, with an acceptance range of less than or equal to the 
anion RL value. 

 

7. Samples AW15618, AW15619, AW15620, AW15621, AW15622, AW15623, AW15624, AW15626, AW15627, 
AW15628, AW15629, AW15630, AW15631, AW15672, AW15673, AW15674, AW15718, AW15720, AW15721, 
AW15722, AW15723 and AW15724 were re-analyzed for sulfate at a 50x dilution, due to undiluted results 
exceeding the calibrated range of the detector. The dilution results for sulfate for these samples should be used; 
reporting limit (RL) values are adjusted upward to reflect the dilution factor applied. 
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Sample ID   Analyte   Dilution Factor 
AW15618   Sulfate   50X 
AW15619   Sulfate   50X 
AW15620   Sulfate   50X 
AW15621   Sulfate   50X 
AW15622   Sulfate   50X 
AW15623   Sulfate   50X 
AW15624   Sulfate   50X 
AW15626   Sulfate   50X 
AW15627   Sulfate   50X 
AW15628   Sulfate   50X 
AW15629   Sulfate   50X 
AW15630   Sulfate   50X 
AW15631   Sulfate   50X 
AW15672   Sulfate   50X 
AW15673  Sulfate   50X 
AW15674   Sulfate   50X 
AW15718  Sulfate   50X 
AW15720  Sulfate   50X 
AW15721  Sulfate   50X 
AW15722  Sulfate   50X 
AW15723  Sulfate   50X 
AW15724   Sulfate   50X 

 
 

8. The raw data results are shown with dilution factors included, when dilutions are manually performed by the 
analyst. 
The raw data results are shown without dilution factor corrections, when dilutions are run automatically by the 
instrument. 
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Metals ICP 

Gorgas Landfill 

WMWGORLF_29 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Batch ID Project ID 
AW15618 20160628D_20160629 WMWGORLF_29 
AW15619 20160628D_20160629 WMWGORLF_29 
AW15620 20160628D_20160629 WMWGORLF_29 
AW15621 20160628D_20160629 WMWGORLF_29 
AW15622 20160628D_20160629 WMWGORLF_29 
AW15623 20160628D_20160629 WMWGORLF_29 
AW15624 20160707A_20160708 WMWGORLF_29 
AW15625 20160707A_20160708 WMWGORLF_29 
AW15626 20160707A_20160708 WMWGORLF_29 
AW15627 20160707A_20160708 WMWGORLF_29 
AW15628 20160707A_20160708 WMWGORLF_29 
AW15629 20160707A_20160708 WMWGORLF_29 
AW15630 20160707A_20160708 WMWGORLF_29 
AW15631 20160707A_20160708 WMWGORLF_29 
AW15632 20160707A_20160708 WMWGORLF_29 
AW15672 20160707A_20160708 WMWGORLF_29 
AW15673 20160707B_20160708A WMWGORLF_29 
AW15674 20160707B_20160708A WMWGORLF_29 
AW15718 20160707B_20160708A WMWGORLF_29 
AW15719 20160707B_20160708A WMWGORLF_29 
AW15720 20160707B_20160708A WMWGORLF_29 
AW15721 20160707B_20160708A WMWGORLF_29 
AW15722 20160707B_20160708A WMWGORLF_29 
AW15723 20160707B_20160708A WMWGORLF_29 
AW15724 20160624D WMWGORLF_29 

 

4. All of the above samples were analyzed by EPA 200.7 and prepared by EPA 1638. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 
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General Quality Control Procedures: 

�x Prior to sample analysis, an initial calibration verification (ICV) was analyzed and all criteria were met. 

�x Following the ICV, an initial calibration blank (ICB) was analyzed and was below the limit of quantitation for all 
requested analytes. 

�x All continued calibration verification (CCV) were within the acceptance criteria for the requested analytes. 

�x All continued calibration blanks (CCB) were below the limit of quantitation for the requested analytes. 

�x A preparation method blank and laboratory control sample were digested and analyzed with the samples in each 
digestion batch. 

�x All laboratory control sample criteria were met. 

�x The method blank associated with each digestion batch passed all acceptance criteria for all requested analytes. 

�x The spectral interference check associated with EPA 200.7 was analyzed and all acceptance criteria were met. 

�x All sample internal standard criteria were met. 

�x The high standard readbacks associated with EPA 200.7 were within acceptance criteria. 

�x It is noted that the QC summary page typically provides the QC results from the original batch analytical 
sequence. If dilutions were subsequently performed to bring sample concentrations within the calibration range, 
any additional QC data from the dilution analyses may need to be obtained from the laboratory. Any 
qualifications applied to original analyses or dilution re-analyses are based upon QC data available at the time of 
review. 

Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 

�x A matrix spike and matrix spike duplicate were digested (if applicable) and analyzed with each ICP batch. All 
acceptance criteria for accuracy were met with the following exceptions: 

 
Analyte     Sample ID 
Calcium     AW15623 
Calcium     AW15672 
Calcium     AW15723 
Calcium     AW15724 
 
The concentrations of these analytes in the matrix spike were less than 30 percent of the analyte sample 
concentration causing inaccurate spike recovery information. The laboratory control sample indicates that the 
digestion (if applicable) and analysis were in control. 
 

�x A matrix spike and matrix spike duplicate were digested (if applicable) and analyzed with each ICP batch. All 
acceptance criteria for precision were met. 
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7. All samples were analyzed without a dilution with the following exceptions:  The following samples were diluted 
due to sample concentrations from the undiluted analysis were over the high standard of the calibration curve.   

Sample ID Analyte Dilution factor 
AW15618 Calcium 10.15 
AW15619 Calcium 10.15 
AW15620 Calcium 10.15 
AW15621 Calcium 10.15 
AW15622 Calcium 10.15 
AW15623 Calcium 10.15 

AW15623MS Calcium 10.15 
AW15623MS Calcium 10.15 

AW15627 Calcium 10.15X 
AW15628 Calcium 10.15X 
AW15629 Calcium 10.15X 
AW15630 Calcium 10.15X 
AW15631 Calcium 10.15X 
AW15672 Calcium 10.15X 

AW15672MS Calcium 10.15X 
AW15672MS Calcium 10.15X 

AW15624 Calcium 25.375X 
AW15626 Calcium 25.375X 
AW15673 Calcium 10.15X 
AW15674 Calcium 10.15X 
AW15718 Calcium 10.15X 
AW15720 Calcium 10.15X 
AW15721 Calcium 10.15X 
AW15722 Calcium 10.15X 
AW15723 Calcium 10.15X 

AW15723MS Calcium 10.15X 
AW15723MSD Calcium 10.15X 

AW15724 Calcium 10.15x 
AW15724MS Calcium 10.15x 

AW15724MSD Calcium 10.15x 
 

8.  The raw data results include both results corrected for dilution and results not corrected for dilution. 
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Metals ICPMS 

Gorgas Landfill 

WMWGORLF_29 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Batch ID Project ID 

AW15618 568265 WMWGORLF_29 
AW15619 568265 WMWGORLF_29 
AW15620 568265 WMWGORLF_29 
AW15621 568265 WMWGORLF_29 
AW15622 568265 WMWGORLF_29 
AW15623 568265 WMWGORLF_29 
AW15624 568265 WMWGORLF_29 
AW15625 568265 WMWGORLF_29 
AW15626 568265 WMWGORLF_29 
AW15627 568265 WMWGORLF_29 
AW15628 268277 WMWGORLF_29 
AW15629 268277 WMWGORLF_29 
AW15630 268277 WMWGORLF_29 
AW15631 268277 WMWGORLF_29 
AW15632 268277 WMWGORLF_29 
AW15672 268277 WMWGORLF_29 
AW15673 268277 WMWGORLF_29 
AW15674 268277 WMWGORLF_29 
AW15718 568922 WMWGORLF_29 
AW15719 568922 WMWGORLF_29 
AW15720 568922 WMWGORLF_29 
AW15721 568922 WMWGORLF_29 
AW15722 568922 WMWGORLF_29 
AW15723 568922 WMWGORLF_29 
AW15724 568792 WMWGORLF_29 

 

4. All of the above samples were analyzed by EPA 200.8 and prepared by EPA 1638. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 
7. Cadmium MDL increased from 0.0001mg/L to 0.0002mg/L. Sample AW15629 is now reported as Not Detected. 
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General Quality Control Procedures: 

�x All tune and calibration met criteria for all requested analytes. 

�x Prior to sample analysis, an initial calibration verification (ICV) was analyzed and all criteria were met. 

�x Following the ICV, an initial calibration blank (ICB) was analyzed and was below the limit of quantitation for all 
requested analytes. 

�x All continued calibration verification (CCV) were within the acceptance criteria for the requested analytes. 

�x All continued calibration blanks (CCB) were below the limit of quantitation for the requested analytes. 

�x A preparation method blank and laboratory control sample were digested and analyzed with the samples in each 
digestion batch, with the exception of batch 568792, which is a dissolved sample and does not get digested. 

�x All laboratory control sample criteria were met. 

�x The method blank associated with each digestion batch passed all acceptance criteria for all requested analytes. 

�x The interference check samples associated with EPA 200.8 were analyzed and passed for all requested analytes. 

�x All sample internal standard criteria were met. 
 

Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICPMS batch. All acceptance 
criteria for accuracy were met. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICPMS batch. All acceptance 
criteria for precision were met. 

 

8. All samples were analyzed at a dilution of 1 to 5 to compensate for any matrix effects. 
9. The raw data results are shown with dilution factors included. 
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Mercury 

Gorgas Landfill 

WMWGORLF_29 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt. 
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Batch ID Project ID 
AW15618 568234 WMWGORLF_29 
AW15619 568234 WMWGORLF_29 
AW15620 568234 WMWGORLF_29 
AW15621 568234 WMWGORLF_29 
AW15622 568234 WMWGORLF_29 
AW15623 568234 WMWGORLF_29 
AW15624 568234 WMWGORLF_29 
AW15625 568234 WMWGORLF_29 
AW15626 568234 WMWGORLF_29 
AW15724 569185 WMWGORLF_29 
AW15719 569188 WMWGORLF_29 
AW15720 569188 WMWGORLF_29 
AW15721 569188 WMWGORLF_29 
AW15722 569188 WMWGORLF_29 
AW15723 569188 WMWGORLF_29 
AW15627 569187 WMWGORLF_29 
AW15628 569187 WMWGORLF_29 
AW15629 569187 WMWGORLF_29 
AW15630 569187 WMWGORLF_29 
AW15631 569187 WMWGORLF_29 
AW15632 569187 WMWGORLF_29 
AW15672 569187 WMWGORLF_29 
AW15673 569187 WMWGORLF_29 
AW15674 569187 WMWGORLF_29 
AW15718 569187 WMWGORLF_29 

 

4. All of the above samples were analyzed and prepared by EPA 245.1. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 
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General Quality Control Procedures: 

�x Prior to sample analysis, an initial calibration verification (ICV) was analyzed and all criteria were met. 

�x Following the ICV, an initial calibration blank (ICB) was analyzed and was below the method detection limit for the 
requested analyte. 

�x All continued calibration verification (CCV) were within the acceptance criteria for the requested analyte. 

�x All continued calibration blanks (CCB) were below the limit of quantitation for the requested analyte. 

�x A preparation method blank and laboratory control sample were digested and analyzed with the samples in each 
digestion batch. 

�x All laboratory control sample criteria were met. 

�x The method blank associated with each digestion batch was below the limit of quantitation for the requested 
analyte. 

�x All calibration met criteria for the requested analyte. 

�x All response signals were satisfactory. 
 

Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each batch. All acceptance criteria for 
accuracy were met. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each batch. All acceptance criteria for 
precision were met. 

 

7. All samples were analyzed without a dilution. 
8. The raw data results are shown with dilution factors included. 
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TDS 

Gorgas Landfill 

WMWGORLF_29 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Batch ID Project ID 
AW15618 568252 WMWGORLF_29 
AW15619 568252 WMWGORLF_29 
AW15620 568252 WMWGORLF_29 
AW15621 568252 WMWGORLF_29 
AW15622 568252 WMWGORLF_29 
AW15623 568252 WMWGORLF_29 
AW15624 568252 WMWGORLF_29 
AW15625 568252 WMWGORLF_29 
AW15626 568252 WMWGORLF_29 
AW15627 568252 WMWGORLF_29 
AW15628 568253 WMWGORLF_29 
AW15629 568253 WMWGORLF_29 
AW15630 568253 WMWGORLF_29 
AW15631 568253 WMWGORLF_29 
AW15632 568253 WMWGORLF_29 
AW15672 568319 WMWGORLF_29 
AW15673 568319 WMWGORLF_29 
AW15674 568319 WMWGORLF_29 
AW15718 568319 WMWGORLF_29 
AW15719 568319 WMWGORLF_29 
AW15720 568319 WMWGORLF_29 
AW15721 568319 WMWGORLF_29 
AW15722 568319 WMWGORLF_29 
AW15723 568320 WMWGORLF_29 

 

4. All of the above samples were analyzed by Standard Method 2540C. 
5. All samples were analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 
7. TDS reporting limit was incorrectly listed as 2.5mg/L. It was corrected to reflect filter volume and project limits. 

Sample AW15632 is now reported as Not Detected. 
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General Quality Control Procedures: 

�x A blank was analyzed with each batch. All criteria were met. 

�x All final weights of samples, standards, and blanks agreed within 0.5 mg of the previous weight. 

�x A sample duplicate was analyzed with each batch. RPD/2 was less than 5%, with the exception of batch 568319, 
which was 5.03%.  

�x A laboratory control sample was analyzed with each batch. All criteria were met. 

�x All samples were between 2.5 mg and 200 mg residue with the exception of AW15625,AW15632 and AW15719 
which were <2.5mg. 
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Alabama Power General Test Laboratory   Case Narrative  
  744 County Road 87, GSC#8 

Calera, AL 35040 
(205) 664-6032 or 6171 
FAX (205) 257-1654 

 

 
 

Anions 

Gorgas Landfill 

WMWGORLF_34 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Chloride Batch ID Fluoride Batch ID Sulfate Batch ID Project ID 
AW20224 572204 572205 572206 WMWGORLF_34 
AW20225 572204 572205 572206 WMWGORLF_34 
AW20226 572204 572205 572206 WMWGORLF_34 
AW20227 572204 572205 572206 WMWGORLF_34 
AW20228 572204 572205 572206 WMWGORLF_34 
AW20229 572204 572205 572206 WMWGORLF_34 
AW20230 572204 572205 572206 WMWGORLF_34 
AW20231 572204 572205 572206 WMWGORLF_34 
AW20232 572204 572205 572206 WMWGORLF_34 
AW20233 573131 573132 573133 WMWGORLF_34 

 

4. All of the above samples were analyzed and prepared by EPA 300.0. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x Prior to sample analysis, an instrument performance check (IPC) was analyzed and all criteria were met. 

�x All laboratory reagent blanks were less than the method detection limits for the requested anions, with the 
following exceptions:  

1. The blank for anion sulfate in batch 572206 presented a concentration above the MDL of 0.3, at 0.415 
mg/L. Sulfate in sample AW20230 was reported above the MDL but below the RL value, and is less than 
10x the associated blank concentration, and should be considered as a quantitatively estimated non-
detect value with indication of potential high bias on the RL value. 

2. The blank for anion sulfate in batch 573133 presented a concentration above the MDL of 0.3, at 0.318 
mg/L. Sulfate in sample AW20233 was reported below the MDL value, and is reported as a non-detect 
value with no qualification necessary. 
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�x All laboratory fortified blanks (LFB) were within acceptance criteria for the anions requested, with the following 
exception:  

1. No closing LFB was listed for the dilution re-analyses for sulfate in batch 572206. Due to absence of LFB 
data, the reported results for the following sample dilutions for sulfate are qualified as quantitatively 
estimated with indeterminate bias direction and magnitude: AW20224, AW20225, AW20226, AW20227, 
AW20228, AW20229, AW20231 and AW20232.  

 

�x It is noted that the QC summary page typically provides the QC results from the original batch analytical 
sequence. If dilutions were subsequently performed to bring sample concentrations within the calibration range, 
any additional QC data from the dilution analyses may need to be obtained from the laboratory. Any 
qualifications applied to original analyses or dilution re-analyses are based upon QC data available at the time of 
review. 

 

Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 

�x A laboratory fortified matrix sample was analyzed with each batch. All acceptance criteria for accuracy were met. 
 

�x A sample duplicate and/or laboratory fortified matrix duplicate were analyzed with each batch. All acceptance 
criteria for precision were met. It is noted that separate and distinct criteria for duplicate precision calculations, 
based on sample and duplicate anion concentrations, are used to assess precision compliance. These are as 
follow: if the sample and duplicate are both greater than 5x anion Reporting Limit (RL) concentration, the 
precision is calculated and reported as relative percent difference (RPD), with an acceptance range of 0 - 20%; if 
either the sample or duplicate are less than 5x anion RL, the precision is calculated and reported as the absolute 
value of the difference between the two concentrations, with an acceptance range of less than or equal to the 
anion RL value. 
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7. Samples AW20224, AW20225, AW20226, AW20227, AW20228, AW20229, AW20231 and AW20232 were re-
analyzed at a 50x dilution for sulfate, due to the undiluted results exceeding the calibrated range of the detector. 
The dilution results for sulfate for these samples should be used; reporting limit (RL) values are adjusted upward 
to reflect the dilution factor applied.  

 
Sample ID   Analyte   Dilution Factor 
AW20224   Sulfate   50X 
AW20225   Sulfate   50X 
AW20226   Sulfate   50X 
AW20227   Sulfate   50X 
AW20228   Sulfate   50X 
AW20229   Sulfate   50X 
AW20231   Sulfate   50X 
AW20232   Sulfate   50X 

 
 

8. The raw data results are shown with dilution factors included, when dilutions are manually performed by the 
analyst. 
The raw data results are shown without dilution factor corrections, when dilutions are run automatically by the 
instrument. 
 

 

 

�3�D�J�H�� �R�I����



Alabama Power General Test Laboratory   Case Narrative  
  744 County Road 87, GSC#8 

Calera, AL 35040 
(205) 664-6032 or 6171 
FAX (205) 257-1654 

 

 
 

Metals ICP 

Gorgas Landfill 

WMWGORLF_34 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt. 
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Ca Batch ID B & Li Batch ID Project ID 
AW20224 20160907B 20160829A WMWGORLF_34 
AW20225 20160907B 20160829A WMWGORLF_34 
AW20226 20160907B 20160829A WMWGORLF_34 
AW20227 20160907B 20160829A WMWGORLF_34 
AW20228 20160907B 20160829A WMWGORLF_34 
AW20229 20160907B 20160829A WMWGORLF_34 
AW20230 20160907B 20160829A WMWGORLF_34 
AW20231 20160907B 20160829A WMWGORLF_34 
AW20232 20160907B 20160829A WMWGORLF_34 
AW20233 20160907B 20160829A WMWGORLF_34 

 

4. All of the above samples were analyzed by EPA 200.7 and prepared by EPA 1638. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x Prior to sample analysis, an initial calibration verification (ICV) was analyzed and all criteria were met. 

�x Following the ICV, an initial calibration blank (ICB) was analyzed and was below the limit of quantitation for all 
requested analytes. 

�x All continued calibration verification (CCV) were within the acceptance criteria for the requested analytes. 

�x All continued calibration blanks (CCB) were below the limit of quantitation for the requested analytes. 

�x A preparation method blank and laboratory control sample were digested and analyzed with the samples in each 
digestion batch. 

�x All laboratory control sample criteria were met, with the exception of Calcium.  All samples were re-digested and 
analyzed with passing LCS.   

�x The method blank associated with each digestion batch passed all acceptance criteria for all requested analytes. 

�x The spectral interference check associated with EPA 200.7 was analyzed and all acceptance criteria were met. 

�x All sample internal standard criteria were met. 

�x The high standard readbacks associated with EPA 200.7 were within acceptance criteria. 
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�x It is noted that the QC summary page typically provides the QC results from the original batch analytical 
sequence. If dilutions were subsequently performed to bring sample concentrations within the calibration range, 
any additional QC data from the dilution analyses may need to be obtained from the laboratory. Any 
qualifications applied to original analyses or dilution re-analyses are based upon QC data available at the time of 
review. 

Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICP batch. All acceptance criteria 
for accuracy were met. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICP batch. All acceptance criteria 
for precision were met. 

 

7. All samples were analyzed without a dilution with the following exceptions:  The following samples were diluted 
due to sample concentrations from the undiluted analysis were over the high standard of the calibration curve.   
 

Sample ID Analyte Dilution Factor 
AW20224 Calcium 10.15X 
AW20225 Calcium 10.15X 
AW20226 Calcium 10.15X 
AW20227 Calcium 10.15X 
AW20228 Calcium 10.15X 
AW20229 Calcium 10.15X 
AW20231 Calcium 10.15X 
AW20232 Calcium 10.15X 

 
8.  The raw data results include both results corrected for dilution and results not corrected for dilution. 
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Metals ICPMS 

Gorgas Landfill 

WMWGORLF_34 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Batch ID Project ID 

AW20224 573599 WMWGORLF_34 

AW20225 573599 WMWGORLF_34 

AW20226 573599 WMWGORLF_34 

AW20227 573599 WMWGORLF_34 

AW20228 573599 WMWGORLF_34 

AW20229 573599 WMWGORLF_34 

AW20230 573599 WMWGORLF_34 

AW20231 573599 WMWGORLF_34 

AW20232 573599 WMWGORLF_34 

AW20233 573599 WMWGORLF_34 
 

4. All of the above samples were analyzed by EPA 200.8 and prepared by EPA 1638. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 
7. Cadmium MDL was increased from 0.0001 mg/L to 0.0002 mg/L. Sample AW20227 is now reported as Not 

Detected. 
 

General Quality Control Procedures: 

�x All tune and calibration met criteria for all requested analytes. 

�x Prior to sample analysis, an initial calibration verification (ICV) was analyzed and all criteria were met. 

�x Following the ICV, an initial calibration blank (ICB) was analyzed and was below the limit of quantitation for all 
requested analytes. 

�x All continued calibration verification (CCV) were within the acceptance criteria for the requested analytes. 

�x All continued calibration blanks (CCB) were below the limit of quantitation for the requested analytes. 

�x A preparation method blank and laboratory control sample were digested and analyzed with the samples in each 
digestion batch. 

�x All laboratory control sample criteria were met. 

�x The method blank associated with each digestion batch passed all acceptance criteria for all requested analytes. 

�x The interference check samples associated with EPA 200.8 were analyzed and passed for all requested analytes. 

�x All sample internal standard criteria were met. 
 �3�D�J�H�� �R�I����
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  744 County Road 87, GSC#8 

Calera, AL 35040 
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FAX (205) 257-1654 

 
 

 

Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICPMS batch. All acceptance 
criteria for accuracy were met. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICPMS batch. All acceptance 
criteria for precision were met. 

 

8. All samples were analyzed at a dilution of 1 to 5 to compensate for any matrix effects. 
9. The raw data results are shown with dilution factors included. 
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Alabama Power General Test Laboratory   Case Narrative  
  744 County Road 87, GSC#8 

Calera, AL 35040 
(205) 664-6032 or 6171 
FAX (205) 257-1654 

 

 
 

Mercury 

Gorgas Landfill 

WMWGORLF_34 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Batch ID Project ID 
AW20224 573220 WMWGORLF_34 
AW20225 573220 WMWGORLF_34 
AW20226 573220 WMWGORLF_34 
AW20227 573220 WMWGORLF_34 
AW20228 573220 WMWGORLF_34 
AW20229 573221 WMWGORLF_34 
AW20230 573221 WMWGORLF_34 
AW20231 573221 WMWGORLF_34 
AW20232 573221 WMWGORLF_34 
AW20233 573221 WMWGORLF_34 

 

4. All of the above samples were analyzed and prepared by EPA 245.1. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x Prior to sample analysis, an initial calibration verification (ICV) was analyzed and all criteria were met. 

�x Following the ICV, an initial calibration blank (ICB) was analyzed and was below the method detection limit for the 
requested analyte. 

�x All continued calibration verification (CCV) were within the acceptance criteria for the requested analyte. 

�x All continued calibration blanks (CCB) were below the limit of quantitation for the requested analyte. 

�x A preparation method blank and laboratory control sample were digested and analyzed with the samples in each 
digestion batch. 

�x All laboratory control sample criteria were met. 

�x The method blank associated with each digestion batch was below the limit of quantitation for the requested 
analyte. 

�x All calibration met criteria for the requested analyte. 

�x All response signals were satisfactory. 
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Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each batch. All acceptance criteria for 
accuracy were met. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each batch. All acceptance criteria for 
precision were met. 

 

7. All samples were analyzed without a dilution. 
8. The raw data results are shown with dilution factors included. 
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Alabama Power General Test Laboratory   Case Narrative  
  744 County Road 87, GSC#8 

Calera, AL 35040 
(205) 664-6032 or 6171 
FAX (205) 257-1654 

 

 
 

TDS 

Gorgas Landfill 

WMWGORLF_34 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Batch ID Project ID 
AW20224 572595 WMWGORLF_34 
AW20225 572595 WMWGORLF_34 
AW20226 572595 WMWGORLF_34 
AW20227 572595 WMWGORLF_34 
AW20228 572595 WMWGORLF_34 
AW20229 572595 WMWGORLF_34 
AW20230 572595 WMWGORLF_34 
AW20231 572595 WMWGORLF_34 
AW20232 572595 WMWGORLF_34 
AW20233 572595 WMWGORLF_34 

 

4. All of the above samples were analyzed by Standard Method 2540C. 
5. All samples were analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 
7. TDS reporting limit was incorrectly listed as 2.5mg/L. It has been updated based on filter volume and project 

limits. 
 

General Quality Control Procedures: 

�x A blank was analyzed with each batch. All criteria were met. 

�x All final weights of samples, standards, and blanks agreed within 0.5 mg of the previous weight. 

�x A sample duplicate was analyzed with each batch. RPD/2 was less than 5%. 

�x A laboratory control sample was analyzed with each batch. All criteria were met. 

�x All samples were between 2.5 mg and 200 mg residue with the exception of AW20230 which was <2.5mg. 
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Requested Complete Date Results To
Site Representative Requested By

Collector Location

Sample # Date Time
Bottle
Count Description

Lab
Filter Lab Id

Relinquished By Received By Date/Time

SmarTroll ID
Turbidity ID

All metals and radiological bottles have pH < 2             
Cooler Temp

�ermometer ID
pH Strip ID

Lab ETA

Analysis Requested
Comments

Chain of Custody 
Groundwater
APC General Testing Laboratory 
General Service Complex Building 8 

Field Complete

Lab Complete

�3�D�J�H���� �R�I����



ANALYTICAL REPORT
TestAmerica Laboratories, Inc.
TestAmerica Pensacola
3355 McLemore Drive
Pensacola, FL 32514
Tel: (850)474-1001

TestAmerica Job ID: 400-126077-1
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Client Project/Site: CCR Plant Gorgas

For:
Alabama Power General Test Laboratory
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Calera, Alabama 35040

Attn: Sarah Copeland

Authorized for release by:
9/22/2016 4:45:14 PM

Cheyenne Whitmire, Project Manager II
(850)471-6222
cheyenne.whitmire@testamericainc.com

The test results in this report meet all 2003 NELAC and 2009 TNI requirements for accredited
parameters, exceptions are noted in this report. This report may not be reproduced except in full,
and with written approval from the laboratory. For questions please contact the Project Manager
at the e-mail address or telephone number listed on this page.

This report has been electronically signed and authorized by the signatory. Electronic signature is
intended to be the legally binding equivalent of a traditionally handwritten signature.

Results relate only to the items tested and the sample(s) as received by the laboratory.
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Alabama Power General Test Laboratory   Case Narrative  
  744 County Road 87, GSC#8 

Calera, AL 35040 
(205) 664-6032 or 6171 
FAX (205) 257-1654 

 

 
 

Anions 

Gorgas Landfill 

WMWGORLF_1048 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. All samples were received intact and properly preserved. 
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Chloride Batch ID Fluoride Batch ID Sulfate Batch ID Project ID 
AW25487 578211 578213 578215 WMWGORLF_1048 
AW25488 578211 578213 578215 WMWGORLF_1048 
AW25489 578211 578213 578215 WMWGORLF_1048 
AW25490 578211 578213 578215 WMWGORLF_1048 
AW25491 578211 578213 578215 WMWGORLF_1048 
AW25492 578211 578213 578215 WMWGORLF_1048 
AW25493 578211 578213 578215 WMWGORLF_1048 
AW25494 578211 578213 578215 WMWGORLF_1048 
AW25495 578211 578213 578215 WMWGORLF_1048 
AW25496 578211 578213 578215 WMWGORLF_1048 

 

4. All of the above samples were analyzed and prepared by EPA 300.0. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x Prior to sample analysis, an instrument performance check (IPC) was analyzed and all criteria were met. 
 

�x All laboratory reagent blanks were less than the method detection limits for the requested anions, with the 
following exception: the blank for anion sulfate presented a negative concentration greater than the absolute 
MDL value of 0.3, at -0.345 mg/L.  Two batch samples (AW25493 and AW25494) presented negative sulfate 
concentrations (-0.257 and -0.295) below the absolute MDL value, and are reported as non-detects.  All other 
batch sulfate samples are above 10x the absolute blank value; no qualification is necessary. 

�x All laboratory fortified blanks were within acceptance criteria for the anions requested, with the following 
exception: no closing LFB was listed for the dilution re-analyses for sulfate. Due to absence of LFB data, the 
reported results for the following sample dilutions for sulfate are qualified as quantitatively estimated with 
indeterminate bias direction and magnitude: AW25487, AW25488, AW25489, AW25490, AW25491, AW25492, 
AW25495 and AW25496. 
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Alabama Power General Test Laboratory   Case Narrative  
  744 County Road 87, GSC#8 

Calera, AL 35040 
(205) 664-6032 or 6171 
FAX (205) 257-1654 

 
 

 

�x It is noted that the QC summary page typically provides the QC results from the original batch analytical 
sequence. If dilutions were subsequently performed to bring sample concentrations within the calibration range, 
any additional QC data from the dilution analyses may need to be obtained from the laboratory. Any 
qualifications applied to original analyses or dilution re-analyses are based upon QC data available at the time of 
review. 

Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 

�x A laboratory fortified matrix (LFM) sample was analyzed with each batch. All acceptance criteria for accuracy 
were met. It is noted that the LFM for sulfate was diluted prior to spiking, and the diluted LFM sample was spiked 
at 20x normal concentration, with acceptable recovery  

�x A sample duplicate and/or laboratory fortified matrix duplicate were analyzed with each batch. All acceptance 
criteria for precision were met. It is noted that separate and distinct criteria for duplicate precision calculations, 
based on sample and duplicate anion concentrations, are used to assess precision compliance. These are as 
follow: if the sample and duplicate are both greater than 5x anion Reporting Limit (RL) concentration, the 
precision is calculated and reported as relative percent difference (RPD), with an acceptance range of 0 - 20%; if 
either the sample or duplicate are less than 5x anion RL, the precision is calculated and reported as the absolute 
value of the difference between the two concentrations, with an acceptance range of less than or equal to the 
anion RL value. 

 

7. Samples AW25487, AW25489 and AW25496 were re-analyzed for sulfate at a 20x dilution, samples AW25488, 
AW25491 and AW25492 were re-analyzed for sulfate at a 30x dilution, sample AW25495 was re-analyzed for 
sulfate at a 40x dilution, and sample AW25490 was re-analyzed at a 50x dilution, due to undiluted results 
exceeding the calibrated range of the detector. The dilution results for sulfate for these samples should be used; 
reporting limit (RL) values are adjusted upward to reflect the dilution factor applied.  
 

Sample ID   Analyte   Dilution Factor 
AW25487   Sulfate   20X 
AW25488   Sulfate   30X 
AW25489   Sulfate   20X 
AW25490   Sulfate   50X 
AW25491   Sulfate   30X 
AW25492   Sulfate   30X 
AW25495   Sulfate   40X 
AW25496   Sulfate   20X 
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8. The raw data results are shown with dilution factors included, when dilutions are manually performed by the 
analyst. 
The raw data results are shown without dilution factor corrections, when dilutions are run automatically by the 
instrument. 
 

 

 

�3�D�J�H�� �R�I����



Alabama Power General Test Laboratory   Case Narrative  
  744 County Road 87, GSC#8 

Calera, AL 35040 
(205) 664-6032 or 6171 
FAX (205) 257-1654 

 

 
 

Metals ICP 

Gorgas Landfill 

WMWGORLF_1048 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. All samples were received intact and properly preserved. 
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Batch ID Project ID 
AW25487 20161012E2_20161013B_20161013F WMWGORLF_1048 
AW25488 20161012E2_20161013B_20161013F WMWGORLF_1048 
AW25489 20161012E2_20161013B_20161013F WMWGORLF_1048 
AW25490 20161012G_20161013C WMWGORLF_1048 
AW25491 20161012G_20161013C WMWGORLF_1048 
AW25492 20161012G_20161013C WMWGORLF_1048 
AW25493 20161012G_20161013C WMWGORLF_1048 
AW25494 20161012G_20161013C WMWGORLF_1048 
AW25495 20161012G_20161013C WMWGORLF_1048 
AW25496 20161012G_20161013C WMWGORLF_1048 

 

4. All of the above samples were analyzed by EPA 200.7 and prepared by EPA 1638. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x Prior to sample analysis, an initial calibration verification (ICV) was analyzed and all criteria were met. 

�x Following the ICV, an initial calibration blank (ICB) was analyzed and was below the limit of quantitation for all 
requested analytes. 

�x All continued calibration verification (CCV) were within the acceptance criteria for the requested analytes. 

�x All continued calibration blanks (CCB) were below the limit of quantitation for the requested analytes. 

�x A preparation method blank and laboratory control sample were digested and analyzed with the samples in each 
digestion batch. 

�x All laboratory control sample criteria were met. 

�x The method blank associated with each digestion batch passed all acceptance criteria for all requested analytes. 

�x The spectral interference check associated with EPA 200.7 was analyzed and all acceptance criteria were met. 

�x All sample internal standard criteria were met. 

�x The high standard readbacks associated with EPA 200.7 were within acceptance criteria. 
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�x It is noted that the QC summary page typically provides the QC results from the original batch analytical 
sequence. If dilutions were subsequently performed to bring sample concentrations within the calibration range, 
any additional QC data from the dilution analyses may need to be obtained from the laboratory. Any 
qualifications applied to original analyses or dilution re-analyses are based upon QC data available at the time of 
review. 

Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICP batch. All acceptance criteria 
for accuracy were met with the following exception: 
 
Analyte     Sample ID 
Calcium     AW25488 
 
The concentration of the matrix spike added was less than 30 percent of the concentration of the sample 
concentration causing inaccurate spike recovery information. The laboratory control sample indicates that the 
digestion and analysis were in control. 
 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICP batch. All acceptance criteria 
for precision were met. 

 

7. All samples were analyzed without a dilution with the following exceptions:  The following samples were diluted 
due to sample concentrations from the undiluted analysis were over the high standard of the calibration curve. 

Sample Analyte Dilution Factor 
AW25487 Calcium 10X 
AW25489 Calcium 10X 
AW25488 Calcium 10X 

AW25488MS Calcium 10X 
AW25488MSD Calcium 10X 

AW25490 Calcium 10X 
AW25491 Calcium 10X 
AW25492 Calcium 10X 
AW25495 Calcium 10X 
AW25496 Calcium 10X 
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8. The raw data results include both results corrected for dilution and results not corrected for dilution. 
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Metals ICPMS 

Gorgas Landfill 

WMWGORLF_1048 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. All samples were received intact and properly preserved. 
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 
 

 
 
 
 
 
 
 
 
 
 
 

4. All of the above samples were analyzed by EPA 200.8 and prepared by EPA 1638. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 
7. Cadmium MDL increased from 0.0001 mg/L to 0.0002 mg/L. Sample AW25490 is now reported as Not Detected. 

 

General Quality Control Procedures: 

�x All tune and calibration met criteria for all requested analytes. 

�x Prior to sample analysis, an initial calibration verification (ICV) was analyzed and all criteria were met. 

�x Following the ICV, an initial calibration blank (ICB) was analyzed and was below the limit of quantitation for all 
requested analytes. 

�x All continued calibration verification (CCV) were within the acceptance criteria for the requested analytes. 

�x All continued calibration blanks (CCB) were below the limit of quantitation for the requested analytes. 

�x A preparation method blank and laboratory control sample were digested and analyzed with the samples in each 
digestion batch. 

�x All laboratory control sample criteria were met. 

�x The method blank associated with each digestion batch passed all acceptance criteria for all requested analytes. 

�x The interference check samples associated with EPA 200.8 were analyzed and passed for all requested analytes. 

�x All sample internal standard criteria were met. 
 

 

Sample ID Batch ID Project ID 
AW25487 578764 WMWGORLF_1048 
AW25488 578764 WMWGORLF_1048 
AW25489 578764 WMWGORLF_1048 
AW25490 578764 WMWGORLF_1048 
AW25491 578788 WMWGORLF_1048 
AW25492 578788 WMWGORLF_1048 
AW25493 578788 WMWGORLF_1048 
AW25494 578788 WMWGORLF_1048 
AW25495 578788 WMWGORLF_1048 
AW25496 578788 WMWGORLF_1048 
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Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICPMS batch. All acceptance 
criteria for accuracy were met. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICPMS batch. All acceptance 
criteria for precision were met. 

 

8. All samples were analyzed at a dilution of 1 to 5 to compensate for any matrix effects. 
9.  The raw data results are shown with dilution factors included. 
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Mercury 

Gorgas Landfill 

WMWGORLF_1048 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. All samples were received intact and properly preserved. 
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 
 

 
 
 
 
 
 
 
 
 
 
 
 
 

4. All of the above samples were analyzed and prepared by EPA 245.1. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x Prior to sample analysis, an initial calibration verification (ICV) was analyzed and all criteria were met. 

�x Following the ICV, an initial calibration blank (ICB) was analyzed and was below the method detection limit for the 
requested analyte. 

�x All continued calibration verification (CCV) were within the acceptance criteria for the requested analyte. 

�x All continued calibration blanks (CCB) were below the limit of quantitation for the requested analyte. 

�x A preparation method blank and laboratory control sample were digested and analyzed with the samples in each 
digestion batch. 

�x All laboratory control sample criteria were met. 

�x The method blank associated with each digestion batch was below the limit of quantitation for the requested 
analyte. 

�x All calibration met criteria for the requested analyte. 

�x All response signals were satisfactory except for the ending CCV. Only samples AW25495 and AW25496 were 
affected. 

 

Sample ID Batch ID Project ID 

AW25487 579112 WMWGORLF_1048 

AW25488 579112 WMWGORLF_1048 

AW25489 579112 WMWGORLF_1048 

AW25490 579112 WMWGORLF_1048 
AW25491 579112 WMWGORLF_1048 

AW25492 579112 WMWGORLF_1048 

AW25493 579112 WMWGORLF_1048 

AW25494 579112 WMWGORLF_1048 

AW25495 579110 WMWGORLF_1048 

AW25496 579110 WMWGORLF_1048 
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Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each batch. All acceptance criteria for 
accuracy were met. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each batch. All acceptance criteria for 
precision were met. 

 

7. All samples were analyzed without a dilution. 
8. The raw data results are shown with dilution factors included. 
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TDS 

Gorgas Landfill 

WMWGORLF_1048 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. All samples were received intact and properly preserved. 
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Batch ID Project ID 
AW25487 578345 WMWGORLF_1048 
AW25488 578345 WMWGORLF_1048 
AW25489 578345 WMWGORLF_1048 
AW25490 578345 WMWGORLF_1048 
AW25491 578344 WMWGORLF_1048 
AW25492 578344 WMWGORLF_1048 
AW25493 578344 WMWGORLF_1048 
AW25494 578344 WMWGORLF_1048 
AW25495 578344 WMWGORLF_1048 
AW25496 578344 WMWGORLF_1048 

 

4. All of the above samples were analyzed by Standard Method 2540C. 
5. All samples were analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 
7. TDS reporting limit was incorrectly listed as 2.5 mg/L. It has been corrected based on filter volume and project 

limits. 
 

General Quality Control Procedures: 

�x A blank was analyzed with each batch. All criteria were met. 

�x All final weights of samples, standards, and blanks agreed within 0.5 mg of the previous weight, with the 
exception of: 
 
Sample ID   Milligram Difference 
AW25487   1.1 
AW25481   1.1 
 
Samples with a milligram difference of 1.0 mg and above will be qualified. Samples with a milligram difference of 
less than 1.0 mg will remain unqualified, as this amount does not significantly affect reported results. 
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�x A sample duplicate was analyzed with each batch. RPD/2 was less than 5%. 

�x A laboratory control sample was analyzed with each batch. All criteria were met. 

�x All samples were between 2.5 mg and 200 mg residue with the exception of AW25493 and AW25494 which were 
<2.5mg. 

 

�3�D�J�H���� �R�I����



�9�H�U�V�L�R�Q����������
�5�H�S�R�U�W�H�G����������������������

�3�D�J�H���� �R�I����



�9�H�U�V�L�R�Q����������
�5�H�S�R�U�W�H�G����������������������

�3�D�J�H���� �R�I����



�9�H�U�V�L�R�Q����������
�5�H�S�R�U�W�H�G����������������������

�3�D�J�H���� �R�I����



�9�H�U�V�L�R�Q����������
�5�H�S�R�U�W�H�G����������������������

�3�D�J�H���� �R�I����



�9�H�U�V�L�R�Q����������
�5�H�S�R�U�W�H�G����������������������

�3�D�J�H���� �R�I����



�9�H�U�V�L�R�Q����������
�5�H�S�R�U�W�H�G����������������������

�3�D�J�H���� �R�I����



�9�H�U�V�L�R�Q����������
�5�H�S�R�U�W�H�G����������������������

�3�D�J�H���� �R�I����



�9�H�U�V�L�R�Q����������
�5�H�S�R�U�W�H�G����������������������

�3�D�J�H���� �R�I����



�9�H�U�V�L�R�Q����������
�5�H�S�R�U�W�H�G����������������������

�3�D�J�H���� �R�I����



�9�H�U�V�L�R�Q����������
�5�H�S�R�U�W�H�G����������������������

�3�D�J�H���� �R�I����



�9�H�U�V�L�R�Q����������
�5�H�S�R�U�W�H�G����������������������

�3�D�J�H���� �R�I����



�9�H�U�V�L�R�Q����������
�5�H�S�R�U�W�H�G����������������������

�3�D�J�H���� �R�I����



�9�H�U�V�L�R�Q����������
�5�H�S�R�U�W�H�G����������������������

�3�D�J�H���� �R�I����



�9�H�U�V�L�R�Q����������
�5�H�S�R�U�W�H�G����������������������

�3�D�J�H���� �R�I����



�9�H�U�V�L�R�Q����������
�5�H�S�R�U�W�H�G����������������������

�3�D�J�H���� �R�I����



�9�H�U�V�L�R�Q����������
�5�H�S�R�U�W�H�G����������������������

�3�D�J�H���� �R�I����



�9�H�U�V�L�R�Q����������
�5�H�S�R�U�W�H�G����������������������

�3�D�J�H���� �R�I����



�9�H�U�V�L�R�Q����������
�5�H�S�R�U�W�H�G����������������������

�3�D�J�H���� �R�I����



�9�H�U�V�L�R�Q����������
�5�H�S�R�U�W�H�G����������������������

�3�D�J�H���� �R�I����



�9�H�U�V�L�R�Q����������
�5�H�S�R�U�W�H�G����������������������

�3�D�J�H���� �R�I����



�9�H�U�V�L�R�Q����������
�5�H�S�R�U�W�H�G����������������������

�3�D�J�H���� �R�I����



�9�H�U�V�L�R�Q����������
�5�H�S�R�U�W�H�G����������������������

�3�D�J�H���� �R�I����



�9�H�U�V�L�R�Q����������
�5�H�S�R�U�W�H�G����������������������

�3�D�J�H���� �R�I����



�9�H�U�V�L�R�Q����������
�5�H�S�R�U�W�H�G����������������������

�3�D�J�H���� �R�I����



�9�H�U�V�L�R�Q����������
�5�H�S�R�U�W�H�G����������������������

�3�D�J�H���� �R�I����



�9�H�U�V�L�R�Q����������
�5�H�S�R�U�W�H�G����������������������

�3�D�J�H���� �R�I����



�9�H�U�V�L�R�Q����������
�5�H�S�R�U�W�H�G����������������������

�3�D�J�H���� �R�I����



�9�H�U�V�L�R�Q����������
�5�H�S�R�U�W�H�G����������������������

�3�D�J�H���� �R�I����



�9�H�U�V�L�R�Q����������
�5�H�S�R�U�W�H�G����������������������

�3�D�J�H���� �R�I����



�9�H�U�V�L�R�Q����������
�5�H�S�R�U�W�H�G����������������������

�3�D�J�H���� �R�I����



�9�H�U�V�L�R�Q����������
�5�H�S�R�U�W�H�G����������������������

�3�D�J�H���� �R�I����



�3�D�J�H���� �R�I����



Requested Complete Date Results To
Site Representative Requested By

Collector Location

Sample # Date Time
Bottle
Count Description

Lab
Filter Lab Id

Relinquished By Received By Date/Time

SmarTroll ID
Turbidity ID

All metals and radiological bottles have pH < 2             
Cooler Temp

�ermometer ID
pH Strip ID

Lab ETA

Analysis Requested
Comments

Chain of Custody 
Groundwater
APC General Testing Laboratory 
General Service Complex Building 8 

Field Complete

Lab Complete

�3�D�J�H���� �R�I����



Requested Complete Date Results To
Site Representative Requested By

Collector Location

Sample # Date Time
Bottle
Count Description

Lab
Filter Lab Id

Relinquished By Received By Date/Time

SmarTroll ID
Turbidity ID

All metals and radiological bottles have pH < 2             
Cooler Temp

�ermometer ID
pH Strip ID

Lab ETA

Analysis Requested
Comments

Chain of Custody 
Groundwater
APC General Testing Laboratory 
General Service Complex Building 8 

Field Complete

Lab Complete

�3�D�J�H���� �R�I����



Requested Complete Date Results To
Site Representative Requested By

Collector Location

Sample # Date Time
Bottle
Count Description

Lab
Filter Lab Id

Relinquished By Received By Date/Time

SmarTroll ID
Turbidity ID

All metals and radiological bottles have pH < 2             
Cooler Temp

�ermometer ID
pH Strip ID

Lab ETA

Analysis Requested
Comments

Chain of Custody 
Groundwater
APC General Testing Laboratory 
General Service Complex Building 8 

Field Complete

Lab Complete

�3�D�J�H���� �R�I����



ANALYTICAL REPORT
TestAmerica Laboratories, Inc.
TestAmerica Pensacola
3355 McLemore Drive
Pensacola, FL 32514
Tel: (850)474-1001

TestAmerica Job ID: 400-128652-1
TestAmerica Sample Delivery Group: Gorgas Landfill (4)
Client Project/Site: CCR Plant Gorgas

For:
Alabama Power General Test Laboratory
744 County Rd 87
GSC #8
Calera, Alabama 35040

Attn: Sarah Copeland

Authorized for release by:
11/28/2016 10:32:24 AM

Cheyenne Whitmire, Project Manager II
(850)471-6222
cheyenne.whitmire@testamericainc.com

The test results in this report meet all 2003 NELAC and 2009 TNI requirements for accredited
parameters, exceptions are noted in this report. This report may not be reproduced except in full,
and with written approval from the laboratory. For questions please contact the Project Manager
at the e-mail address or telephone number listed on this page.

This report has been electronically signed and authorized by the signatory. Electronic signature is
intended to be the legally binding equivalent of a traditionally handwritten signature.

Results relate only to the items tested and the sample(s) as received by the laboratory.

1

2

3

4

5

6

7

8

9

10

11

12

13

mailto:cheyenne.whitmire@testamericainc.com
https://secure.testamericainc.com/TotalAccess/login.aspx
http://www.testamericainc.com/AskTheExpert/Expert_index.htm
http://www.testamericainc.com


Table of Contents

Client: Alabama Power General Test Laboratory
Project/Site: CCR Plant Gorgas

TestAmerica Job ID: 400-128652-1
SDG: Gorgas Landfill (4)

Page 2 of 26
TestAmerica Pensacola

11/28/2016

Cover Page . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 1

Table of Contents . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 2

Case Narrative . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 3

Method Summary . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 4

Sample Summary . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 5

Client Sample Results . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 6

Definitions . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 16

Chronicle . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 17

QC Association . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 20

QC Sample Results . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 21

Chain of Custody . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 23

Receipt Checklists . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 24

Certification Summary . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 25

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 3 of 26 11/28/2016

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 4 of 26 11/28/2016

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 5 of 26 11/28/2016

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 6 of 26 11/28/2016

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 7 of 26 11/28/2016

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 8 of 26 11/28/2016

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 9 of 26 11/28/2016

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 10 of 26 11/28/2016

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 11 of 26 11/28/2016

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 12 of 26 11/28/2016

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 13 of 26 11/28/2016

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 14 of 26 11/28/2016

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 15 of 26 11/28/2016

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 16 of 26 11/28/2016

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 17 of 26 11/28/2016

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 18 of 26 11/28/2016

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 19 of 26 11/28/2016

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 20 of 26 11/28/2016

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 21 of 26 11/28/2016

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 22 of 26 11/28/2016

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 23 of 26 11/28/2016

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 24 of 26 11/28/2016

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 25 of 26 11/28/2016

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 26 of 26 11/28/2016

1

2

3

4

5

6

7

8

9

10

11

12

13



�3�D�J�H�� �R�I����

�4�X�D�O�L�W�\���&�R�Q�W�U�R�O�� �6�X�S�H�U�Y�L�V�L�R�Q��

�7�K�H���I�R�O�O�R�Z�L�Q�J���G�D�W�D���K�D�V���E�H�H�Q���U�H�Y�L�H�Z�H�G���D�Q�G���D�S�S�U�R�Y�H�G���E�\��



Alabama Power General Test Laboratory   Case Narrative  
  744 County Road 87, GSC#8 

Calera, AL 35040 
(205) 664-6032 or 6171 
FAX (205) 257-1654 

 

 
 

Anions 

Gorgas Landfill 

WMWGORLF_1061 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 
Sample ID Chloride Batch ID Fluoride Batch ID Sulfate Batch ID Project ID 
AW28922 582754 582756 582758 WMWGORLF_1061 
AW28923 582754 582756 582758 WMWGORLF_1061 
AW28924 582754 582756 582758 WMWGORLF_1061 
AW28925 582754 582756 582758 WMWGORLF_1061 
AW28926 582754 582756 582758 WMWGORLF_1061 
AW28927 582754 582756 582758 WMWGORLF_1061 
AW28928 582754 582756 582758 WMWGORLF_1061 
AW28929 582754 582756 582758 WMWGORLF_1061 
AW28959 582754 582756 582758 WMWGORLF_1061 

 

4. All of the above samples were analyzed and prepared by EPA 300.0. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 
7. Sample AW28960 was not analyzed for anions. The complete sample was used during TDS analysis. 

 
General Quality Control Procedures: 

�x Prior to sample analysis, an instrument performance check (IPC) was analyzed and all criteria were met except the 
initial performance check sample (IPC) for the initial calibration of 11/30/16 for fluoride recovered above the 
upper limit of 110% (2.20 mg/L), at 2.39 mg/L (120% recovery). Since these samples were setup to run overnight 
on an auto-injector, the high fluoride result was not immediately noticed and the associated batch samples were 
analyzed under a non-compliant standard. A subsequent initial calibration was run on 12/02/16 with acceptable 
fluoride IPC response of 1.90 mg/L (95% recovery). The affected samples were not re-analyzed but were re-
processed under the more recent calibration, and the re-processed results were reported. Since samples are not 
normally re-processed without re-analysis, the initial fluoride results were compared to the re-processed results 
to assess the difference between the results. Although the fluoride results under the 11/30/16 calibration were 
generally higher than the corresponding 12/02/16 ICAL re-processed results, the actual precision values between 
paired results were well within acceptable limits for replicate samples, as measured by absolute difference 
between results being less than the reporting limit for fluoride of 0.30 mg/L. The highest difference between 
results was 0.064 mg/L, which is slightly over 1/5 the RL value, while the remainder of the differences were 1/5 or 
less than the RL value. The reported values may conservatively be considered as potentially low-biased, but the 
results as noted above are within the normal precision limits for replicate samples.  
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Calera, AL 35040 
(205) 664-6032 or 6171 
FAX (205) 257-1654 

 
 
 
 
 

�x All laboratory reagent blanks were less than the method detection limits for the requested anions, with the 
following exceptions: the blank for anion sulfate presented a negative concentration above the MDL of 0.3, at -
0.657 mg/L. The result for sulfate for sample AW28927 was reported with a negative value below 10x the blank 
results, and should be considered as a quantitatively estimated non-detect value, with indication of potential low 
bias on the reported RL value.  

�x All laboratory fortified blanks (LFB) were within acceptance criteria for the anions requested, with the following 
exception: The closing sequence LFB for fluoride was above the fluoride upper limit, at 2.45 mg/L (123% 
recovery). The reported values should be considered as potentially high biased.   

�x It is noted that the QC summary page typically provides the QC results from the original batch analytical 
sequence. If dilutions were subsequently performed to bring sample concentrations within the calibration range, 
any additional QC data from the dilution analyses may need to be obtained from the laboratory. Any 
qualifications applied to original analyses or dilution re-analyses are based upon QC data available at the time of 
review. 

Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 

�x A laboratory fortified matrix (LFM) sample was analyzed with each batch. All acceptance criteria for accuracy 
were met.   

�x A sample duplicate and/or laboratory fortified matrix duplicate were analyzed with each batch. All acceptance 
criteria for precision were met. It is noted that separate and distinct criteria for duplicate precision calculations, 
based on sample and duplicate anion concentrations, are used to assess precision compliance. These are as 
follow: if the sample and duplicate are both greater than 5x anion Reporting Limit (RL) concentration, the 
precision is calculated and reported as relative percent difference (RPD), with an acceptance range of 0 - 20%; if 
either the sample or duplicate are less than 5x anion RL, the precision is calculated and reported as the absolute 
value of the difference between the two concentrations, with an acceptance range of less than or equal to the 
anion RL value. 

 

8. Samples AW28922 and AW28923 were re-analyzed for sulfate at a 20x dilution, and samples AW28925 and 
AW28959 were re-analyzed for sulfate at a 50x dilution, due to undiluted results exceeding the calibrated range 
of the detector. The dilution results for sulfate for these respective samples should be used; reporting limit (RL) 
values are adjusted upward to reflect the dilution factor applied.  
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Sample ID   Analyte   Dilution Factor 
AW28922   Sulfate   20X 
AW28923   Sulfate   20X 
AW28925   Sulfate   50X 
AW28959   Sulfate   50X 

 
9. The raw data results are shown with dilution factors included, when dilutions are manually performed by the 

analyst. 
The raw data results are shown without dilution factor corrections, when dilutions are run automatically by the 
instrument. 
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Calera, AL 35040 
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Metals ICP 

Gorgas Landfill 

WMWGORLF_1061 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt. 
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID  Batch ID Project ID 
AW28922 20161227C_20161228C_20170109 WMWGORLF_1061 
AW28923 20161227C_20161228C_20170109 WMWGORLF_1061 
AW28925 20161227C_20161228C_20170109 WMWGORLF_1061 
AW28926 20161227C_20161228C_20170109 WMWGORLF_1061 
AW28927 20161227C_20161228C_20170109 WMWGORLF_1061 
AW28928 20161227C_20161228C_20170109 WMWGORLF_1061 
AW28929 20161227C_20161228C_20170109 WMWGORLF_1061 
AW28959 20161227C_20161228C_20170109 WMWGORLF_1061 
AW28960 20161227C_20161228C_20170109 WMWGORLF_1061 
AW28924 20161228B_20161227B WMWGORLF_1061 

 

4. All of the above samples were analyzed by EPA 200.7 and prepared by EPA 1638. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x Prior to sample analysis, an initial calibration verification (ICV) was analyzed and all criteria were met. 

�x Following the ICV, an initial calibration blank (ICB) was analyzed and was below the limit of quantitation for all 
requested analytes. 

�x All continued calibration verification (CCV) were within the acceptance criteria for the requested analytes, with 
the exception of Lithium analyzed on 20161227C.   Due to matrix issue with these samples, the samples were 
reanalyzed using matrix specific rinses.  All CCV for Lithium were within the acceptance criteria in the reanalysis 
run.  

�x All continued calibration blanks (CCB) were below the limit of quantitation for the requested analytes. 

�x A preparation method blank and laboratory control sample were digested and analyzed with the samples in each 
digestion batch. 

�x All laboratory control sample criteria were met. 
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�x The method blank associated with each digestion batch passed all acceptance criteria for all requested analytes. 

�x The spectral interference check associated with EPA 200.7 was analyzed and all acceptance criteria were met. 

�x All sample internal standard criteria were met. 

�x The high standard readbacks associated with EPA 200.7 were within acceptance criteria. 

�x It is noted that the QC summary page typically provides the QC results from the original batch analytical 
sequence. If dilutions were subsequently performed to bring sample concentrations within the calibration range, 
any additional QC data from the dilution analyses may need to be obtained from the laboratory. Any 
qualifications applied to original analyses or dilution re-analyses are based upon QC data available at the time of 
review. 

Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICP batch. All acceptance criteria 
for accuracy were met with the following exceptions: 
 
Analyte     Sample ID 
Calcium     AW28924 
Calcium     AW28926 
 
The concentrations of these analytes in the matrix spike were less than 30 percent of the concentration of the 
sample, causing inaccurate spike recovery information. The laboratory control sample indicates that the digestion 
and analysis were in control. 
 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICP batch. All acceptance criteria 
for precision were met. 

 

7. All samples were analyzed without a dilution with the following exceptions:  The following samples were diluted 
due to sample concentrations from the undiluted analysis were over the high standard of the calibration curve. 
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Sample ID Analyte Dilution Factor 
AW28922 Calcium 10X 
AW28923 Calcium 10X 
AW28925 Calcium 10X 
AW28926 Calcium 10X 

AW28926MS Calcium 10X 
AW28926MSD Calcium 10X 

AW28928 Calcium 10X 
AW28929 Calcium 10X 
AW28959 Calcium 10X 
AW28924 Calcium 10X 

AW28924MS Calcium 10X 
AW28924MSD Calcium 10X 

 
8.  The raw data results include both results corrected for dilution and results not corrected for dilution. 
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Metals ICPMS 

Gorgas Landfill 

WMWGORLF_1061 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Batch ID Project ID 

AW28922 582262 WMWGORLF_1061 

AW28923 582262 WMWGORLF_1061 

AW28924 582262 WMWGORLF_1061 

AW28925 582262 WMWGORLF_1061 

AW28926 582274 WMWGORLF_1061 
AW28927 582274 WMWGORLF_1061 
AW28928 582274 WMWGORLF_1061 
AW28929 582274 WMWGORLF_1061 
AW28959 582274 WMWGORLF_1061 
AW28960 582274 WMWGORLF_1061 

 

4. All of the above samples were analyzed by EPA 200.8 and prepared by EPA 1638. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x All tune and calibration met criteria for all requested analytes. 

�x Prior to sample analysis, an initial calibration verification (ICV) was analyzed and all criteria were met. 

�x Following the ICV, an initial calibration blank (ICB) was analyzed and was below the limit of quantitation for all 
requested analytes. 

�x All continued calibration verification (CCV) were within the acceptance criteria for the requested analytes. 

�x All continued calibration blanks (CCB) were below the limit of quantitation for the requested analytes. 

�x A preparation method blank and laboratory control sample were digested and analyzed with the samples in each 
digestion batch. 

�x The interference check samples associated with EPA 200.8 were analyzed and passed for all requested analytes. 

�x All sample internal standard criteria were met. 
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Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICPMS batch. All acceptance 
criteria for accuracy were met. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICPMS batch. All acceptance 
criteria for precision were met. 

 

7. All samples were analyzed at a dilution of 1 to 5 to compensate for any matrix effects. 
8. The raw data results are shown with dilution factors included. 
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Mercury 

Gorgas Landfill 

WMWGORLF_1061 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 
 

 
 
 
 
 
 
 
 
 
 

 
4. All of the above samples were analyzed and prepared by EPA 245.1. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x Prior to sample analysis, an initial calibration verification (ICV) was analyzed and all criteria were met. 

�x Following the ICV, an initial calibration blank (ICB) was analyzed and was below the method detection limit for the 
requested analyte. 

�x All continued calibration verification (CCV) were within the acceptance criteria for the requested analyte. 

�x All continued calibration blanks (CCB) were below the limit of quantitation for the requested analyte. 

�x A preparation method blank and laboratory control sample were digested and analyzed with the samples in each 
digestion batch. 

�x All laboratory control sample criteria were met. 

�x The method blank associated with each digestion batch was below the limit of quantitation for the requested 
analyte. 

�x All calibration met criteria for the requested analyte. 

�x All response signals were satisfactory. 
 

 

Sample ID Batch ID Project ID 
AW28922 582922 WMWGORLF_1061 
AW28923 582922 WMWGORLF_1061 
AW28925 582922 WMWGORLF_1061 
AW28926 582922 WMWGORLF_1061 
AW28927 582922 WMWGORLF_1061 
AW28928 582922 WMWGORLF_1061 
AW28929 582922 WMWGORLF_1061 
AW28959 582922 WMWGORLF_1061 
AW28960 582922 WMWGORLF_1061 
AW28924 582596 WMWGORLF_1061 
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Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each batch. All acceptance criteria for 
accuracy were met. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each batch. All acceptance criteria for 
precision were met. 

 

7. All samples were analyzed without a dilution. 
8. The raw data results are shown with dilution factors included. 
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TDS 

Gorgas Landfill 

WMWGORLF_1061 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID  Batch ID Project ID 
AW28922 582295 WMWGORLF_1061 
AW28923 582295 WMWGORLF_1061 
AW28924 582422 WMWGORLF_1061 
AW28925 582295 WMWGORLF_1061 
AW28926 582422 WMWGORLF_1061 
AW28927 582295 WMWGORLF_1061 
AW28928 582422 WMWGORLF_1061 
AW28929 582422 WMWGORLF_1061 
AW28959 582422 WMWGORLF_1061 
AW28960 582422 WMWGORLF_1061 

 

4. All of the above samples were analyzed by Standard Method 2540C. 
5. All samples were analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x A blank was analyzed with each batch. All criteria were met. 

�x All final weights of samples, standards, and blanks agreed within 0.5 mg of the previous weight.  

�x A sample duplicate was analyzed with each batch. RPD/2 was less than 5%. 

�x A laboratory control sample was analyzed with each batch. All criteria were met. 

�x All samples were between 2.5 mg and 200 mg residue with the exception of AW28927 and AW28960 which were 
less than 2.5mg. 
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Alabama Power General Test Laboratory   Case Narrative  
  744 County Road 87, GSC#8 

Calera, AL 35040 
(205) 664-6032 or 6171 
FAX (205) 257-1654 

 

 
 

Anions 

Gorgas Landfill 

WMWGORLF_1070 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. All samples were received intact and properly preserved. 
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Chloride Batch ID Fluoride Batch ID Sulfate Batch ID Project ID 
AX01218 585660 585662 585664 WMWGORLF_1070 
AX01219 585660 585662 585664 WMWGORLF_1070 
AX01220 585660 585662 585664 WMWGORLF_1070 
AX01221 585660 585662 585664 WMWGORLF_1070 
AX01222 585660 585662 585664 WMWGORLF_1070 
AX01258 585660 585662 585664 WMWGORLF_1070 
AX01259 585660 585662 585664 WMWGORLF_1070 
AX01260 585660 585662 585664 WMWGORLF_1070 
AX01261 585660 585662 585664 WMWGORLF_1070 
AX01262 585660 585662 585664 WMWGORLF_1070 

 

4. All of the above samples were analyzed and prepared by EPA 300.0. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x Prior to sample analysis, an instrument performance check (IPC) was analyzed and all criteria were met. 

�x All laboratory reagent blanks were less than the method detection limits for the requested anions. 

�x All laboratory fortified blanks (LFB) were within acceptance criteria for the anions requested, with the following 
exception: no closing LFB was listed or run for the dilution re-analyses for sulfate. Due to absence of a closing LFB, 
the reported results for the following sample dilutions for sulfate are qualified as quantitatively estimated with 
indeterminate bias direction and magnitude: AX01218, AX01219, AX01220, AX01221, AX01222, AX01258, 
AX01260 and AX01261.  

�x It is noted that the QC summary page typically provides the QC results from the original batch analytical 
sequence. If dilutions were subsequently performed to bring sample concentrations within the calibration range, 
any additional QC data from the dilution analyses may need to be obtained from the laboratory. Any 
qualifications applied to original analyses or dilution re-analyses are based upon QC data available at the time of 
review. 
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Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 

�x A laboratory fortified matrix sample was analyzed with each batch. All acceptance criteria for accuracy were met, 
with the exception of Fluoride recovery for AW01262, which exceeded the upper limit of 120%, at 128%.    

�x A sample duplicate and/or laboratory fortified matrix duplicate were analyzed with each batch. All acceptance 
criteria for precision were met. It is noted that separate and distinct criteria for duplicate precision calculations, 
based on sample and duplicate anion concentrations, are used to assess precision compliance. These are as 
follow: if the sample and duplicate are both greater than 5x anion Reporting Limit (RL) concentration, the 
precision is calculated and reported as relative percent difference (RPD), with an acceptance range of 0 - 20%; if 
either the sample or duplicate are less than 5x anion RL, the precision is calculated and reported as the absolute 
value of the difference between the two concentrations, with an acceptance range of less than or equal to the 
anion RL value. 

 

7. Samples AX01218, AX01219, AX01220, AX01221, AX01222, AX01258, AX01260 and AX01261 were re-analyzed at 
a 20x dilution for sulfate, due to the undiluted results exceeding the calibrated range of the detector. The dilution 
results for sulfate for these samples should be used; reporting limit (RL) values are adjusted upward to reflect the 
dilution factor applied. 
 

Sample ID   Analyte   Dilution Factor 
AX01218   Sulfate   20X 
AX01219   Sulfate   20X 
AX01220   Sulfate   20X 
AX01221   Sulfate   20X 
AX01222   Sulfate   20X 
AX01258   Sulfate   20X 
AX01260   Sulfate   20X 
AX01261   Sulfate   20X 

 
 
 

8. The raw data results are shown with dilution factors included, when dilutions are manually performed by the 
analyst. 
The raw data results are shown without dilution factor corrections, when dilutions are run automatically by the 
instrument. 
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Alabama Power General Test Laboratory   Case Narrative  
  744 County Road 87, GSC#8 

Calera, AL 35040 
(205) 664-6032 or 6171 
FAX (205) 257-1654 

 

 
 

 Metals ICP 

Gorgas Landfill 

WMWGORLF_1070 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. All samples were received intact and properly preserved. 
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Batch ID Project ID 
AX01218 20170214_20170328_20170517C WMWGORLF_1070 
AX01219 20170214A_20170216B_20170330_20170330DIL_20170517D WMWGORLF_1070 
AX01220 20170214_20170328_20170517C WMWGORLF_1070 
AX01221 20170214_20170328_20170517C WMWGORLF_1070 
AX01222 20170214_20170328_20170517C WMWGORLF_1070 
AX01258 20170214A_20170216B_20170330_20170330DIL_20170517D WMWGORLF_1070 
AX01259 20170214A_20170216B_20170330_20170330DIL_20170517D WMWGORLF_1070 
AX01260 20170214A_20170216B_20170330_20170330DIL_20170517D WMWGORLF_1070 
AX01261 20170214A_20170216B_20170330_20170330DIL_20170517D WMWGORLF_1070 
AX01262 20170214A_20170216B_20170330_20170330DIL_20170517D WMWGORLF_1070 

 

4. All of the above samples were analyzed by EPA 200.7 and prepared by EPA 1638. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 
7. There was no data reported from 20170214A or 20170216B, due to sample mislabeling. All samples in these 

batches were re-prepared and re-analyzed. 
 

General Quality Control Procedures: 

�x Prior to sample analysis, an initial calibration verification (ICV) was analyzed and all criteria were met. 

�x Following the ICV, an initial calibration blank (ICB) was analyzed and was below the limit of quantitation for all 
requested analytes. 

�x All continued calibration verification (CCV) were within the acceptance criteria for the requested analytes.   The 
data reported from 20170328, 20170330 and 20170330DIL had an additional CCV run between each sample for 
monitoring possible Lithium matrix issues. 

�x All continued calibration blanks (CCB) were below the limit of quantitation for the requested analytes.  The data 
reported from 20170328, 20170517C, 20170330, 20170330DIL and 20170517D runs had an additional blank rinse 
between each sample to monitor potential Lithium matrix issues. 

�x A preparation method blank and laboratory control sample were digested and analyzed with the samples in each 
digestion batch. 

�x All laboratory control sample criteria were met. 
 �3�D�J�H�� �R�I����
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�x The method blank associated with each digestion batch passed all acceptance criteria for all requested analytes. 

�x The spectral interference check associated with EPA 200.7 was analyzed and all acceptance criteria were met. 

�x All sample internal standard criteria were met. 

�x The high standard readbacks associated with EPA 200.7 were within acceptance criteria, with the following 
exceptions: 

1. All samples in batch 20170328 had a greater than 10% high standard error for Lithium. These 
samples were re-analyzed and reported for Lithium in batch 20170517C with passing results. 

2. The high standard readback for AX01258 (Calcium only) in batch 20170330 failed. The sample was 
re-prepared, re-analyzed and reported in batch 20170517D with passing results. 

 

�x It is noted that the QC summary page typically provides the QC results from the original batch analytical 
sequence. If dilutions were subsequently performed to bring sample concentrations within the calibration range, 
any additional QC data from the dilution analyses may need to be obtained from the laboratory. Any 
qualifications applied to original analyses or dilution re-analyses are based upon QC data available at the time of 
review. 

Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. Sample AX01258 was re-analyzed for Calcium without an MS or MSD, 
therefore does not have spike associated QC listed. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICP batch. All acceptance criteria 
for accuracy were met  except for: 
 
Analyte   Sample ID 
Calcium   AX01222 
Calcium   AX01261 
 
The concentrations of these analytes in the matrix spike were less than 30 percent of the concentration of the 
sample causing inaccurate spike recovery information.  The laboratory control sample indicates that the digestion 
and analysis were in control. 

  
Analyte   Sample ID 
Lithium                 AX01261 
 
Post digestion spike and serial dilutions for AX01261 resulted in failing accuracy indicating a matrix effect on the 
sample. 
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�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICP batch. All acceptance criteria 
for precision were met. 

 

 

8. All samples were analyzed at 2X dilution to compensate for any matrix effects with the following exceptions: 
   

Sample ID Analyte Dilution Factor 
AX01218 Calcium 10X 
AX01219 Calcium 10X 
AX01220 Calcium 10X 
AX01221 Calcium 100X 
AX01222 Calcium 100X 
AX01258 Calcium 100X 
AX01260 Calcium 10X 
AX01261 Calcium 10X 

AX01261 MS Calcium 10X 
AX01261 MSD Calcium 10X 

 
 
 

9. The raw data results include results corrected for dilution.  
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Metals ICPMS 

Gorgas Landfill 

WMWGORLF_1070 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. All samples were received intact and properly preserved. 
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Batch ID Project ID 

AX01218 587017 WMWGORLF_1070 
AX01219 587031 WMWGORLF_1070 
AX01220 587017 WMWGORLF_1070 
AX01221 587017 WMWGORLF_1070 
AX01222 587017 WMWGORLF_1070 
AX01258 587031 WMWGORLF_1070 
AX01259 587031 WMWGORLF_1070 
AX01260 587031 WMWGORLF_1070 
AX01261 587031 WMWGORLF_1070 
AX01262 587031 WMWGORLF_1070 

 

4. All of the above samples were analyzed by EPA 200.8 and prepared by EPA 1638. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x All tune and calibration met criteria for all requested analytes. 

�x Prior to sample analysis, an initial calibration verification (ICV) was analyzed and all criteria were met. 

�x Following the ICV, and initial calibration blank (ICB) was analyzed and was below the limit of quantitation for all 
requested analytes. 

�x All continued calibration verification (CCV) were within the acceptance criteria for the requested analytes. 

�x All continued calibration blanks (CCB) were below the limit of quantitation for the requested analytes. 

�x A preparation method blank and laboratory control sample were digested and analyzed with the samples in each 
digestion batch. 

�x All laboratory control sample criteria were met. 

�x The method blank associated with each digestion batch passed all acceptance criteria for all requested analytes. 

�x The interference check samples associated with EPA 200.8 were analyzed and passed for all requested analytes. 

�x All sample internal standard criteria were met. 
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Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICPMS batch. All acceptance 
criteria for accuracy were met. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICPMS batch. All acceptance 
criteria for precision were met. 

 

7. All samples were analyzed at a dilution of 1 to 5 to compensate for any matrix effects. 
8. The raw data results are shown with dilution factors included. 
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Mercury 

Gorgas Landfill 

WMWGORLF_1070 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. All samples were received intact and properly preserved. 
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 
 
 
 
 
 
 
 
 
 

 

4. All of the above samples were analyzed and prepared by EPA 245.1. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x Prior to sample analysis, an initial calibration verification (ICV) was analyzed and all criteria were met. 

�x Following the ICV, an initial calibration blank (ICB) was analyzed and was below the method detection limit for the 
requested analyte. 

�x All continued calibration verification (CCV) were within the acceptance criteria for the requested analyte. 

�x All continued calibration blanks (CCB) were below the limit of quantitation for the requested analyte. 

�x A preparation method blank and laboratory control sample were digested and analyzed with the samples in each 
digestion batch. 

�x All laboratory control sample criteria were met. 

�x The method blank associated with each digestion batch was below the limit of quantitation for the requested 
analyte. 

�x All calibration met criteria for the requested analyte. 

�x All response signals were satisfactory. 
 

 

 

Sample ID Batch ID Project ID 
AX01218 586036 WMWGORLF_1070 
AX01219 586036 WMWGORLF_1070 
AX01220 586036 WMWGORLF_1070 
AX01221 586036 WMWGORLF_1070 
AX01222 586036 WMWGORLF_1070 
AX01258 586037 WMWGORLF_1070 
AX01259 586037 WMWGORLF_1070 
AX01260 586037 WMWGORLF_1070 
AX01261 586037 WMWGORLF_1070 
AX01262 586037 WMWGORLF_1070 
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Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each batch. All acceptance criteria for 
accuracy were met. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each batch. All acceptance criteria for 
precision were met. 

 

7. All samples were analyzed without a dilution. 
8. The raw data results are shown with dilution factors included. 
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TDS 

Gorgas Landfill 

WMWGORLF_1070 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. All samples were received intact and properly preserved. 
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Batch ID Project ID 
AX01218 585591 WMWGORLF_1070 
AX01219 585591 WMWGORLF_1070 
AX01220 585591 WMWGORLF_1070 
AX01221 585591 WMWGORLF_1070 
AX01222 585591 WMWGORLF_1070 
AX01258 585591 WMWGORLF_1070 
AX01259 585591 WMWGORLF_1070 
AX01260 585591 WMWGORLF_1070 
AX01261 585591 WMWGORLF_1070 
AX01262 585591 WMWGORLF_1070 

 

4. All of the above samples were analyzed by Standard Method 2540C. 
5. All samples were analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x A blank was analyzed with each batch. All criteria were met. 

�x All final weights of samples, standards, and blanks agreed within 0.5 mg of the previous weight. 

�x A sample duplicate was analyzed with each batch. RPD/2 was less than 5%. 

�x A laboratory control sample was analyzed with each batch. All criteria were met. 

�x All samples were between 2.5 mg and 200 mg residue with the exception of AX01262, which was less than 2.5mg. 
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ANALYTICAL REPORT
TestAmerica Laboratories, Inc.
TestAmerica Pensacola
3355 McLemore Drive
Pensacola, FL 32514
Tel: (850)474-1001

TestAmerica Job ID: 400-133551-2
TestAmerica Sample Delivery Group: Gorgas Landfill (6)
Client Project/Site: CCR Plant Gorgas

For:
Alabama Power General Test Laboratory
744 County Rd 87
GSC #8
Calera, Alabama 35040

Attn: Sarah Copeland

Authorized for release by:
3/18/2017 4:28:06 PM

Cheyenne Whitmire, Project Manager II
(850)471-6222
cheyenne.whitmire@testamericainc.com

The test results in this report meet all 2003 NELAC and 2009 TNI requirements for accredited
parameters, exceptions are noted in this report. This report may not be reproduced except in full,
and with written approval from the laboratory. For questions please contact the Project Manager
at the e-mail address or telephone number listed on this page.

This report has been electronically signed and authorized by the signatory. Electronic signature is
intended to be the legally binding equivalent of a traditionally handwritten signature.

Results relate only to the items tested and the sample(s) as received by the laboratory.
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Alabama Power General Test Laboratory   Case Narrative  
  744 County Road 87, GSC#8 

Calera, AL 35040 
(205) 664-6032 or 6171 
FAX (205) 257-1654 

 

 
 

Anions 

Gorgas Landfill 

WMWGORLF_1081 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. All samples were received intact and properly preserved. 
3. All anions were outsourced to Test America, Pensacola. Below is the Job Narrative provided by Test America. 

 
 

Job Narrative 
400-135678-2 

General Chemistry  
 
Method(s) SM 4500 F C: The matrix spike / matrix spike duplicate (MS/MSD) precision for analytical batch 348061 were 
outside control limits. Sample matrix interference is suspected because the associated laboratory control sample (LCS) 
precision was within acceptance limits. 
 
Method(s) SM 4500 Cl- E: The matrix spike / matrix spike duplicate (MS/MSD) recoveries for analytical batch 348438 were 
outside control limits. Sample matrix interference and/or non-homogeneity are suspected because the associated 
laboratory control sample (LCS) recovery was within acceptance limits. 
 
Method(s) SM 4500 SO4 E: The following samples were diluted to bring the concentration of target analytes within the 
calibration range: AX06704 MW-2 (400-135678-8), AX06705 MW-3 (400-135678-9), AX06706 MW-4 (400-135678-10), 
AX06717 MW-12 (400-135678-11) and AX06721 MW-4 DUP (400-135678-14). Elevated reporting limits (RLs) are provided. 
 
Method(s) SM 4500 SO4 E: The method blank associated with analytical batch 348054 contained Sulfate less than one-
half the reporting limit (RL). The sample results have been qualified and reported. 
 
Method(s) SM 4500 SO4 E: The matrix spike / matrix spike duplicate (MS/MSD) recoveries for analytical batch 349656 
were outside control limits. Sample matrix interference is suspected because the associated laboratory control sample 
(LCS) recovery was within acceptance limits.
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Metals ICP 

Gorgas Landfill 

WMWGORLF_1081 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. All samples were received intact and properly preserved. 
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

 

4. All of the above samples were analyzed by EPA 200.7 and prepared by EPA 1638. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x Prior to sample analysis, an initial calibration verification (ICV) was analyzed and all criteria were met. 

�x Following the ICV, an initial calibration blank (ICB) was analyzed and was below the limit of quantitation for all 
requested analytes. 

�x All continued calibration verification (CCV) were within the acceptance criteria for the requested analytes except 
for Lithium analysis on 20170414F.  Original run (20170414F) and Calcium dilution run (20170419B) had an 
additional CCV between each sample to monitor potential Li matrix issues.  Lithium analysis on 20170517B did not 
utilize the additional CCV between each sample due to incorporation of Cesium ionization buffer. All 
corresponding CCVs passed for 20170517B. 

�x All continued calibration blanks (CCB) were below the limit of quantitation for the requested analytes.  Original 
run, Calcium dilution run and Lithium recheck run had an additional blank rinse between each sample to monitor 
potential Li matrix issues. 

�x A preparation method blank and laboratory control sample were digested and analyzed with the samples in each 
digestion batch. 
 
 

Sample ID Batch ID Project ID
AX06717 20170414F, 20170419B &20170517BWMWGORLF_1081
AX06718 20170414F, 20170419B &20170517BWMWGORLF_1081
AX06719 20170414F, 20170419B &20170517BWMWGORLF_1081
AX06720 20170414F, 20170419B &20170517BWMWGORLF_1081
AX06721 20170414F, 20170419B &20170517BWMWGORLF_1081
AX06722 20170414F, 20170419B &20170517BWMWGORLF_1081
AX06723 20170414F, 20170419B &20170517BWMWGORLF_1081
AX06724 20170414F, 20170419B &20170517BWMWGORLF_1081
AX06725 20170414F, 20170419B &20170517BWMWGORLF_1081
AX06726 20170414F, 20170419B &20170517BWMWGORLF_1081
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�x All laboratory control sample criteria were met. 

�x The method blank associated with each digestion batch passed all acceptance criteria for all requested analytes. 

�x The spectral interference check associated with EPA 200.7 was analyzed and all acceptance criteria were met. 

�x All sample internal standard criteria were met. 

�x The high standard readbacks associated with EPA 200.7 were within acceptance criteria, with the exception of 
Lithium.  The initial run had a greater than 10% high standard error.  Lithium was re-run and reported on 
20170517B with acceptable results. 

�x It is noted that the QC summary page typically provides the QC results from the original batch analytical 
sequence. If dilutions were subsequently performed to bring sample concentrations within the calibration range, 
any additional QC data from the dilution analyses may need to be obtained from the laboratory. Any 
qualifications applied to original analyses or dilution re-analyses are based upon QC data available at the time of 
review. 

Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICP batch. All acceptance criteria 
for accuracy were met , except for: 
 
Analyte   Sample ID 
Calcium   AX06724 
 
The concentration of the matrix spike added was less than 30 percent of the concentration of the sample causing 
inaccurate spike recovery information.  The laboratory control sample indicates that the digestion and analysis 
were in control. 
 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICP batch. All acceptance criteria 
for precision were met. 

 

7. All samples were analyzed at a 2x dilution to compensate for matrix effects.  The following samples were run at a 
10x dilution due to final result exceeding the high standard of the calibration curve. 

         Sample ID            Analyte  Dilution Factor 
AX06717  Calcium   10x 
AX06718  Calcium   10x 
AX06719  Calcium   10x 
AX06720  Calcium   10x 
AX06721  Calcium   10x 
AX06722  Calcium   10x 
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AX06723  Calcium   10x 
AX06724  Calcium   10x 
AX06724MS  Calcium   10x 
AX06724MSD  Calcium   10x 

 

8.  The raw data results include results corrected for dilution. 
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Metals ICPMS 

Gorgas Landfill 

WMWGORLF_1081 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. All samples were received intact and properly preserved. 
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Batch ID Project ID 

AX06717 590520 WMWGORLF_1081 
AX06718 590520 WMWGORLF_1081 
AX06719 590520 WMWGORLF_1081 
AX06721 590520 WMWGORLF_1081 
AX06725 590520 WMWGORLF_1081 
AX06726 590520 WMWGORLF_1081 
AX06724 590427 WMWGORLF_1081 
AX06723 590427 WMWGORLF_1081 
AX06722 590427 WMWGORLF_1081 
AX06720 590427 WMWGORLF_1081 

 

4. All of the above samples were analyzed by EPA 200.8 and prepared by EPA 1638. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x All tune and calibration met criteria for all requested analytes. 

�x Prior to sample analysis, an initial calibration verification (ICV) was analyzed and all criteria were met. 

�x Following the ICV, an initial calibration blank (ICB) was analyzed and was below the limit of quantitation for all 
requested analytes. 

�x All continued calibration verification (CCV) were within the acceptance criteria for the requested analytes. 

�x All continued calibration blanks (CCB) were below the limit of quantitation for the requested analytes. 

�x A preparation method blank and laboratory control sample were digested and analyzed with the samples in each 
digestion batch. 

�x All laboratory control sample criteria were met. 

�x The method blank associated with each digestion batch passed all acceptance criteria for all requested analytes. 

�x The interference check samples associated with EPA 200.8 were analyzed and passed for all requested analytes. 

�x All sample internal standard criteria were met. 
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Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICPMS batch. All acceptance 
criteria for accuracy were met. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICPMS batch. All acceptance 
criteria for precision were met. 

 

7. All samples were analyzed at a dilution of 1 to 5 to compensate for any matrix effects. 
8. The raw data results are shown with dilution factors included. 
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Mercury 

Gorgas Landfill 

WMWGORLF_1081 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. All samples were received intact and properly preserved. 
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Batch ID Project ID 
AX06720 590391 WMWGORLF_1081 
AX06722 590391 WMWGORLF_1081 
AX06723 590391 WMWGORLF_1081 
AX06724 590391 WMWGORLF_1081 
AX06717 590394 WMWGORLF_1081 
AX06718 590394 WMWGORLF_1081 
AX06719 590394 WMWGORLF_1081 
AX06721 590394 WMWGORLF_1081 
AX06725 590394 WMWGORLF_1081 
AX06726 590394 WMWGORLF_1081 

 

4. All of the above samples were analyzed and prepared by EPA 245.1. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x Prior to sample analysis, an initial calibration verification (ICV) was analyzed and all criteria were met. 

�x Following the ICV, an initial calibration blank (ICB) was analyzed and was below the method detection limit for the 
requested analyte. 

�x All continued calibration verification (CCV) were within the acceptance criteria for the requested analyte. 

�x All continued calibration blanks (CCB) were below the limit of quantitation for the requested analyte. 

�x A preparation method blank and laboratory control sample were digested and analyzed with the samples in each 
digestion batch. 

�x All laboratory control sample criteria were met. 

�x The method blank associated with each digestion batch was below the limit of quantitation for the requested 
analyte. 

�x All calibration met criteria for the requested analyte. 

�x All response signals were satisfactory. 
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Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each batch. All acceptance criteria for 
accuracy were met. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each batch. All acceptance criteria for 
precision were met. 

 

7. All samples were analyzed without a dilution. 
8. The raw data results are shown with dilution factors included. 
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TDS 

Gorgas Landfill 

WMWGORLF_1081 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. All samples were received intact and properly preserved. 
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Batch ID Project ID 
AX06717 590106 WMWGORLF_1081 
AX06718 590106 WMWGORLF_1081 
AX06719 590106 WMWGORLF_1081 
AX06720 590293 WMWGORLF_1081 
AX06721 590106 WMWGORLF_1081 
AX06722 590293 WMWGORLF_1081 
AX06723 590293 WMWGORLF_1081 
AX06724 590293 WMWGORLF_1081 
AX06725 590293 WMWGORLF_1081 
AX06726 590293 WMWGORLF_1081 

 

4. All of the above samples were analyzed by Standard Method 2540C. 
5. All samples were analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x A blank was analyzed with each batch. All criteria were met. 

�x All final weights of samples, standards, and blanks agreed within 0.5 mg of the previous weight. 

�x A sample duplicate was analyzed with each batch. RPD/2 was less than 5%. 

�x A laboratory control sample was analyzed with each batch. All criteria were met. 

�x All samples were between 2.5 mg and 200 mg residue with the exception of AX06725 and AX06726 which were 
<2.5mg. 
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The test results in this report meet all 2003 NELAC and 2009 TNI requirements for accredited
parameters, exceptions are noted in this report. This report may not be reproduced except in full,
and with written approval from the laboratory. For questions please contact the Project Manager
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This report has been electronically signed and authorized by the signatory. Electronic signature is
intended to be the legally binding equivalent of a traditionally handwritten signature.

Results relate only to the items tested and the sample(s) as received by the laboratory.
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Alabama Power General Test Laboratory   Case Narrative  
  744 County Road 87, GSC#8 

Calera, AL 35040 
(205) 664-6032 or 6171 
FAX (205) 257-1654 

 

 
 

Anions 

Gorgas Landfill 

WMWGORLF_1098 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All anions were outsourced to Test America, Pensacola for analysis. Listed below is the job narrative provided by 

Test America for these samples. 
 

Job Narrative 
400-138811-2 

General Chemistry 
 
Method(s) SM 4500 F C: The matrix spike / matrix spike duplicate (MS/MSD) RPD for batch 357755 were outside control 
limits. Sample matrix interference and/or non-homogeneity are suspected because the associated laboratory control 
sample (LCS) precision was within acceptance limits. 
 
Method(s) SM 4500 SO4 E: The matrix spike / matrix spike duplicate (MS/MSD) recoveries for analytical batch 356536 
were outside control limits. Sample matrix interference and/or non-homogeneity are suspected because the associated 
laboratory control sample (LCS) recovery was within acceptance limits. Samples required a dilution, which may have 
diluted the spike 
 
Method(s) SM 4500 SO4 E: The following samples were diluted to bring the concentration of target analytes within the 
calibration range: AX12600 MW-1 (400-138811-7), AX12601 MW-11 (400-138811-11), (400-138811-A-4), (400-138811-A-4 
MS) and (400-138811-A-4 MSD). Elevated reporting limits (RLs) are provided. 
 
Method(s) SM 4500 SO4 E: The matrix spike / matrix spike duplicate (MS/MSD) recoveries for analytical batch 356862 
were outside control limits. Sample matrix interference and/or non-homogeneity are suspected because the associated 
laboratory control sample (LCS) recovery was within acceptance limits. 
 
Comments  
Sample AX12608 MW-12 (400-138811-15) was rerun outside of holding without a dilution to confirm results. both sets of 
data were reported. 
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Alabama Power General Test Laboratory   Case Narrative  
  744 County Road 87, GSC#8 

Calera, AL 35040 
(205) 664-6032 or 6171 
FAX (205) 257-1654 

 

 
 

Metals ICP 

Gorgas Landfill 

WMWGORLF_1098 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID  Batch ID Project ID 
AX12600 20170609EK WMWGORLF_1098 
AX12601 20170609FK WMWGORLF_1098 
AX12602 20170609EK WMWGORLF_1098 
AX12603 20170609FK WMWGORLF_1098 
AX12604 20170609EK WMWGORLF_1098 
AX12605 20170609EK WMWGORLF_1098 
AX12606 20170609FK WMWGORLF_1098 
AX12607 20170609FK WMWGORLF_1098 
AX12608 20170609FK WMWGORLF_1098 
AX12609 20170609FK WMWGORLF_1098 

 

4. All of the above samples were analyzed by EPA 200.7 and prepared by EPA 1638. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x Prior to sample analysis, an initial calibration verification (ICV) was analyzed and all criteria were met. 

�x Following the ICV, an initial calibration blank (ICB) was analyzed and was below the limit of quantitation for all 
requested analytes.   

�x All continued calibration verification (CCV) were within the acceptance criteria for the requested analytes.   

�x All continued calibration blanks (CCB) were below the limit of quantitation for the requested analytes.   

�x A preparation method blank and laboratory control sample were digested and analyzed with the samples in each 
digestion batch. 

�x All laboratory control sample criteria were met. 

�x The method blank associated with each digestion batch passed all acceptance criteria for all requested analytes. 

�x The spectral interference check associated with EPA 200.7 was analyzed and all acceptance criteria were met. 

�x All sample internal standard criteria were met. 

�x The high standard readbacks associated with EPA 200.7 were within acceptance criteria. 
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Alabama Power General Test Laboratory   Case Narrative  
  744 County Road 87, GSC#8 

Calera, AL 35040 
(205) 664-6032 or 6171 
FAX (205) 257-1654 

 
 
 

�x It is noted that the QC summary page typically provides the QC results from the original batch analytical 
sequence. If dilutions were subsequently performed to bring sample concentrations within the calibration range, 
any additional QC data from the dilution analyses may need to be obtained from the laboratory. Any 
qualifications applied to original analyses or dilution re-analyses are based upon QC data available at the time of 
review. 

Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICP batch. All acceptance criteria 
for accuracy were met, with the following exception: 
 
Analyte  Sample ID 
Calcium  AX12605 
The concentration of the matrix spike/matrix spike duplicate is less than 30 percent of the sample concentration, 
causing inaccurate spike recovery information.  The laboratory control sample indicates that the digestion and 
analysis were in control. 
 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICP batch. All acceptance criteria 
for precision were met.  
 

7. All samples were analyzed at a x2 dilution to compensate for any matrix effects. The following samples were 
diluted due to analyzed sample concentration over the high standard of the calibration curve.   
 
Sample ID  Analyte  Dilution Factor 
AX12600  Calcium  x10 
AX12602  Calcium  x10 
AX12604  Calcium  x10 
AX12605  Calcium  x10 
AX12605MS  Calcium  x10 
AX12605MSD  Calcium  x10 
AX12601  Calcium  x10 
AX12603  Calcium  x10 
AX12607  Calcium  x10 
AX12608  Calcium  x10 

 
8. The raw data results include results corrected for dilution. 
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Alabama Power General Test Laboratory   Case Narrative  
  744 County Road 87, GSC#8 

Calera, AL 35040 
(205) 664-6032 or 6171 
FAX (205) 257-1654 

 

 
 

Metals ICPMS 

Gorgas Landfill 

WMWGORLF_1098 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt. 
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID  Batch ID Project ID 
AX12600 595760 WMWGORLF_1098 
AX12601 595713 WMWGORLF_1098 
AX12602 595760 WMWGORLF_1098 
AX12603 595713 WMWGORLF_1098 
AX12604 595760 WMWGORLF_1098 
AX12605 595760 WMWGORLF_1098 
AX12606 595713 WMWGORLF_1098 
AX12607 595713 WMWGORLF_1098 
AX12608 595713 WMWGORLF_1098 
AX12609 595713 WMWGORLF_1098 

 

4. All of the above samples were analyzed by EPA 200.8 and prepared by EPA 1638. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x All tune and calibration met criteria for all requested analytes. 

�x Prior to sample analysis, an initial calibration verification (ICV) was analyzed and all criteria were met. 

�x Following the ICV, an initial calibration blank (ICB) was analyzed and was below the limit of quantitation for all 
requested analytes. 

�x All continued calibration verification (CCV) were within the acceptance criteria for the requested analytes. 

�x All continued calibration blanks (CCB) were below the limit of quantitation for the requested analytes. 

�x A preparation method blank and laboratory control sample were digested and analyzed with the samples in each 
digestion batch. 

�x All laboratory control sample criteria were met. 

�x The method blank associated with each digestion batch passed all acceptance criteria for all requested analytes. 

�x The interference check samples associated with EPA 200.8 were analyzed and passed for all requested analytes. 

�x All sample internal standard criteria were met. 
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Alabama Power General Test Laboratory   Case Narrative  
  744 County Road 87, GSC#8 

Calera, AL 35040 
(205) 664-6032 or 6171 
FAX (205) 257-1654 

 
 

Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICPMS batch. All acceptance 
criteria for accuracy were met. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICPMS batch. All acceptance 
criteria for precision were met. 

 

7. All samples were analyzed at a dilution of 1 to 5 to compensate for any matrix effects. 
8. The raw data results are shown with dilution factors included. 
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Alabama Power General Test Laboratory   Case Narrative  
  744 County Road 87, GSC#8 

Calera, AL 35040 
(205) 664-6032 or 6171 
FAX (205) 257-1654 

 

 
 

Mercury 

Gorgas Landfill 

WMWGORLF_1098 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID  Batch ID Project ID 
AX12600 596170 WMWGORLF_1098 
AX12601 596217 WMWGORLF_1098 
AX12602 596170 WMWGORLF_1098 
AX12603 596217 WMWGORLF_1098 
AX12604 596170 WMWGORLF_1098 
AX12605 596170 WMWGORLF_1098 
AX12606 596217 WMWGORLF_1098 
AX12607 596217 WMWGORLF_1098 
AX12608 596217 WMWGORLF_1098 
AX12609 596217 WMWGORLF_1098 

 

4. All of the above samples were analyzed and prepared by EPA 245.1. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x Prior to sample analysis, an initial calibration verification (ICV) was analyzed and all criteria were met. 

�x Following the ICV, an initial calibration blank (ICB) was analyzed and was below the method detection limit for the 
requested analyte. 

�x All continued calibration verification (CCV) were within the acceptance criteria for the requested analyte. 

�x All continued calibration blanks (CCB) were below the limit of quantitation for the requested analyte. 

�x A preparation method blank and laboratory control sample were digested and analyzed with the samples in each 
digestion batch. 

�x All laboratory control sample criteria were met. 

�x The method blank associated with each digestion batch was below the limit of quantitation for the requested 
analyte. 

�x All calibration met criteria for the requested analyte. 

�x All response signals were satisfactory except for AX12609. AX12609 had a drop in response signal during read 
time, but the response at the highest point was still less than the RL. The MS and MSD also confirm that no Hg 
was in the sample. 
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Alabama Power General Test Laboratory   Case Narrative  
  744 County Road 87, GSC#8 

Calera, AL 35040 
(205) 664-6032 or 6171 
FAX (205) 257-1654 

 
 

Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each batch. All acceptance criteria for 
accuracy were met. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each batch. All acceptance criteria for 
precision were met. 

 

7. All samples were analyzed without a dilution. 
8. The raw data results are shown with dilution factors included. 
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Alabama Power General Test Laboratory   Case Narrative  
  744 County Road 87, GSC#8 

Calera, AL 35040 
(205) 664-6032 or 6171 
FAX (205) 257-1654 

 

 
 

TDS 

Gorgas Landfill 

WMWGORLF_1098 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID  Batch ID Project ID 
AX12600 595832 WMWGORLF_1098 
AX12601 595832 WMWGORLF_1098 
AX12602 596256 WMWGORLF_1098 
AX12603 596256 WMWGORLF_1098 
AX12604 596256 WMWGORLF_1098 
AX12605 596256 WMWGORLF_1098 
AX12606 596256 WMWGORLF_1098 
AX12607 596256 WMWGORLF_1098 
AX12608 596256 WMWGORLF_1098 
AX12609 596256 WMWGORLF_1098 

 

4. All of the above samples were analyzed by Standard Method 2540C. 
5. All samples were analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x A blank was analyzed with each batch. All criteria were met. 

�x All final weights of samples, standards, and blanks agreed within 0.5 mg of the previous weight. 

�x A sample duplicate was analyzed with each batch. RPD/2 was less than 5%. 

�x A laboratory control sample was analyzed with each batch. All criteria were met. 

�x All samples were between 2.5 mg and 200 mg residue with the exception of samples AX12606 and AX12609 
which did not meet the 2.5mg requirement. 
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ANALYTICAL REPORT
TestAmerica Laboratories, Inc.
TestAmerica Pensacola
3355 McLemore Drive
Pensacola, FL 32514
Tel: (850)474-1001

TestAmerica Job ID: 400-138811-2
TestAmerica Sample Delivery Group: Gorgas Landfill (8)
Client Project/Site: CCR Plant Gorgas
Revision: 1

For:
Alabama Power General Test Laboratory
744 County Rd 87
GSC #8
Calera, Alabama 35040

Attn: Sarah Copeland

Authorized for release by:
7/14/2017 4:04:25 PM

Cheyenne Whitmire, Project Manager II
(850)471-6222
cheyenne.whitmire@testamericainc.com

The test results in this report meet all 2003 NELAC and 2009 TNI requirements for accredited
parameters, exceptions are noted in this report. This report may not be reproduced except in full,
and with written approval from the laboratory. For questions please contact the Project Manager
at the e-mail address or telephone number listed on this page.

This report has been electronically signed and authorized by the signatory. Electronic signature is
intended to be the legally binding equivalent of a traditionally handwritten signature.

Results relate only to the items tested and the sample(s) as received by the laboratory.
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The test results in this report meet all 2003 NELAC and 2009 TNI requirements for accredited
parameters, exceptions are noted in this report. This report may not be reproduced except in full,
and with written approval from the laboratory. For questions please contact the Project Manager
at the e-mail address or telephone number listed on this page.

This report has been electronically signed and authorized by the signatory. Electronic signature is
intended to be the legally binding equivalent of a traditionally handwritten signature.

Results relate only to the items tested and the sample(s) as received by the laboratory.
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Alabama Power General Test Laboratory   Case Narrative  
  744 County Road 87, GSC#8 

Calera, AL 35040 
(205) 664-6032 or 6171 
FAX (205) 257-1654 

 

 
 

Anions 

Gorgas Landfill 

WMWGORLF_1112 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All anions were outsourced to Test America, Pensacola, for analysis.  Listed below is the job narrative provided by 

Test America. 
 

Job Narrative  
400-142502-1 

General Chemistry  
 

Method(s) SM 4500 Cl- E: The matrix spike / matrix spike duplicate (MS/MSD) recoveries for analytical batch 367128 were outside 
control limits. Sample matrix interference and/or non-homogeneity are suspected because the associated laboratory control sample 
(LCS) recovery was within acceptance limits. 
 
Method(s) SM 4500 Cl- E: The following samples were diluted to bring the concentration of target analytes within the calibration range: 
(400-142502-A-12), (400-142502-A-12 MS), (400-142502-A-12 MSD), (400-142502-A-15), (400-142502-A-15 MS) and (400-142502-A-
15 MSD). Elevated reporting limits (RLs) are provided. 
 
Method(s) SM 4500 SO4 E: The matrix spike / matrix spike duplicate (MS/MSD) recoveries for analytical batch 367158 were outside 
control limits. Sample matrix interference and/or non-homogeneity are suspected because the associated laboratory control sample 
(LCS) recovery was within acceptance limits 
. 
Method(s) SM 4500 SO4 E: The matrix spike / matrix spike duplicate (MS/MSD) recoveries for analytical batch 367463 were outside 
control limits. Sample matrix interference and/or non-homogeneity are suspected because the associated laboratory control sample 
(LCS) recovery was within acceptance limits. 
 
Method(s) SM 4500 SO4 E: The following samples were diluted to bring the concentration of target analytes within the calibration range: 
AX19991 MW-1DUP (400-142502-1), AX19997 MW-12 (400-142502-4), AX19998 MW-10 (400-142502-5), AX19998 MW-10 
(400-142502-5[MS]), AX19998 MW-10 (400-142502-5[MSD]), AX19990 MW-1 (400-142502-7), AX19992 MW-2 (400-142502-8), 
AX19994 MW-3 (400-142502-9), AX19995 MW-4 (400-142502-10), (400-142502-A-12), (400-142502-A-12 MS), (400-142502-A-12 
MSD), (400-142503-A-20), (400-142503-A-20 MS) and (400-142503-A-20 MSD). Elevated reporting limits (RLs) are provided. 
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Alabama Power General Test Laboratory   Case Narrative  
  744 County Road 87, GSC#8 

Calera, AL 35040 
(205) 664-6032 or 6171 
FAX (205) 257-1654 

 

 
 

Metals ICP 

Gorgas Landfill 

WMWGORLF_1112 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 
 

Sample ID   Batch ID    Project ID 
AX19990   20170908GK & 20170914D3K  WMWGORLF_1112 
AX19991   20170908GK & 20170914D3K  WMWGORLF_1112 
AX19992   20170908GK & 20170914D3K  WMWGORLF_1112  
AX19993    20170908GK   WMWGORLF_1112 
AX19994   20170908GK & 20170914D3K  WMWGORLF_1112 
AX19995   20170908GK & 20170914D3K  WMWGORLF_1112 
AX19996   20170908GK & 20170914D3K  WMWGORLF_1112 
AX19997   20170908GK & 20170914D3K  WMWGORLF_1112 
AX19998   20170908GK & 20170914D3K  WMWGORLF_1112 
AX19999                            20170908GK   WMWGORLF_1112 

 
 
 

4. All of the above samples were analyzed by EPA 200.7 and prepared by EPA 1638 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 
7. The following samples were revised to reflect the correct project MDL and RLs for Calcium: AX19990, AX19991, 

AX19992, AX19994, AX19995, AX19996, AX19997 & AX19998. 
 

General Quality Control Procedures: 

�x Prior to sample analysis, an initial calibration verification (ICV) was analyzed and all criteria were met.   

�x Following the ICV, an initial calibration blank (ICB) was analyzed and was below the limit of quantitation for all 
requested analytes. 

�x All continued calibration verification (CCV) were within the acceptance criteria for the requested analytes.   

�x All continued calibration blanks (CCB) were below the limit of quantitation for the requested analytes.    

�x A preparation method blank and laboratory control sample were digested and analyzed with the samples in each 
digestion batch. 

�x All laboratory control sample criteria were met. 

�x The method blank associated with each digestion batch passed all acceptance criteria for all requested analytes. 
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Alabama Power General Test Laboratory   Case Narrative  
  744 County Road 87, GSC#8 

Calera, AL 35040 
(205) 664-6032 or 6171 
FAX (205) 257-1654 

 
 
 
 
 

�x The spectral interference check associated with EPA 200.7 was analyzed and all acceptance criteria were met. 

�x All sample internal standard criteria were met. 

�x The high standard readbacks associated with EPA 200.7 were within acceptance criteria. 
�x It is noted that the QC summary page typically provides the QC results from the original batch analytical 

sequence. If dilutions were subsequently performed to bring sample concentrations within the calibration range, 
any additional QC data from the dilution analyses may need to be obtained from the laboratory. Any 
qualifications applied to original analyses or dilution re-analyses are based upon QC data available at the time of 
review. 

Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 
 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICP batch. All acceptance criteria 
for accuracy were met, with the following exception: 
Analyte  Sample ID 
Calcium  AX19995 
 

The concentrations of the matrix spike/matrix spike duplicate added before digestion is less than 30 percent of the 
sample concentration, causing inaccurate spike recovery information.  The laboratory control sample indicates that the 
digestion and analysis were in control. 
 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICP batch. All acceptance criteria 
for precision were met.  

 
8. All samples were analyzed at a x2 dilution.  However, the following samples were further diluted due to analyzed 

sample concentration over the high standard of the calibration curve.   
Sample ID  Analyte  Dilution Factor 
AX19990  Calcium  x10 
AX19991  Calcium  x10 
AX19992  Calcium  x10 
AX19994  Calcium  x10 
AX19995  Calcium  x10 
AX19995MS  Calcium  x10 
AX19995MSD  Calcium  x10 
AX19996  Calcium  x10 
AX19997  Calcium  x10 
AX19998  Calcium  x10 

 
9. The raw data results include results corrected for dilution. 
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Alabama Power General Test Laboratory   Case Narrative  
  744 County Road 87, GSC#8 

Calera, AL 35040 
(205) 664-6032 or 6171 
FAX (205) 257-1654 

 

 
 

TDS 

Gorgas Landfill 

WMWGORLF_1112 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 
 

Sample ID   Batch ID         Project ID 
AX19990    601913   WMWGORLF_1112 
AX19991    601909   WMWGORLF_1112 
AX19992    601909   WMWGORLF_1112 
AX19993    601913   WMWGORLF_1112 
AX19994    601913   WMWGORLF_1112 
AX19995    601913   WMWGORLF_1112 
AX19996    601909   WMWGORLF_1112 
AX19997    601909   WMWGORLF_1112 
AX19998    601913   WMWGORLF_1112 
AX19999    601913   WMWGORLF_1112 
 

 

4. All of the above samples were analyzed by Standard Method 2540C. 
5. All samples were analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x A blank was analyzed with each batch. All criteria were met. 

�x All final weights of samples, standards, and blanks agreed within 0.5 mg of the previous weight. 

�x A sample duplicate was analyzed with each batch. RPD/2 was less than 5%. 

�x A laboratory control sample was analyzed with each batch. All criteria were met. 

�x All samples were between 2.5 mg and 200 mg residue with the exception of AX19993 and AX19999 which did not 
meet the 2.5 mg residue requirement. 
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Alabama Power General Test Laboratory   Case Narrative  
  744 County Road 87, GSC#8 

Calera, AL 35040 
(205) 664-6032 or 6171 
FAX (205) 257-1654 

 

 
 

Anions 

Gorgas Landfill 

WMWGORLF_1118 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All anions were outsourced to Test America, Pensacola for analysis. Listed below is the case narrative provided by 

Test America: 
Job Narrative  
400-144729-1 

General Chemistry 
 
Method(s) SM 4500 F C: The matrix spike / matrix spike duplicate (MS/MSD) recoveries for analytical batch 373975 were outside control 
limits. Sample matrix interference and/or non-homogeneity are suspected because the associated laboratory control sample (LCS) 
recovery was within acceptance limits. 
 
Method(s) SM 4500 Cl- E: The following samples were diluted to bring the concentration of target analytes within the calibration range: 
AX24134 MW-8 (400-144729-7) and AX24170 MW-8 (400-144729-27). Elevated reporting limits (RLs) are provided. 
 
Method(s) SM 4500 Cl- E: The CCV (35.7416) and CCB (0.4128) closing the bracket on the following samples: AX24164 MW-16 
(400-144729-21), AX24165 MW-20 (400-144729-22), AX24166 MW-6 (400-144729-23), AX24167 FB-2 (400-144729-24), AX24168 MW-
7(400-144729-25), AX24169 MW-7 DUP (400-144729-26), AX24170 MW-8 (400-144729-27), AX24171 MW-18 (400-144729-28), 
AX24172 MW-5 (400-144729-29) and AX24173 MW-19 (400-144729-30) did not transfer to TALS properly, but is reflected on the raw 
data sheet attached to batch 372717. 
 
Method(s) SM 4500 Cl- E: The method blank for analytical batch 372717 contained Chloride. This target analyte concentration was less 
than the method detection limit (MDL) and reporting limit (RL); therefore, re-analysis of samples was not performed. 
 
Method(s) SM 4500 Cl- E: The matrix spike / matrix spike duplicate (MS/MSD) recoveries and precision for analytical batch 372717 were 
outside control limits. Sample matrix interference and/or non-homogeneity are suspected because the associated laboratory control 
sample (LCS) was within acceptance limits. 
 
Method(s) SM 4500 SO4 E: The method blank for analytical batch 372359 contained Sulfate below the method detection limit and at 
concentration less than the reporting limit (RL); therefore, re-extraction and/or re-analysis of samples was not performed. 
 
Method(s) SM 4500 SO4 E: The following samples were diluted to bring the concentration of target analytes within the calibration range: 
AX24128 MW-13 (400-144729-1), AX24129 MW-14 (400-144729-2), AX24130 MW-15 (400-144729-3), AX24130 MW-15 
(400-144729-3[MS]), AX24130 MW-15 (400-144729-3[MSD]), AX24131 MW-16 (400-144729-4), AX24132 MW-16 DUP (400-144729-5), 
AX24133 MW-19 (400-144729-6), AX24134 MW-8 (400-144729-7), AX24135 MW-20 (400-144729-8), AX24136 MW-7 (400-144729-9), 
AX24139 MW-6 (400-144729-12), AX24139 MW-6 (400-144729-12[MS]), AX24139 MW-6 (400-144729-12[MSD]), AX24140 MW-5 
(400-144729-13), AX24141 MW-18 (400-144729-14), AX24142 MW-6 DUP (400-144729-15), AX24143 FB-1 (400-144729-16), AX24160 
MW-13 (400-144729-17), AX24161 MW-14 (400-144729-18), AX24162 MW-15 (400-144729-19), AX24162 MW-15 (400-144729-
19[MS]), AX24162 MW-15 (400-144729-19[MSD]), AX24163 MW-15 DUP (400-144729-20), AX24164 MW-16 (400-144729-21), 
AX24165 MW-20 (400-144729-22), AX24166 MW-6 (400-144729-23), AX24167 FB-2 (400-144729-24), AX24168 MW-7 (400-144729-
25), AX24169 MW-7 DUP (400-144729-26), AX24170 MW-8 (400-144729-27), AX24171 MW-18 (400-144729-28), AX24172 MW-5 (400-
144729-29), AX24173 MW-19 (400-144729-30), AX24173 MW-19 (400-144729-30[MS]) and AX24173 MW-19 (400-144729-
30[MSD]).AX24174 FB-1 (400-144729-31) and AX24175 EB-1 (400-144729-32). Elevated reporting limits (RLs) are provided. 
 
Method(s) SM 4500 SO4 E: The matrix spike / matrix spike duplicate (MS/MSD) recoveries and precision for analytical batch 372654 
were outside control limits. Sample matrix interference and/or non-homogeneity are suspected because the associated laboratory control 
sample (LCS) was within acceptance limits. 
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Alabama Power General Test Laboratory   Case Narrative  
  744 County Road 87, GSC#8 

Calera, AL 35040 
(205) 664-6032 or 6171 
FAX (205) 257-1654 

 

 
 

Metals ICP 

Gorgas Landfill 

WMWGORLF_1118 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Batch ID Project ID 
AX24128 20171017AK WMWGORLF_1118 
AX24129 20171017AK WMWGORLF_1118 
AX24130 20171017AK WMWGORLF_1118 
AX24131 20171017AK WMWGORLF_1118 
AX24132 20171017AK WMWGORLF_1118 
AX24133 20171017AK WMWGORLF_1118 
AX24134 20171017AK WMWGORLF_1118 
AX24135 20171017AK WMWGORLF_1118 
AX24136 20171017AK WMWGORLF_1118 
AX24137 20171017AK WMWGORLF_1118 
AX24138 20171017BK WMWGORLF_1118 
AX24139 20171017BK WMWGORLF_1118 
AX24140 20171017BK WMWGORLF_1118 
AX24141 20171017BK WMWGORLF_1118 
AX24142 20171017BK WMWGORLF_1118 
AX24143 20171017BK WMWGORLF_1118 

 

4. All of the above samples were analyzed by EPA 200.7 and prepared by EPA 1638. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x Prior to sample analysis, an initial calibration verification (ICV) was analyzed and all criteria were met.   

�x Following the ICV, an initial calibration blank (ICB) was analyzed and was below the limit of quantitation for all 
requested analytes. 

�x All continued calibration verification (CCV) were within the acceptance criteria for the requested analytes.   

�x All continued calibration blanks (CCB) were below the limit of quantitation for the requested analytes.    

�x A preparation method blank and laboratory control sample were digested and analyzed with the samples in each 
digestion batch. 
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�x All laboratory control sample criteria were met. 

�x The method blank associated with each digestion batch passed all acceptance criteria for all requested analytes. 

�x The spectral interference check associated with EPA 200.7 was analyzed and all acceptance criteria were met. 

�x All sample internal standard criteria were met.   

�x An additional Rinse was added between samples for monitoring Lithium due to possible matrix issues. 

�x The high standard readbacks associated with EPA 200.7 were within acceptance criteria. 

�x It is noted that the QC summary page typically provides the QC results from the original batch analytical 
sequence. If dilutions were subsequently performed to bring sample concentrations within the calibration range, 
any additional QC data from the dilution analyses may need to be obtained from the laboratory. Any 
qualifications applied to original analyses or dilution re-analyses are based upon QC data available at the time of 
review. 

Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 
 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICP batch. All acceptance criteria 
for accuracy were met.  

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICP batch. All acceptance criteria 
for precision were met.  

 
 

7. All samples were analyzed at a x2 dilution due to possible matrix effects. The following samples were further 
diluted due to analyzed sample concentration over the high standard of the calibration curve.   

    Sample ID       Analyte Dilution Factor 
AX24128  Calcium  x10 
AX24129  Calcium  x10 
AX24130  Calcium  x10 
AX24131  Calcium  x10 
AX24132  Calcium  x10 
AX24133  Calcium  x100 
AX24134  Calcium  x10 
AX24135  Calcium  x10 
AX24136  Calcium  x10 
AX24139  Calcium  x100 
AX24140  Calcium  x10 
AX24141  Calcium  x10 
AX24142  Calcium  x10 
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8.  The raw data results include results corrected for dilution. 
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  744 County Road 87, GSC#8 

Calera, AL 35040 
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FAX (205) 257-1654 

 

 
 

Metals ICPMS 

Gorgas Landfill 

WMWGORLF_1118 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Batch ID Project ID 

AX24128 604478 WMWGORLF_1118 
AX24129 604478 WMWGORLF_1118 
AX24130 604478 WMWGORLF_1118 
AX24131 604478 WMWGORLF_1118 
AX24132 604478 WMWGORLF_1118 
AX24133 604478 WMWGORLF_1118 
AX24134 604478 WMWGORLF_1118 
AX24135 604478 WMWGORLF_1118 
AX24136 604478 WMWGORLF_1118 
AX24137 604478 WMWGORLF_1118 
AX24138 604479 WMWGORLF_1118 
AX24139 604479 WMWGORLF_1118 
AX24140 604479 WMWGORLF_1118 
AX24141 604479 WMWGORLF_1118 
AX24142 604479 WMWGORLF_1118 
AX24143 604479 WMWGORLF_1118 

 

4. All of the above samples were analyzed by EPA 200.8 and prepared by EPA 1638. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x All tune and calibration met criteria for all requested analytes. 

�x Prior to sample analysis, an initial calibration verification (ICV) was analyzed and all criteria were met. 

�x Following the ICV, an initial calibration blank (ICB) was analyzed and was below the limit of quantitation for all 
requested analytes. 

�x All continued calibration verification (CCV) were within the acceptance criteria for the requested analytes. 
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�x All continued calibration blanks (CCB) were below the limit of quantitation for the requested analytes. 

�x A preparation method blank and laboratory control sample were digested and analyzed with the samples in each 
digestion batch. 

�x All laboratory control sample criteria were met. 

�x The method blank associated with each digestion batch passed all acceptance criteria for all requested analytes. 

�x The interference check samples associated with EPA 200.8 were analyzed and passed for all requested analytes. 

�x All sample internal standard criteria were met. 

Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICPMS batch. All acceptance 
criteria for accuracy were met. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICPMS batch. All acceptance 
criteria for precision were met. 

 

7. All samples were analyzed at a dilution of 1 to 5 to compensate for any matrix effects. 
8.  The raw data results are shown with dilution factors included. 
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Mercury 

Gorgas Landfill 

WMWGORLF_1118 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

4. All of the above samples were analyzed and prepared by EPA 245.1. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x Prior to sample analysis, an initial calibration verification (ICV) was analyzed and all criteria were met. 

�x Following the ICV, an initial calibration blank (ICB) was analyzed and was below the method detection limit for the 
requested analyte. 

�x All continued calibration verification (CCV) were within the acceptance criteria for the requested analyte. 

�x All continued calibration blanks (CCB) were below the limit of quantitation for the requested analyte. 

�x A preparation method blank and laboratory control sample were digested and analyzed with the samples in each 
digestion batch. 

 
 
 

Sample ID Batch ID Project ID 
AX24128 604487 WMWGORLF_1118 
AX24129 604487 WMWGORLF_1118 
AX24130 604487 WMWGORLF_1118 
AX24131 604487 WMWGORLF_1118 
AX24132 604487 WMWGORLF_1118 
AX24133 604487 WMWGORLF_1118 
AX24134 604487 WMWGORLF_1118 
AX24135 604487 WMWGORLF_1118 
AX24136 604487 WMWGORLF_1118 
AX24137 604487 WMWGORLF_1118 
AX24138 604488 WMWGORLF_1118 
AX24139 604488 WMWGORLF_1118 
AX24140 604488 WMWGORLF_1118 
AX24141 604488 WMWGORLF_1118 
AX24142 604488 WMWGORLF_1118 
AX24143 604488 WMWGORLF_1118 
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�x All laboratory control sample criteria were met. 

�x The method blank associated with each digestion batch was below the limit of quantitation for the requested 
analyte. 

�x All calibration met criteria for the requested analyte. 

�x All response signals were satisfactory. 

Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 
 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each batch. All acceptance criteria for 
accuracy were met. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each batch. All acceptance criteria for 
precision were met. 

 

7. All samples were analyzed without a dilution. 
8. The raw data results are shown with dilution factors included. 
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TDS 

Gorgas Landfill 

WMWGORLF_1118 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Batch ID Project ID 
AX24128 604739 WMWGORLF_1118 
AX24129 604739 WMWGORLF_1118 
AX24130 604739 WMWGORLF_1118 
AX24131 604739 WMWGORLF_1118 
AX24132 604739 WMWGORLF_1118 
AX24133 604739 WMWGORLF_1118 
AX24134 604739 WMWGORLF_1118 
AX24135 604739 WMWGORLF_1118 
AX24136 604739 WMWGORLF_1118 
AX24137 604739 WMWGORLF_1118 
AX24138 604740 WMWGORLF_1118 
AX24139 604740 WMWGORLF_1118 
AX24140 604740 WMWGORLF_1118 
AX24141 604740 WMWGORLF_1118 
AX24142 604740 WMWGORLF_1118 
AX24143 604740 WMWGORLF_1118 

 

4. All of the above samples were analyzed by Standard Method 2540C. 
5. All samples were analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x A blank was analyzed with each batch. All criteria were met. 

�x All final weights of samples, standards, and blanks agreed within 0.5 mg of the previous weight. 

�x A sample duplicate was analyzed with each batch. RPD/2 was less than 5%. 

�x A laboratory control sample was analyzed with each batch. All criteria were met. 

�x All samples were between 2.5mg and 200mg residue with the exception of AX24137, AX24138, and AX24143 
which did not meet the 2.5mg residue requirement.   
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intended to be the legally binding equivalent of a traditionally handwritten signature.

Results relate only to the items tested and the sample(s) as received by the laboratory.

1

2

3

4

5

6

7

8

9

10

11

12

13

https://secure.testamericainc.com/TotalAccess/login.aspx
http://www.testamericainc.com
http://www.testamericainc.com/AskTheExpert/Expert_index.htm
mailto:cheyenne.whitmire@testamericainc.com


Table of Contents

Client: Alabama Power General Test Laboratory
Project/Site: CCR Plant Gorgas

TestAmerica Job ID: 400-144723-1
SDG: Plant Gorgas CCB Landfills

Page 2 of 34
TestAmerica Pensacola

11/16/2017

Cover Page . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 1

Table of Contents . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 2

Case Narrative . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 3

Method Summary . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 4

Sample Summary . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 5

Client Sample Results . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 6

Definitions . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 22

Chronicle . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 23

QC Association . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 27

QC Sample Results . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 28

Chain of Custody . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 30

Receipt Checklists . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 32

Certification Summary . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 33

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 3 of 34 11/16/2017

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 4 of 34 11/16/2017

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 5 of 34 11/16/2017

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 6 of 34 11/16/2017

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 7 of 34 11/16/2017

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 8 of 34 11/16/2017

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 9 of 34 11/16/2017

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 10 of 34 11/16/2017

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 11 of 34 11/16/2017

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 12 of 34 11/16/2017

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 13 of 34 11/16/2017

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 14 of 34 11/16/2017

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 15 of 34 11/16/2017

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 16 of 34 11/16/2017

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 17 of 34 11/16/2017

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 18 of 34 11/16/2017

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 19 of 34 11/16/2017

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 20 of 34 11/16/2017

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 21 of 34 11/16/2017

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 22 of 34 11/16/2017

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 23 of 34 11/16/2017

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 24 of 34 11/16/2017

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 25 of 34 11/16/2017

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 26 of 34 11/16/2017

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 27 of 34 11/16/2017

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 28 of 34 11/16/2017

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 29 of 34 11/16/2017

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 30 of 34 11/16/2017

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 31 of 34 11/16/2017

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 32 of 34 11/16/2017

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 33 of 34 11/16/2017

1

2

3

4

5

6

7

8

9

10

11

12

13



Page 34 of 34 11/16/2017

1

2

3

4

5

6

7

8

9

10

11

12

13



Requested Complete Date Results To
Site Representative Requested By

Collector Location

Sample # Date Time
Bottle
Count Description

Lab
Filter Lab Id

Relinquished By Received By Date/Time

SmarTroll ID
Turbidity ID

All metals and radiological bottles have pH < 2    
Cooler Temp

�ermometer ID
pH Strip ID

Lab ETA

Analysis Requested
Comments

Chain of Custody 
Groundwater
APC General Testing Laboratory 
General Service Complex Building 8 

Field Complete

Lab Complete



Requested Complete Date Results To
Site Representative Requested By

Collector Location

Sample # Date Time
Bottle
Count Description

Lab
Filter Lab Id

Relinquished By Received By Date/Time

SmarTroll ID
Turbidity ID

All metals and radiological bottles have pH < 2    
Cooler Temp

�ermometer ID
pH Strip ID

Lab ETA

Analysis Requested
Comments

Chain of Custody 
Groundwater
APC General Testing Laboratory 
General Service Complex Building 8 

Field Complete

Lab Complete



Requested Complete Date Results To
Site Representative Requested By

Collector Location

Sample # Date Time
Bottle
Count Description

Lab
Filter Lab Id

Relinquished By Received By Date/Time

SmarTroll ID
Turbidity ID

All metals and radiological bottles have pH < 2    
Cooler Temp

�ermometer ID
pH Strip ID

Lab ETA

Analysis Requested
Comments

Chain of Custody 
Groundwater
APC General Testing Laboratory 
General Service Complex Building 8 

Field Complete

Lab Complete



�3�D�J�H�� �R�I����

�4�X�D�O�L�W�\���&�R�Q�W�U�R�O�� �6�X�S�H�U�Y�L�V�L�R�Q��

�7�K�H���I�R�O�O�R�Z�L�Q�J���G�D�W�D���K�D�V���E�H�H�Q���U�H�Y�L�H�Z�H�G���D�Q�G���D�S�S�U�R�Y�H�G���E�\��



Alabama Power General Test Laboratory   Case Narrative  
  744 County Road 87, GSC#8 

Calera, AL 35040 
(205) 664-6032 or 6171 
FAX (205) 257-1654 

 

 
 

Anions 

Gorgas Landfill 

WMWGORLF_1119 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All anions were outsourced to Test America, Pensacola for analysis. Listed below is the case narrative provided by 

Test America: 
Job Narrative  
400-144729-1 

General Chemistry 
 
Method(s) SM 4500 F C: The matrix spike / matrix spike duplicate (MS/MSD) recoveries for analytical batch 373975 were outside control 
limits. Sample matrix interference and/or non-homogeneity are suspected because the associated laboratory control sample (LCS) 
recovery was within acceptance limits. 
 
Method(s) SM 4500 Cl- E: The following samples were diluted to bring the concentration of target analytes within the calibration range: 
AX24134 MW-8 (400-144729-7) and AX24170 MW-8 (400-144729-27). Elevated reporting limits (RLs) are provided. 
 
Method(s) SM 4500 Cl- E: The CCV (35.7416) and CCB (0.4128) closing the bracket on the following samples: AX24164 MW-16 
(400-144729-21), AX24165 MW-20 (400-144729-22), AX24166 MW-6 (400-144729-23), AX24167 FB-2 (400-144729-24), AX24168 MW-
7(400-144729-25), AX24169 MW-7 DUP (400-144729-26), AX24170 MW-8 (400-144729-27), AX24171 MW-18 (400-144729-28), 
AX24172 MW-5 (400-144729-29) and AX24173 MW-19 (400-144729-30) did not transfer to TALS properly, but is reflected on the raw 
data sheet attached to batch 372717. 
 
Method(s) SM 4500 Cl- E: The method blank for analytical batch 372717 contained Chloride. This target analyte concentration was less 
than the method detection limit (MDL) and reporting limit (RL); therefore, re-analysis of samples was not performed. 
 
Method(s) SM 4500 Cl- E: The matrix spike / matrix spike duplicate (MS/MSD) recoveries and precision for analytical batch 372717 were 
outside control limits. Sample matrix interference and/or non-homogeneity are suspected because the associated laboratory control 
sample (LCS) was within acceptance limits. 
 
Method(s) SM 4500 SO4 E: The method blank for analytical batch 372359 contained Sulfate below the method detection limit and at 
concentration less than the reporting limit (RL); therefore, re-extraction and/or re-analysis of samples was not performed. 
 
Method(s) SM 4500 SO4 E: The following samples were diluted to bring the concentration of target analytes within the calibration range: 
AX24128 MW-13 (400-144729-1), AX24129 MW-14 (400-144729-2), AX24130 MW-15 (400-144729-3), AX24130 MW-15 
(400-144729-3[MS]), AX24130 MW-15 (400-144729-3[MSD]), AX24131 MW-16 (400-144729-4), AX24132 MW-16 DUP (400-144729-5), 
AX24133 MW-19 (400-144729-6), AX24134 MW-8 (400-144729-7), AX24135 MW-20 (400-144729-8), AX24136 MW-7 (400-144729-9), 
AX24139 MW-6 (400-144729-12), AX24139 MW-6 (400-144729-12[MS]), AX24139 MW-6 (400-144729-12[MSD]), AX24140 MW-5 
(400-144729-13), AX24141 MW-18 (400-144729-14), AX24142 MW-6 DUP (400-144729-15), AX24143 FB-1 (400-144729-16), AX24160 
MW-13 (400-144729-17), AX24161 MW-14 (400-144729-18), AX24162 MW-15 (400-144729-19), AX24162 MW-15 (400-144729-
19[MS]), AX24162 MW-15 (400-144729-19[MSD]), AX24163 MW-15 DUP (400-144729-20), AX24164 MW-16 (400-144729-21), 
AX24165 MW-20 (400-144729-22), AX24166 MW-6 (400-144729-23), AX24167 FB-2 (400-144729-24), AX24168 MW-7 (400-144729-
25), AX24169 MW-7 DUP (400-144729-26), AX24170 MW-8 (400-144729-27), AX24171 MW-18 (400-144729-28), AX24172 MW-5 (400-
144729-29), AX24173 MW-19 (400-144729-30), AX24173 MW-19 (400-144729-30[MS]) and AX24173 MW-19 (400-144729-
30[MSD]).AX24174 FB-1 (400-144729-31) and AX24175 EB-1 (400-144729-32). Elevated reporting limits (RLs) are provided. 
 
Method(s) SM 4500 SO4 E: The matrix spike / matrix spike duplicate (MS/MSD) recoveries and precision for analytical batch 372654 
were outside control limits. Sample matrix interference and/or non-homogeneity are suspected because the associated laboratory control 
sample (LCS) was within acceptance limits. 
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Alabama Power General Test Laboratory   Case Narrative  
  744 County Road 87, GSC#8 

Calera, AL 35040 
(205) 664-6032 or 6171 
FAX (205) 257-1654 

 

 
 

Metals ICP 

Gorgas Landfill 

WMWGORLF_1119 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Batch ID Project ID 
AX24160 20171017CK WMWGORLF_1119 
AX24161 20171017CK WMWGORLF_1119 
AX24162 20171017CK WMWGORLF_1119 
AX24163 20171017CK WMWGORLF_1119 
AX24164 20171017CK WMWGORLF_1119 
AX24165 20171017CK WMWGORLF_1119 
AX24166 20171017CK WMWGORLF_1119 
AX24167 20171017CK WMWGORLF_1119 
AX24168 20171017CK WMWGORLF_1119 
AX24169 20171017CK WMWGORLF_1119 
AX24170 20171020AK WMWGORLF_1119 
AX24171 20171020AK WMWGORLF_1119 
AX24172 20171020AK WMWGORLF_1119 
AX24173 20171020AK WMWGORLF_1119 
AX24174 20171020AK WMWGORLF_1119 
AX24175 20171020AK WMWGORLF_1119 

 

4. All of the above samples were analyzed by EPA 200.7 and prepared by EPA 1638. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x Prior to sample analysis, an initial calibration verification (ICV) was analyzed and all criteria were met.   

�x Following the ICV, an initial calibration blank (ICB) was analyzed and was below the limit of quantitation for all 
requested analytes. 

�x All continued calibration verification (CCV) were within the acceptance criteria for the requested analytes.   

�x All continued calibration blanks (CCB) were below the limit of quantitation for the requested analytes.    

�x A preparation method blank and laboratory control sample were digested and analyzed with the samples in each 
digestion batch. 
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Calera, AL 35040 
(205) 664-6032 or 6171 
FAX (205) 257-1654 

 
 
 

�x All laboratory control sample criteria were met. 

�x The method blank associated with each digestion batch passed all acceptance criteria for all requested analytes. 

�x The spectral interference check associated with EPA 200.7 was analyzed and all acceptance criteria were met. 

�x All sample internal standard criteria were met.   

�x An additional Rinse was added between samples for monitoring Lithium due to possible matrix issues. 

�x The high standard readbacks associated with EPA 200.7 were within acceptance criteria. 

�x It is noted that the QC summary page typically provides the QC results from the original batch analytical 
sequence. If dilutions were subsequently performed to bring sample concentrations within the calibration range, 
any additional QC data from the dilution analyses may need to be obtained from the laboratory. Any 
qualifications applied to original analyses or dilution re-analyses are based upon QC data available at the time of 
review. 

Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 
 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICP batch. All acceptance criteria 
for accuracy were met, with the following exception: 

Analyte  Sample ID 
Calcium  AX24169 

 
The concentrations of the sample matrix spike/matrix spike duplicate added before digestion is less than 30 
percent of the sample concentration, causing inaccurate spike recovery information.  The laboratory control 
sample indicates that the digestion and analysis were in control. 

 
�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICP batch. All acceptance criteria 

for precision were met.  

 

7. All samples were analyzed at a x2 dilution to compensate for any possible matrix effects. The following samples 
were further diluted due to analyzed sample concentration over the high standard of the calibration curve.   
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Sample ID  Analyte  Dilution Factor 
AX24160  Calcium  x10 
AX24161  Calcium  x10 

 AX24162  Calcium  x10 
 AX24163  Calcium  x10 
 AX24164  Calcium  x10 
 AX24165  Calcium  x10 
 AX24166  Calcium  x10 
 AX24168  Calcium  x10 
 AX24169  Calcium  x10 
 AX24169MS  Calcium  x10 
 AX24169MSD  Calcium  x10 

AX24170  Calcium  x10 
AX24171  Calcium  x10 

 AX24172  Calcium  x10 
 AX24173  Calcium  x100 
 AX24174  Calcium  x10 

 
8.  The raw data results include results corrected for dilution. 
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Alabama Power General Test Laboratory   Case Narrative  
  744 County Road 87, GSC#8 

Calera, AL 35040 
(205) 664-6032 or 6171 
FAX (205) 257-1654 

 

 
 

Metals ICPMS 

Gorgas Landfill 

WMWGORLF_1119 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Batch ID Project ID 
AX24160 604479 WMWGORLF_1119 
AX24161 604479 WMWGORLF_1119 
AX24162 604479 WMWGORLF_1119 
AX24163 604479 WMWGORLF_1119 
AX24164 604480 WMWGORLF_1119 
AX24165 604480 WMWGORLF_1119 
AX24166 604480 WMWGORLF_1119 
AX24167 604480 WMWGORLF_1119 
AX24168 604480 WMWGORLF_1119 
AX24169 604480 WMWGORLF_1119 
AX24170 604480 WMWGORLF_1119 
AX24171 604480 WMWGORLF_1119 
AX24172 604480 WMWGORLF_1119 
AX24173 604480 WMWGORLF_1119 
AX24174 604481 WMWGORLF_1119 
AX24175 604481 WMWGORLF_1119 

 

4. All of the above samples were analyzed by EPA 200.8 and prepared by EPA 1638. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x All tune and calibration met criteria for all requested analytes. 

�x Prior to sample analysis, an initial calibration verification (ICV) was analyzed and all criteria were met. 

�x Following the ICV, an initial calibration blank (ICB) was analyzed and was below the limit of quantitation for all 
requested analytes. 

�x All continued calibration verification (CCV) were within the acceptance criteria for the requested analytes. 

�x All continued calibration blanks (CCB) were below the limit of quantitation for the requested analytes. 

�x A preparation method blank and laboratory control sample were digested and analyzed with the samples in each 
digestion batch. 
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�x All laboratory control sample criteria were met. 

�x The method blank associated with each digestion batch passed all acceptance criteria for all requested analytes. 

�x The interference check samples associated with EPA 200.8 were analyzed and passed for all requested analytes. 

�x All sample internal standard criteria were met. 

Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 
 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICPMS batch. All acceptance 
criteria for accuracy were met. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICPMS batch. All acceptance 
criteria for precision were met. 

 

7. All samples were analyzed at a dilution of 1 to 5 to compensate for any matrix effects. 
8. The raw data results are shown with dilution factors included. 
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Mercury 

Gorgas Landfill 

WMWGORLF_1119 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Batch ID Project ID 
AX24160 604489 WMWGORLF_1119 
AX24161 604489 WMWGORLF_1119 
AX24162 604489 WMWGORLF_1119 
AX24163 604489 WMWGORLF_1119 
AX24164 604489 WMWGORLF_1119 
AX24165 604489 WMWGORLF_1119 
AX24166 604489 WMWGORLF_1119 
AX24167 604489 WMWGORLF_1119 
AX24168 604489 WMWGORLF_1119 
AX24169 604489 WMWGORLF_1119 
AX24170 604490 WMWGORLF_1119 
AX24171 604490 WMWGORLF_1119 
AX24172 604490 WMWGORLF_1119 
AX24173 604490 WMWGORLF_1119 
AX24174 604490 WMWGORLF_1119 
AX24175 604490 WMWGORLF_1119 

 

4. All of the above samples were analyzed and prepared by EPA 245.1. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x Prior to sample analysis, an initial calibration verification (ICV) was analyzed and all criteria were met. 

�x Following the ICV, an initial calibration blank (ICB) was analyzed and was below the method detection limit for the 
requested analyte. 

�x All continued calibration verification (CCV) were within the acceptance criteria for the requested analyte. 

�x All continued calibration blanks (CCB) were below the limit of quantitation for the requested analyte. 

�x A preparation method blank and laboratory control sample were digested and analyzed with the samples in each 
digestion batch. 

 
 �3�D�J�H�� �R�I����



Alabama Power General Test Laboratory   Case Narrative  
  744 County Road 87, GSC#8 

Calera, AL 35040 
(205) 664-6032 or 6171 
FAX (205) 257-1654 

 
 
 
 

�x All laboratory control sample criteria were met. 

�x The method blank associated with each digestion batch was below the limit of quantitation for the requested 
analyte. 

�x All calibration met criteria for the requested analyte. 

�x All response signals were satisfactory. 

Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 
 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each batch. All acceptance criteria for 
accuracy were met. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each batch. All acceptance criteria for 
precision were met. 

 

7. All samples were analyzed without a dilution. 
8. The raw data results are shown with dilution factors included. 
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TDS 

Gorgas Landfill 

WMWGORLF_1119 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Batch ID Project ID 
AX24160 604740 WMWGORLF_1119 
AX24161 604491 WMWGORLF_1119 
AX24162 604491 WMWGORLF_1119 
AX24163 604491 WMWGORLF_1119 
AX24164 604491 WMWGORLF_1119 
AX24165 604491 WMWGORLF_1119 
AX24166 604491 WMWGORLF_1119 
AX24167 604491 WMWGORLF_1119 
AX24168 604491 WMWGORLF_1119 
AX24169 604491 WMWGORLF_1119 
AX24170 604491 WMWGORLF_1119 
AX24171 604873 WMWGORLF_1119 
AX24172 604492 WMWGORLF_1119 
AX24173 604492 WMWGORLF_1119 
AX24174 604492 WMWGORLF_1119 
AX24175 604492 WMWGORLF_1119 

 

4. All of the above samples were analyzed by Standard Method 2540C. 
5. All samples were analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x A blank was analyzed with each batch. All criteria were met. 

�x All final weights of samples, standards, and blanks agreed within 0.5 mg of the previous weight. 

�x A sample duplicate was analyzed with each batch. RPD/2 was less than 5% with the exception of batch 604492. 
The results were less than 5 times the MDL. A laboratory control sample was analyzed with each batch. All criteria 
were met. 

�x All samples were between 2.5 mg and 200 mg residue except for samples AX24167, AX24174, AX24175 which did 
not meet the 2.5mg residue. 
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Alabama Power General Test Laboratory   Case Narrative  
  744 County Road 87, GSC#8 

Calera, AL 35040 
(205) 664-6032 or 6171 
FAX (205) 257-1654 

 

 
 

Anions 

Gorgas Landfill 

WMWGORLF_1120 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All anions were outsourced to Test America, Pensacola for analysis. Below is Case Narrative provided by Test 

America. 
Job Narrative  
400-144723-4 

General Chemistry 
 
Method(s) SM 4500 F C: The matrix spike / matrix spike duplicate / sample duplicate (MS/MSD/DUP) precision for analytical batch 
374155 was outside control limits. Sample matrix interference and/or non-homogeneity are suspected because the associated laboratory 
control sample / laboratory control sample duplicate (LCS/LCSD) precision was within acceptance limits. RPD Limit is 4, RPD value is 17. 
 
Method(s) SM 4500 Cl- E: The matrix spike / matrix spike duplicate (MS/MSD) recoveries for analytical batch 373428 were outside 
control limits. Sample matrix interference and/or non-homogeneity are suspected because the associated laboratory control sample 
(LCS) recovery was within acceptance limits. 
 
Method(s) SM 4500 Cl- E: The following sample was diluted to bring the concentration of target analytes within the calibration range: 
AX24230 MW-8 (400-144723-52). Elevated reporting limits (RLs) are provided. 
 
Method(s) SM 4500 SO4 E: The matrix spike / matrix spike duplicate (MS/MSD) recoveries for analytical batch 373081 were outside 
control limits. Sample matrix interference and/or non-homogeneity are suspected because the associated laboratory control sample 
(LCS) recovery was within acceptance limits. 
 
Method(s) SM 4500 SO4 E: The following samples were diluted to bring the concentration of target analytes within the calibration range: 
AX24227 MW-5 (400-144723-49), (400-144674-A-1), (400-144674-A-1 MS), (400-144674-A-1 MSD), AX24228 MW-6 (400-144723-50), 
AX24228 MW-6 (400-144723-50[MS]), AX24228 MW-6 (400-144723-50[MSD]), AX24229 MW-7 (400-144723-51), AX24230 MW-8 
(400-144723-52), (400-144723-A-127), (400-144723-A-127 MS), (400-144723-A-127 MSD)AX24231 MW-18 (400-144723-53), 
(400-144723-A-53 MS), (400-144723-A-53 MSD), AX24232 MW-6 DUP (400-144723-54), AX24234 MW-13 (400-144723-56), AX24235 
MW-14 (400-144723-57), AX24236 MW-15 (400-144723-58), AX24238 MW-16 (400-144723-60), AX24239 MW-16 DUP (400-144723-
61), AX24240 MW-19 (400-144723-62) and AX24241 MW-20 (400-144723-63). Elevated reporting limits (RLs) are provided. 
 
Method(s) SM 4500 SO4 E: The matrix spike / matrix spike duplicate (MS/MSD) recoveries for analytical batch 373750 were outside 
control limits. Sample matrix interference and/or non-homogeneity are suspected because the associated laboratory control sample 
(LCS) recovery was within acceptance limits. 
 
Method(s) SM 4500 SO4 E: The matrix spike / matrix spike duplicate (MS/MSD) recoveries for analytical batch 373759 were outside 
control limits. Sample matrix interference and/or non-homogeneity are suspected because the associated laboratory control sample 
(LCS) recovery was within acceptance limits. 
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Alabama Power General Test Laboratory   Case Narrative  
  744 County Road 87, GSC#8 

Calera, AL 35040 
(205) 664-6032 or 6171 
FAX (205) 257-1654 

 

 
 

Metals ICP 

Gorgas Landfill 

WMWGORLF_1120 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Batch ID Project ID 
AX24227 20171018K WMWGORLF_1120 
AX24228 20171018K WMWGORLF_1120 
AX24229 20171018K WMWGORLF_1120 
AX24230 20171018K WMWGORLF_1120 
AX24231 20171018K WMWGORLF_1120 
AX24232 20171018K WMWGORLF_1120 
AX24233 20171018K WMWGORLF_1120 
AX24234 20171018K WMWGORLF_1120 
AX24235 20171018K WMWGORLF_1120 
AX24236 20171018K WMWGORLF_1120 
AX24237 20171018AK WMWGORLF_1120 
AX24238 20171018AK WMWGORLF_1120 
AX24239 20171018AK WMWGORLF_1120 
AX24240 20171018AK WMWGORLF_1120 
AX24241 20171018AK WMWGORLF_1120 
AX24242 20171018AK WMWGORLF_1120 

 

4. All of the above samples were analyzed by EPA 200.7 and prepared by EPA 1638. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x Prior to sample analysis, an initial calibration verification (ICV) was analyzed and all criteria were met.   

�x Following the ICV, an initial calibration blank (ICB) was analyzed and was below the limit of quantitation for all 
requested analytes. 

�x All continued calibration verification (CCV) were within the acceptance criteria for the requested analytes.   

�x All continued calibration blanks (CCB) were below the limit of quantitation for the requested analytes.    

�x A preparation method blank and laboratory control sample were digested and analyzed with the samples in each 
digestion batch. 
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  744 County Road 87, GSC#8 

Calera, AL 35040 
(205) 664-6032 or 6171 
FAX (205) 257-1654 

 
 
 

�x All laboratory control sample criteria were met. 

�x The method blank associated with each digestion batch passed all acceptance criteria for all requested analytes. 

�x The spectral interference check associated with EPA 200.7 was analyzed and all acceptance criteria were met. 

�x All sample internal standard criteria were met.   

�x An additional Rinse was added between samples for monitoring Lithium due to possible matrix issues. 

�x The high standard readbacks associated with EPA 200.7 were within acceptance criteria. 

�x It is noted that the QC summary page typically provides the QC results from the original batch analytical 
sequence. If dilutions were subsequently performed to bring sample concentrations within the calibration range, 
any additional QC data from the dilution analyses may need to be obtained from the laboratory. Any 
qualifications applied to original analyses or dilution re-analyses are based upon QC data available at the time of 
review. 

Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 
 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICP batch. All acceptance criteria 
for accuracy were met, with the following exception: 

Analyte  Sample ID 
Calcium  AX24236 

The concentrations of the sample matrix spike/matrix spike duplicate added before digestion is less than 30 
percent of the sample concentration, causing inaccurate spike recovery information.  The laboratory control 
sample indicates that the digestion and analysis were in control. 

 
�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICP batch. All acceptance criteria 

for precision were met.  

 

7. All samples were analyzed at a x2 dilution to compensate for any matrix effects.  The following samples were 
further diluted due to analyzed sample concentration over the high standard of the calibration curve.   
Sample ID  Analyte  Dilution Factor 
AX24227  Calcium  x10 
AX24228  Calcium  x10 

 AX24229  Calcium  x10 
 AX24230  Calcium  x10 
 AX24231  Calcium  x10 
 AX24232  Calcium  x100 
 AX24234  Calcium  x10 
 AX24235  Calcium  x10 
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AX24236  Calcium  x10 
 AX24236MS  Calcium  x10 
 AX24236MSD  Calcium  x10 

AX24238  Calcium  x10 
AX24239  Calcium  x10 

 AX24240  Calcium  x10 
 AX24241  Calcium  x10 

 
8.  The raw data results include results corrected for dilution. 
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Alabama Power General Test Laboratory   Case Narrative  
  744 County Road 87, GSC#8 

Calera, AL 35040 
(205) 664-6032 or 6171 
FAX (205) 257-1654 

 

 
 

Metals ICPMS 

Gorgas Landfill 

WMWGORLF_1120 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Batch ID Project ID 
AX24227 604632 WMWGORLF_1120 
AX24228 604632 WMWGORLF_1120 
AX24229 604632 WMWGORLF_1120 
AX24230 604632 WMWGORLF_1120 
AX24231 604632 WMWGORLF_1120 
AX24232 604632 WMWGORLF_1120 
AX24233 604632 WMWGORLF_1120 
AX24234 604632 WMWGORLF_1120 
AX24235 604632 WMWGORLF_1120 
AX24236 604632 WMWGORLF_1120 
AX24237 604633 WMWGORLF_1120 
AX24238 604633 WMWGORLF_1120 
AX24239 604633 WMWGORLF_1120 
AX24240 604633 WMWGORLF_1120 
AX24241 604633 WMWGORLF_1120 
AX24242 604633 WMWGORLF_1120 

 

4. All of the above samples were analyzed by EPA 200.8 and prepared by EPA 1638. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x All tune and calibration met criteria for all requested analytes. 

�x Prior to sample analysis, an initial calibration verification (ICV) was analyzed and all criteria were met. 

�x Following the ICV, an initial calibration blank (ICB) was analyzed and was below the limit of quantitation for all 
requested analytes. 

�x All continued calibration verification (CCV) were within the acceptance criteria for the requested analytes. 

�x All continued calibration blanks (CCB) were below the limit of quantitation for the requested analytes. 

�x A preparation method blank and laboratory control sample were digested and analyzed with the samples in each 
digestion batch. 
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�x All laboratory control sample criteria were met. 

�x The method blank associated with each digestion batch passed all acceptance criteria for all requested analytes. 

�x The interference check samples associated with EPA 200.8 were analyzed and passed for all requested analytes. 

�x All sample internal standard criteria were met. 

Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 
 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICPMS batch. All acceptance 
criteria for accuracy were met. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICPMS batch. All acceptance 
criteria for precision were met. 

 

7. All samples were analyzed at a dilution of 1 to 5 to compensate for any matrix effects. 
8. The raw data results are shown with dilution factors included. 
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Mercury 

Gorgas Landfill 

WMWGORLF_1120 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Batch ID Project ID 
AX24227 604857 WMWGORLF_1120 
AX24228 604857 WMWGORLF_1120 
AX24229 604857 WMWGORLF_1120 
AX24230 604857 WMWGORLF_1120 
AX24231 604857 WMWGORLF_1120 
AX24232 604857 WMWGORLF_1120 
AX24233 604857 WMWGORLF_1120 
AX24234 604857 WMWGORLF_1120 
AX24235 604857 WMWGORLF_1120 
AX24236 604857 WMWGORLF_1120 
AX24237 604858 WMWGORLF_1120 
AX24238 604858 WMWGORLF_1120 
AX24239 604858 WMWGORLF_1120 
AX24240 604858 WMWGORLF_1120 
AX24241 604858 WMWGORLF_1120 
AX24242 604858 WMWGORLF_1120 

 

4. All of the above samples were analyzed and prepared by EPA 245.1. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x Prior to sample analysis, an initial calibration verification (ICV) was analyzed and all criteria were met. 

�x Following the ICV, an initial calibration blank (ICB) was analyzed and was below the method detection limit for the 
requested analyte. 

�x All continued calibration verification (CCV) were within the acceptance criteria for the requested analyte. 

�x All continued calibration blanks (CCB) were below the limit of quantitation for the requested analyte. 

�x A preparation method blank and laboratory control sample were digested and analyzed with the samples in each 
digestion batch. 
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�x All laboratory control sample criteria were met. 

�x The method blank associated with each digestion batch was below the limit of quantitation for the requested 
analyte. 

�x All calibration met criteria for the requested analyte. 

�x All response signals were satisfactory. 

Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 
 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each batch. All acceptance criteria for 
accuracy were met. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each batch. All acceptance criteria for 
precision were met. 

 

7. All samples were analyzed without a dilution. 
8.  The raw data results are shown with dilution factors included. 
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TDS 

Gorgas Landfill 

WMWGORLF_1120 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Batch ID Project ID 
AX24227 604758 WMWGORLF_1120 
AX24228 604758 WMWGORLF_1120 
AX24229 604758 WMWGORLF_1120 
AX24230 604758 WMWGORLF_1120 
AX24231 604758 WMWGORLF_1120 
AX24232 604758 WMWGORLF_1120 
AX24233 604758 WMWGORLF_1120 
AX24234 604758 WMWGORLF_1120 
AX24235 604758 WMWGORLF_1120 
AX24236 604758 WMWGORLF_1120 
AX24237 604759 WMWGORLF_1120 
AX24238 604759 WMWGORLF_1120 
AX24239 604759 WMWGORLF_1120 
AX24240 604759 WMWGORLF_1120 
AX24241 604759 WMWGORLF_1120 
AX24242 604759 WMWGORLF_1120 

 

4. All of the above samples were analyzed by Standard Method 2540C. 
5. All samples were analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x A blank was analyzed with each batch. All criteria were met. 

�x All final weights of samples, standards, and blanks agreed within 0.5 mg of the previous weight. 

�x A sample duplicate was analyzed with each batch. RPD/2 was less than 5% with the exception of the sample duplicate in 
batch 604758, which was found to be 32.5% due to a crack in the beaker found during sample weighing process.  Sample 
duplicate for AX24236 was reanalyzed in batch 605009 with all criteria passing. 

�x A laboratory control sample was analyzed with each batch. All criteria were met. 

�x All samples were between 2.5mg and 200mg residue with the exception of AX24233, AX24237, and AX24242 which did not 
meet the 2.5mg residue requirement. 
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Results relate only to the items tested and the sample(s) as received by the laboratory.
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Alabama Power General Test Laboratory   Case Narrative  
  744 County Road 87, GSC#8 

Calera, AL 35040 
(205) 664-6032 or 6171 
FAX (205) 257-1654 

 

 
 

Anions 

Gorgas Landfill 

WMWGORLF_1121 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All samples were outsourced to Test America, Pensacola for analysis. Below is the case narrative provided by Test 

America. 
Job Narrative  
400-144723-6 

General Chemistry 
 
Method(s) SM 4500 F C: The matrix spike / matrix spike duplicate / sample duplicate (MS/MSD/DUP) precision for analytical batch 
374155 was outside control limits. Sample matrix interference and/or non-homogeneity are suspected because the associated laboratory 
control sample / laboratory control sample duplicate (LCS/LCSD) precision was within acceptance limits. RPD Limit is 4, RPD value is 17. 
 
Method(s) SM 4500 Cl- E: The following sample was diluted to bring the concentration of target analytes within the calibration range: 
AX24262 MW-8 (400-144723-84). Elevated reporting limits (RLs) are provided. 
 
Method(s) SM 4500 SO4 E: The following samples were diluted to bring the concentration of target analytes within the calibration range: 
AX24259 MW-5 (400-144723-81), AX24260 MW-6 (400-144723-82), AX24260 MW-6 (400-144723-82[MS]), AX24260 MW-6 
(400-144723-82[MSD]), AX24261 MW-7 (400-144723-83), AX24262 MW-8 (400-144723-84), AX24263 MW-18 (400-144723-85), 
AX24264 MW-7 DUP (400-144723-86), AX24266 MW-13 (400-144723-88), AX24267 MW-14 (400-144723-89), AX24268 MW-14 DUP 
(400-144723-90), AX24269 MW-15 (400-144723-91), AX24270 MW-16 (400-144723-92), AX24271 MW-19 (400-144723-93), AX24273 
MW-20 (400-144723-95), AX24273 MW-20 (400-144723-95[MS]), AX24273 MW-20 (400-144723-95[MSD]), (400-144723-A-53 MS) and 
(400-144723-A-53 MSD). Elevated reporting limits (RLs) are provided. 
 
Method(s) SM 4500 SO4 E: The matrix spike / matrix spike duplicate (MS/MSD) recoveries for analytical batch 373750 were outside 
control limits. Sample matrix interference and/or non-homogeneity are suspected because the associated laboratory control sample 
(LCS) recovery was within acceptance limits. 
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  744 County Road 87, GSC#8 

Calera, AL 35040 
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Metals ICP 

Gorgas Landfill 

WMWGORLF_1121 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Batch ID Project ID 
AX24259 20171018BK WMWGORLF_1121 
AX24260 20171018BK WMWGORLF_1121 
AX24261 20171018BK WMWGORLF_1121 
AX24262 20171018BK WMWGORLF_1121 
AX24263 20171018BK WMWGORLF_1121 
AX24264 20171018BK WMWGORLF_1121 
AX24265 20171018BK WMWGORLF_1121 
AX24266 20171018BK WMWGORLF_1121 
AX24267 20171018BK WMWGORLF_1121 
AX24268 20171018BK WMWGORLF_1121 
AX24269 20171019K & 20171025K WMWGORLF_1121 
AX24270 20171019K & 20171025K WMWGORLF_1121 
AX24271 20171019K & 20171025K WMWGORLF_1121 
AX24272 20171019K WMWGORLF_1121 
AX24273 20171019K & 20171025K WMWGORLF_1121 
AX24274 20171019K WMWGORLF_1121 

 

4. All of the above samples were analyzed by Standard Method 2540C. 
5. All samples were analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x Prior to sample analysis, an initial calibration verification (ICV) was analyzed and all criteria were met.   

�x Following the ICV, an initial calibration blank (ICB) was analyzed and was below the limit of quantitation for all 
requested analytes. 

�x All continued calibration verification (CCV) were within the acceptance criteria for the requested analytes.   

�x All continued calibration blanks (CCB) were below the limit of quantitation for the requested analytes with the 
following exception:  the Calcium dilutions run on ICP CI#3392-17206-1-1 on 10/18/2017 had a failing final CCB 
due lack of internal standard introduction.  Calcium dilutions were re-analyzed on 10/25/2017 on ICP CI#3619-
18076-1-1 with passing CCB results.    
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�x A preparation method blank and laboratory control sample were digested and analyzed with the samples in each 
digestion batch. 

�x All laboratory control sample criteria were met. 

�x The method blank associated with each digestion batch passed all acceptance criteria for all requested analytes. 

�x The spectral interference check associated with EPA 200.7 was analyzed and all acceptance criteria were met. 

�x All sample internal standard criteria were met.   

�x An additional Rinse was added between samples for monitoring Lithium due to possible matrix issues. 

�x The high standard readbacks associated with EPA 200.7 were within acceptance criteria. 

�x It is noted that the QC summary page typically provides the QC results from the original batch analytical 
sequence. If dilutions were subsequently performed to bring sample concentrations within the calibration range, 
any additional QC data from the dilution analyses may need to be obtained from the laboratory. Any 
qualifications applied to original analyses or dilution re-analyses are based upon QC data available at the time of 
review. 

Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 
 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICP batch. All acceptance criteria 
for accuracy were met. 

 
�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICP batch. All acceptance criteria 

for precision were met.  

 

7. All samples were analyzed at a x2 dilution to compensate for any matrix effects.  The following samples were 
further diluted due to analyzed sample concentration over the high standard of the calibration curve.   
Sample ID  Analyte  Dilution Factor 
AX24259  Calcium  x100 
AX24260  Calcium  x100 

 AX24261  Calcium  x10 
 AX24262  Calcium  x10 
 AX24263  Calcium  x10 
 AX24264  Calcium  x10 
 AX24266  Calcium  x10 
 AX24267  Calcium  x10 
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 AX24268  Calcium  x10 
 AX24268MS  Calcium  x10 
 AX24268MSD  Calcium  x10 

AX24269  Calcium  x10 
AX24270  Calcium  x10 

 AX24271  Calcium  x100 
 AX24273  Calcium  x10 

 
8.  The raw data results include results corrected for dilution. 
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Metals ICPMS 

Gorgas Landfill 

WMWGORLF_1121 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Batch ID Project ID 
AX24259 604662 WMWGORLF_1121 
AX24260 604662 WMWGORLF_1121 
AX24261 604662 WMWGORLF_1121 
AX24262 604662 WMWGORLF_1121 
AX24263 604662 WMWGORLF_1121 
AX24264 604662 WMWGORLF_1121 
AX24265 604662 WMWGORLF_1121 
AX24266 604662 WMWGORLF_1121 
AX24267 604662 WMWGORLF_1121 
AX24268 604662 WMWGORLF_1121 
AX24269 604663 WMWGORLF_1121 
AX24270 604663 WMWGORLF_1121 
AX24271 604663 WMWGORLF_1121 
AX24272 604663 WMWGORLF_1121 
AX24273 604663 WMWGORLF_1121 
AX24274 604663 WMWGORLF_1121 

 

4. All of the above samples were analyzed by EPA 200.8 and prepared by EPA 1638. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x All tune and calibration met criteria for all requested analytes. 

�x Prior to sample analysis, an initial calibration verification (ICV) was analyzed and all criteria were met. 

�x Following the ICV, an initial calibration blank (ICB) was analyzed and was below the limit of quantitation for all 
requested analytes. 

�x All continued calibration verification (CCV) were within the acceptance criteria for the requested analytes. 

�x All continued calibration blanks (CCB) were below the limit of quantitation for the requested analytes. 

�x A preparation method blank and laboratory control sample were digested and analyzed with the samples in each 
digestion batch. 
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�x All laboratory control sample criteria were met. 

�x The method blank associated with each digestion batch passed all acceptance criteria for all requested analytes. 

�x The interference check samples associated with EPA 200.8 were analyzed and passed for all requested analytes. 

�x All sample internal standard criteria were met. 

Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 
 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICPMS batch. All acceptance 
criteria for accuracy were met. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICPMS batch. All acceptance 
criteria for precision were met. 

 

7. All samples were analyzed at a dilution of 1 to 5 to compensate for any matrix effects. 
8.  The raw data results are shown with dilution factors included. 
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Mercury 

Gorgas Landfill 

WMWGORLF_1121 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Batch ID Project ID 
AX24259 604859 WMWGORLF_1121 
AX24260 604859 WMWGORLF_1121 
AX24261 604859 WMWGORLF_1121 
AX24262 604859 WMWGORLF_1121 
AX24263 604859 WMWGORLF_1121 
AX24264 604859 WMWGORLF_1121 
AX24265 604859 WMWGORLF_1121 
AX24266 604859 WMWGORLF_1121 
AX24267 604859 WMWGORLF_1121 
AX24268 604859 WMWGORLF_1121 
AX24269 604860 WMWGORLF_1121 
AX24270 604860 WMWGORLF_1121 
AX24271 604860 WMWGORLF_1121 
AX24272 604860 WMWGORLF_1121 
AX24273 604860 WMWGORLF_1121 
AX24274 604860 WMWGORLF_1121 

 

4. All of the above samples were analyzed and prepared by EPA 245.1. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x Prior to sample analysis, an initial calibration verification (ICV) was analyzed and all criteria were met. 

�x Following the ICV, an initial calibration blank (ICB) was analyzed and was below the method detection limit for the 
requested analyte. 

�x All continued calibration verification (CCV) were within the acceptance criteria for the requested analyte. 

�x All continued calibration blanks (CCB) were below the limit of quantitation for the requested analyte. 

�x A preparation method blank and laboratory control sample were digested and analyzed with the samples in each 
digestion batch. 

 
 �3�D�J�H�� �R�I����



Alabama Power General Test Laboratory   Case Narrative  
  744 County Road 87, GSC#8 

Calera, AL 35040 
(205) 664-6032 or 6171 
FAX (205) 257-1654 

 
 
 

�x All laboratory control sample criteria were met. 

�x The method blank associated with each digestion batch was below the limit of quantitation for the requested 
analyte. 

�x All calibration met criteria for the requested analyte. 

�x All response signals were satisfactory. 

Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 
 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each batch. All acceptance criteria for 
accuracy were met. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each batch. All acceptance criteria for 
precision were met. 

 

7. All samples were analyzed without a dilution. 
8. The raw data results are shown with dilution factors included. 
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TDS 

Gorgas Landfill 

WMWGORLF_1121 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Batch ID Project ID 
AX24259 604759 WMWGORLF_1121 
AX24260 604759 WMWGORLF_1121 
AX24261 604759 WMWGORLF_1121 
AX24262 604759 WMWGORLF_1121 
AX24263 604873 WMWGORLF_1121 
AX24264 604873 WMWGORLF_1121 
AX24265 605052 WMWGORLF_1121 
AX24266 604873 WMWGORLF_1121 
AX24267 604873 WMWGORLF_1121 
AX24268 604873 WMWGORLF_1121 
AX24269 604873 WMWGORLF_1121 
AX24270 604873 WMWGORLF_1121 
AX24271 604873 WMWGORLF_1121 
AX24272 604874 WMWGORLF_1121 
AX24273 604874 WMWGORLF_1121 
AX24274 604874 WMWGORLF_1121 

 

4. All of the above samples were analyzed by Standard Method 2540C. 
5. All samples were analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x A blank was analyzed with each batch. All criteria were met. 

�x All final weights of samples, standards, and blanks agreed within 0.5 mg of the previous weight. 

�x A sample duplicate was analyzed with each batch. RPD/2 was less than 5%. 

�x A laboratory control sample was analyzed with each batch. All criteria were met. 

�x All samples were between 2.5 mg and 200 mg residue except for AX24265, AX24272 and AX24274 which did not 
meet the 2.5mg residue requirement. 
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Anions 

Gorgas Landfill 

WMWGORLF_1124 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All anions were outsourced to Test America, Pensacola for analysis. Below is the case narrative provided by Test 

America. 
Job Narrative  
400-144723-8 

General Chemistry 
 
Method(s) SM 4500 F C: The matrix spike / matrix spike duplicate / sample duplicate (MS/MSD/DUP) precision for analytical batch 
374155 was outside control limits. Sample matrix interference and/or non-homogeneity are suspected because the associated laboratory 
control sample / laboratory control sample duplicate (LCS/LCSD) precision was within acceptance limits. RPD Limit is 4, RPD value is 17. 
 
Method(s) SM 4500 Cl- E: The following sample was diluted to bring the concentration of target analytes within the calibration range: 
AX24406 MW-8 (400-144723-116). Elevated reporting limits (RLs) are provided. 
 
Method(s) SM 4500 SO4 E: The matrix spike / matrix spike duplicate (MS/MSD) recoveries for analytical batch 373750 were outside 
control limits. Sample matrix interference and/or non-homogeneity are suspected because the associated laboratory control sample 
(LCS) recovery was within acceptance limits. 
 
Method(s) SM 4500 SO4 E: The following samples were diluted to bring the concentration of target analytes within the calibration range: 
AX24403 MW-5 (400-144723-113), AX24404 MW-6 (400-144723-114), AX24405 MW-7 (400-144723-115), AX24406 MW-8 
(400-144723-116), AX24407 MW-18 (400-144723-117), AX24408 MW-7 DUP (400-144723-118), AX24410 MW-13 (400-144723-120), 
AX24410 MW-13 (400-144723-120[MS]), AX24410 MW-13 (400-144723-120[MSD]), AX24411 MW-13 DUP (400-144723-121), AX24412 
MW-14 (400-144723-122), AX24413 MW-15 (400-144723-123), (400-144723-A-53 MS), (400-144723-A-53 MSD), AX24414 MW-16 
(400-144723-124), AX24416 MW-19 (400-144723-126), AX24417 MW-20 (400-144723-127), AX24417 MW-20 (400-144723-127[MS]) 
and AX24417 MW-20 (400-144723-127[MSD]). Elevated reporting limits (RLs) are provided. 
 
Method(s) SM 4500 SO4 E: Closing CCV (13.95) and CCB (-.7005) did not transfer properly to TALS but is reflected in the raw data 
attached to 373750. 
 
Method(s) SM 4500 SO4 E: The matrix spike / matrix spike duplicate (MS/MSD) recoveries for analytical batch 373759 were outside 
control limits. Sample matrix interference and/or non-homogeneity are suspected because the associated laboratory control sample 
(LCS) recovery was within acceptance limits. 
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Metals ICP 

Gorgas Landfill 

WMWGORLF_1124 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Batch ID Project ID 
AX24403 20171019AK WMWGORLF_1124 
AX24404 20171019AK WMWGORLF_1124 
AX24405 20171019AK WMWGORLF_1124 
AX24406 20171019AK WMWGORLF_1124 
AX24407 20171019AK WMWGORLF_1124 
AX24408 20171019AK WMWGORLF_1124 
AX24409 20171019AK WMWGORLF_1124 
AX24410 20171019AK WMWGORLF_1124 
AX24411 20171019AK WMWGORLF_1124 
AX24412 20171019AK WMWGORLF_1124 
AX24413 20171019BK WMWGORLF_1124 
AX24414 20171019BK WMWGORLF_1124 
AX24415 20171019BK WMWGORLF_1124 
AX24416 20171019BK WMWGORLF_1124 
AX24417 20171019BK WMWGORLF_1124 
AX24418 20171019BK WMWGORLF_1124 

 

4. All of the above samples were analyzed by EPA 200.7 and prepared by EPA 1638. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x Prior to sample analysis, an initial calibration verification (ICV) was analyzed and all criteria were met.   

�x Following the ICV, an initial calibration blank (ICB) was analyzed and was below the limit of quantitation for all 
requested analytes. 

�x All continued calibration verification (CCV) were within the acceptance criteria for the requested analytes.   

�x All continued calibration blanks (CCB) were below the limit of quantitation for the requested analytes.    

�x A preparation method blank and laboratory control sample were digested and analyzed with the samples in each 
digestion batch. 

�x All laboratory control sample criteria were met. 
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�x The method blank associated with each digestion batch passed all acceptance criteria for all requested analytes. 

�x The spectral interference check associated with EPA 200.7 was analyzed and all acceptance criteria were met. 

�x All sample internal standard criteria were met.   

�x An additional Rinse was added between samples for monitoring Lithium due to possible matrix issues. 

�x The high standard readbacks associated with EPA 200.7 were within acceptance criteria. 

�x It is noted that the QC summary page typically provides the QC results from the original batch analytical 
sequence. If dilutions were subsequently performed to bring sample concentrations within the calibration range, 
any additional QC data from the dilution analyses may need to be obtained from the laboratory. Any 
qualifications applied to original analyses or dilution re-analyses are based upon QC data available at the time of 
review. 

Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 
 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICP batch. All acceptance criteria 
for accuracy were met, with the following exception: 

Analyte  Sample ID 
Calcium  AX24412 

The concentrations of the sample matrix spike/matrix spike duplicate added before digestion is less than 30 
percent of the sample concentration, causing inaccurate spike recovery information.  The laboratory control 
sample indicates that the digestion and analysis were in control. 

 
�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICP batch. All acceptance criteria 

for precision were met.  

 

7. All samples were analyzed at a x2 dilution to compensate for any matrix effects. The following samples were 
further diluted due to analyzed sample concentration over the high standard of the calibration curve.   
Sample ID  Analyte  Dilution Factor 
AX24403  Calcium  x10 
AX24404  Calcium  x100 

 AX24405  Calcium  x10 
 AX24406  Calcium  x10 
 AX24407  Calcium  x10 
 AX24408  Calcium  x10 
 AX24410  Calcium  x10 
 AX24411  Calcium  x10 
 AX24412  Calcium  x10 
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 AX24412MS  Calcium  x10 
 AX24412MSD  Calcium  x10 

AX24413  Calcium  x10 
AX24414  Calcium  x10 

 AX24416  Calcium  x10 
 AX24417  Calcium  x10 
 
 

 
8.  The raw data results include results corrected for dilution. 
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Metals ICPMS 

Gorgas Landfill 

WMWGORLF_1124 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Batch ID Project ID 
AX24403 604974 WMWGORLF_1124 
AX24404 604974 WMWGORLF_1124 
AX24405 604974 WMWGORLF_1124 
AX24406 604974 WMWGORLF_1124 
AX24407 604974 WMWGORLF_1124 
AX24408 604974 WMWGORLF_1124 
AX24409 604974 WMWGORLF_1124 
AX24410 604974 WMWGORLF_1124 
AX24411 604974 WMWGORLF_1124 
AX24412 604974 WMWGORLF_1124 
AX24413 604975 WMWGORLF_1124 
AX24414 604975 WMWGORLF_1124 
AX24415 604975 WMWGORLF_1124 
AX24416 604975 WMWGORLF_1124 
AX24417 604975 WMWGORLF_1124 
AX24418 604975 WMWGORLF_1124 

 

4. All of the above samples were analyzed by EPA 200.8 and prepared by EPA 1638. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x All tune and calibration met criteria for all requested analytes. 

�x Prior to sample analysis, an initial calibration verification (ICV) was analyzed and all criteria were met. 

�x Following the ICV, an initial calibration blank (ICB) was analyzed and was below the limit of quantitation for all 
requested analytes. 

�x All continued calibration verification (CCV) were within the acceptance criteria for the requested analytes except 
for the last bracketing CCV for Co only on 10/19/2017. Analyst reported everything from the first run except Co of 
last six samples.  Analyst Re-ran samples AX24412-AX24418 the next day on 10/20/2017 and reported Co only for 
that run. 
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�x All continued calibration blanks (CCB) were below the limit of quantitation for the requested analytes. 

�x A preparation method blank and laboratory control sample were digested and analyzed with the samples in each 
digestion batch. 

�x All laboratory control sample criteria were met. 

�x The method blank associated with each digestion batch passed all acceptance criteria for all requested analytes. 

�x The interference check samples associated with EPA 200.8 were analyzed and passed for all requested analytes. 

�x All sample internal standard criteria were met. 

Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 
 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICPMS batch. All acceptance 
criteria for accuracy were met. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICPMS batch. All acceptance 
criteria for precision were met. 

 

7. All samples were analyzed at a dilution of 1 to 5 to compensate for any matrix effects. 
8. The raw data results are shown with dilution factors included. 
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Mercury 

Gorgas Landfill 

WMWGORLF_1124 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Batch ID Project ID 
AX24403 605057 WMWGORLF_1124 
AX24404 605057 WMWGORLF_1124 
AX24405 605057 WMWGORLF_1124 
AX24406 605057 WMWGORLF_1124 
AX24407 605057 WMWGORLF_1124 
AX24408 605057 WMWGORLF_1124 
AX24409 605057 WMWGORLF_1124 
AX24410 605057 WMWGORLF_1124 
AX24411 605057 WMWGORLF_1124 
AX24412 605057 WMWGORLF_1124 
AX24413 605058 WMWGORLF_1124 
AX24414 605058 WMWGORLF_1124 
AX24415 605058 WMWGORLF_1124 
AX24416 605058 WMWGORLF_1124 
AX24417 605058 WMWGORLF_1124 
AX24418 605058 WMWGORLF_1124 

 

4. All of the above samples were analyzed and prepared by EPA 245.1. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x Prior to sample analysis, an initial calibration verification (ICV) was analyzed and all criteria were met. 

�x Following the ICV, an initial calibration blank (ICB) was analyzed and was below the method detection limit for the 
requested analyte. 

�x All continued calibration verification (CCV) were within the acceptance criteria for the requested analyte. 

�x All continued calibration blanks (CCB) were below the limit of quantitation for the requested analyte. 

�x A preparation method blank and laboratory control sample were digested and analyzed with the samples in each 
digestion batch. 
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�x All laboratory control sample criteria were met. 

�x The method blank associated with each digestion batch was below the limit of quantitation for the requested 
analyte. 

�x All calibration met criteria for the requested analyte. 

�x All response signals were satisfactory. 

Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 
 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each batch. All acceptance criteria for 
accuracy were met. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each batch. All acceptance criteria for 
precision were met. 

 

7. All samples were analyzed without a dilution. 
8. The raw data results are shown with dilution factors included. 
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TDS 

Gorgas Landfill 

WMWGORLF_1124 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Batch ID Project ID 
AX24403 605008 WMWGORLF_1124 
AX24404 605008 WMWGORLF_1124 
AX24405 605008 WMWGORLF_1124 
AX24406 605008 WMWGORLF_1124 
AX24407 605008 WMWGORLF_1124 
AX24408 605008 WMWGORLF_1124 
AX24409 605008 WMWGORLF_1124 
AX24410 605008 WMWGORLF_1124 
AX24411 605008 WMWGORLF_1124 
AX24412 605008 WMWGORLF_1124 
AX24413 605009 WMWGORLF_1124 
AX24414 605009 WMWGORLF_1124 
AX24415 605009 WMWGORLF_1124 
AX24416 605009 WMWGORLF_1124 
AX24417 605009 WMWGORLF_1124 
AX24418 605009 WMWGORLF_1124 

 

4. All of the above samples were analyzed by Standard Method 2540C. 
5. All samples were analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x A blank was analyzed with each batch. All criteria were met. 

�x All final weights of samples, standards, and blanks agreed within 0.5 mg of the previous weight. 

�x A sample duplicate was analyzed with each batch. RPD/2 was less than 5%. 

�x A laboratory control sample was analyzed with each batch. All criteria were met. 

�x All samples were between 2.5mg and 200mg residue with the exception of AX24409, AX24415, and AX24418, 
which were below the 2.5mg residue requirement.   
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Alabama Power General Test Laboratory   Case Narrative  
  744 County Road 87, GSC#8 

Calera, AL 35040 
(205) 664-6032 or 6171 
FAX (205) 257-1654 

 

 
 

Anions 

Gorgas Landfill 

WMWGORLF_1125 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All anions were outsourced to Test America, Pensacola for analysis. Below is the case narrative provided by Test 

America. 
Job Narrative  
400-144723-10 

General Chemistry 
 
Method(s) SM 4500 Cl- E: The following sample was diluted to bring the concentration of target analytes within the calibration range: 
AX24480 MW-8 (400-144723-148). Elevated reporting limits (RLs) are provided. 
 
Method(s) SM 4500 SO4 E: The matrix spike / matrix spike duplicate (MS/MSD) recoveries for analytical batch 373759 were outside 
control limits. Sample matrix interference and/or non-homogeneity are suspected because the associated laboratory control sample 
(LCS) recovery was within acceptance limits. 
 
Method(s) SM 4500 SO4 E: The following samples were diluted to bring the concentration of target analytes within the calibration range: 
AX24477 MW-5 (400-144723-145), AX24478 MW-6 (400-144723-146), AX24479 MW-7 (400-144723-147), AX24480 MW-8 
(400-144723-148), AX24481 MW-18 (400-144723-149), AX24482 MW-7 DUP (400-144723-150), AX24484 MW-13 (400-144723-152), 
(400-144723-A-127), (400-144723-A-127 MS), (400-144723-A-127 MSD), AX24485 MW-14 (400-144723-153), AX24486 MW-14 DUP 
(400-144723-154), AX24487 MW-15 (400-144723-155), AX24488 FB-1 (400-144723-156), AX24489 MW-19 (400-144723-157), 
AX24490 MW-20 (400-144723-158), AX24491 EB-1 (400-144723-159) and AX24492 MW-16 (400-144723-160). Elevated reporting limits 
(RLs) are provided. 
 
Method(s) SM 4500 SO4 E: The matrix spike / matrix spike duplicate (MS/MSD) recoveries and precision for analytical batch 374149 
were outside control limits. Sample matrix interference and/or non-homogeneity are suspected because the associated laboratory control 
sample (LCS) was within acceptance limits.
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Metals ICP 

Gorgas Landfill 

WMWGORLF_1125 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Batch ID Project ID 
AX24477 20171020BK WMWGORLF_1125 
AX24478 20171020BK WMWGORLF_1125 
AX24479 20171020BK WMWGORLF_1125 
AX24480 20171020BK WMWGORLF_1125 
AX24481 20171020BK WMWGORLF_1125 
AX24482 20171020BK WMWGORLF_1125 
AX24483 20171020BK WMWGORLF_1125 
AX24484 20171020BK WMWGORLF_1125 
AX24485 20171020BK WMWGORLF_1125 
AX24486 20171020BK WMWGORLF_1125 
AX24487 20171020CK WMWGORLF_1125 
AX24488 20171020CK WMWGORLF_1125 
AX24489 20171020CK WMWGORLF_1125 
AX24490 20171020CK WMWGORLF_1125 
AX24491 20171020CK WMWGORLF_1125 
AX24492 20171020CK WMWGORLF_1125 

 

4. All of the above samples were analyzed by EPA 200.7 and prepared by EPA 1638. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x Prior to sample analysis, an initial calibration verification (ICV) was analyzed and all criteria were met.   

�x Following the ICV, an initial calibration blank (ICB) was analyzed and was below the limit of quantitation for all 
requested analytes. 

�x All continued calibration verification (CCV) were within the acceptance criteria for the requested analytes.   

�x All continued calibration blanks (CCB) were below the limit of quantitation for the requested analytes.    

�x A preparation method blank and laboratory control sample were digested and analyzed with the samples in each 
digestion batch. 

�x All laboratory control sample criteria were met. 
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�x The method blank associated with each digestion batch passed all acceptance criteria for all requested analytes. 

�x The spectral interference check associated with EPA 200.7 was analyzed and all acceptance criteria were met. 

�x All sample internal standard criteria were met.   

�x An additional Rinse was added between samples for monitoring Lithium due to possible matrix issues. 

�x The high standard readbacks associated with EPA 200.7 were within acceptance criteria. 

�x It is noted that the QC summary page typically provides the QC results from the original batch analytical 
sequence. If dilutions were subsequently performed to bring sample concentrations within the calibration range, 
any additional QC data from the dilution analyses may need to be obtained from the laboratory. Any 
qualifications applied to original analyses or dilution re-analyses are based upon QC data available at the time of 
review. 

Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 
 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICP batch. All acceptance criteria 
for accuracy were met, with the following exception: 

Analyte  Sample ID 
Calcium  AX24486 
Calcium  AX24492 

The concentrations of the sample matrix spike/matrix spike duplicate added before digestion is less than 30 
percent of the sample concentration, causing inaccurate spike recovery information.  The laboratory control 
sample indicates that the digestion and analysis were in control. 

 
�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICP batch. All acceptance criteria 

for precision were met.  

 

7. All samples were analyzed at a x2 dilution to compensate for matrix effects.  The following samples were further 
diluted due to analyzed sample concentration over the high standard of the calibration curve.   
Sample ID  Analyte  Dilution Factor 
AX24477  Calcium  x10 
AX24478  Calcium  x100 

 AX24479  Calcium  x10 
 AX24480  Calcium  x10 
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AX24481  Calcium  x10 
 AX24482  Calcium  x10 
 AX24484  Calcium  x10 
 AX24485  Calcium  x10 
 AX24486  Calcium  x10 
 AX24486MS  Calcium  x10 
 AX24486MSD  Calcium  x10 

AX24487  Calcium  x10 
AX24489  Calcium  x10 

 AX24490  Calcium  x10 
 AX24492  Calcium  x10 
 AX24492MS  Calcium  x10 
 AX24492MSD  Calcium  x10 

 
8.  The raw data results include results corrected for dilution. 
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Metals ICPMS 

Gorgas Landfill 

WMWGORLF_1125 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Batch ID Project ID 
AX24477 604836 WMWGORLF_1125 
AX24478 604836 WMWGORLF_1125 
AX24479 604836 WMWGORLF_1125 
AX24480 604836 WMWGORLF_1125 
AX24481 604836 WMWGORLF_1125 
AX24482 604836 WMWGORLF_1125 
AX24483 604836 WMWGORLF_1125 
AX24484 604836 WMWGORLF_1125 
AX24485 604836 WMWGORLF_1125 
AX24486 604836 WMWGORLF_1125 
AX24487 604837 WMWGORLF_1125 
AX24488 604837 WMWGORLF_1125 
AX24489 604837 WMWGORLF_1125 
AX24490 604837 WMWGORLF_1125 
AX24491 604837 WMWGORLF_1125 
AX24492 604837 WMWGORLF_1125 

 

4. All of the above samples were analyzed by EPA 200.8 and prepared by EPA 1638. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x All tune and calibration met criteria for all requested analytes. 

�x Prior to sample analysis, an initial calibration verification (ICV) was analyzed and all criteria were met. 

�x Following the ICV, an initial calibration blank (ICB) was analyzed and was below the limit of quantitation for all 
requested analytes. 

�x All continued calibration verification (CCV) were within the acceptance criteria for the requested analytes. 

�x All continued calibration blanks (CCB) were below the limit of quantitation for the requested analytes. 

�x A preparation method blank and laboratory control sample were digested and analyzed with the samples in each 
digestion batch. 
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�x All laboratory control sample criteria were met. 

�x The method blank associated with each digestion batch passed all acceptance criteria for all requested analytes. 

�x The interference check samples associated with EPA 200.8 were analyzed and passed for all requested analytes. 

�x All sample internal standard criteria were met. 

Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 
 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICPMS batch. All acceptance 
criteria for accuracy were met. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICPMS batch. All acceptance 
criteria for precision were met. 

 

7. All samples were analyzed at a dilution of 1 to 5 to compensate for any matrix effects. 
8. The raw data results are shown with dilution factors included. 
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Mercury 

Gorgas Landfill 

WMWGORLF_1125 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Batch ID Project ID 
AX24477 605059 WMWGORLF_1125 
AX24478 605059 WMWGORLF_1125 
AX24479 605059 WMWGORLF_1125 
AX24480 605059 WMWGORLF_1125 
AX24481 605059 WMWGORLF_1125 
AX24482 605059 WMWGORLF_1125 
AX24483 605059 WMWGORLF_1125 
AX24484 605059 WMWGORLF_1125 
AX24485 605059 WMWGORLF_1125 
AX24486 605059 WMWGORLF_1125 
AX24487 605020 WMWGORLF_1125 
AX24488 605020 WMWGORLF_1125 
AX24489 605020 WMWGORLF_1125 
AX24490 605020 WMWGORLF_1125 
AX24491 605020 WMWGORLF_1125 
AX24492 605020 WMWGORLF_1125 

 

4. All of the above samples were analyzed and prepared by EPA 245.1. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x Prior to sample analysis, an initial calibration verification (ICV) was analyzed and all criteria were met. 

�x Following the ICV, an initial calibration blank (ICB) was analyzed and was below the method detection limit for the 
requested analyte. 

�x All continued calibration verification (CCV) were within the acceptance criteria for the requested analyte. 

�x All continued calibration blanks (CCB) were below the limit of quantitation for the requested analyte. 

�x A preparation method blank and laboratory control sample were digested and analyzed with the samples in each 
digestion batch. 
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�x All laboratory control sample criteria were met. 

�x The method blank associated with each digestion batch was below the limit of quantitation for the requested 
analyte. 

�x All calibration met criteria for the requested analyte. 

�x All response signals were satisfactory. 

Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 
 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each batch. All acceptance criteria for 
accuracy were met. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each batch. All acceptance criteria for 
precision were met. 

 

7. All samples were analyzed without a dilution. 
8. The raw data results are shown with dilution factors included. 
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TDS 

Gorgas Landfill 

WMWGORLF_1125 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Batch ID Project ID 
AX24477 605009 WMWGORLF_1125 
AX24478 605009 WMWGORLF_1125 
AX24479 605009 WMWGORLF_1125 
AX24480 605051 WMWGORLF_1125 
AX24481 605051 WMWGORLF_1125 
AX24482 605051 WMWGORLF_1125 
AX24483 605051 WMWGORLF_1125 
AX24484 605051 WMWGORLF_1125 
AX24485 605051 WMWGORLF_1125 
AX24486 605051 WMWGORLF_1125 
AX24487 605051 WMWGORLF_1125 
AX24488 605051 WMWGORLF_1125 
AX24489 605051 WMWGORLF_1125 
AX24490 605052 WMWGORLF_1125 
AX24491 605052 WMWGORLF_1125 
AX24492 605052 WMWGORLF_1125 

 

4. All of the above samples were analyzed by Standard Method 2540C. 
5. All samples were analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x A blank was analyzed with each batch. All criteria were met. 

�x All final weights of samples, standards, and blanks agreed within 0.5 mg of the previous weight. 

�x A sample duplicate was analyzed with each batch. RPD/2 was less than 5%. 

�x A laboratory control sample was analyzed with each batch. All criteria were met. 

�x All samples were between 2.5mg and 200mg residue with the exception of AX24483, AX24488, and AX24491 
which were below the 2.5mg residue requirement.   
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Requested Complete Date Results To
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Collector Location

Sample # Date Time
Bottle
Count Description

Lab
Filter Lab Id

Relinquished By Received By Date/Time
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All metals and radiological bottles have pH < 2    
Cooler Temp

�ermometer ID
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Lab Complete
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Alabama Power General Test Laboratory   Case Narrative  
  744 County Road 87, GSC#8 

Calera, AL 35040 
(205) 664-6032 or 6171 
FAX (205) 257-1654 

 

 
 

Anions 

Gorgas Landfill 

WMWGORLF_1127 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All anion samples were outsourced to Test America, Pensacola for analysis. Below is the case narrative provided 

by Test America. 
Job Narrative  
400-146328-1 

General Chemistry 
 
Method(s) SM 4500 Cl- E: The following sample was diluted to bring the concentration of target analytes within the calibration range: 
AX26581 MW-8 (400-146328-15). Elevated reporting limits (RLs) are provided. 
 
Method(s) SM 4500 SO4 E: The following samples were diluted to bring the concentration of target analytes within the calibration range: 
AX26567 MW-5 (400-146328-1), AX26568 MW-6 (400-146328-2), AX26569 MW-20 (400-146328-3), AX26570 MW-19 (400-146328-4), 
AX26571 MW-19 DUP (400-146328-5), AX26572 MW-18 (400-146328-6), AX26574 MW-16 (400-146328-8), AX26575 MW-15 
(400-146328-9), AX26577 MW-14 (400-146328-11), AX26578 MW-14 DUP (400-146328-12), AX26579 MW-13 (400-146328-13), 
AX26580 MW-7 (400-146328-14) and AX26581 MW-8 (400-146328-15). Initial dilutions were run based on historical data. Elevated 
reporting limits (RLs) are provided. 
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Alabama Power General Test Laboratory   Case Narrative  
  744 County Road 87, GSC#8 

Calera, AL 35040 
(205) 664-6032 or 6171 
FAX (205) 257-1654 

 

 
 

Metals ICP 

Gorgas Landfill 

WMWGORLF_1127 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Batch ID Project ID 
AX26567 20171121K WMWGORLF_1127 
AX26568 20171121K WMWGORLF_1127 
AX26569 20171121K WMWGORLF_1127 
AX26570 20171121K WMWGORLF_1127 
AX26571 20171121K WMWGORLF_1127 
AX26572 20171121K WMWGORLF_1127 
AX26573 20171121K WMWGORLF_1127 
AX26574 20171121K WMWGORLF_1127 
AX26575 20171121K WMWGORLF_1127 
AX26576 20171121K WMWGORLF_1127 
AX26577 20171121BK & 20171129BK WMWGORLF_1127 
AX26578 20171121BK & 20171129BK WMWGORLF_1127 
AX26579 20171121BK & 20171129BK WMWGORLF_1127 
AX26580 20171121BK & 20171129BK WMWGORLF_1127 
AX26581 20171121BK & 20171129BK WMWGORLF_1127 
AX26582 20171121BK & 20171129BK WMWGORLF_1127 

 

4. All of the above samples were analyzed by EPA 200.7 and prepared by EPA 1638. 
5. All samples were prepared and analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x Prior to sample analysis, an initial calibration verification (ICV) was analyzed and all criteria were met.   

�x Following the ICV, an initial calibration blank (ICB) was analyzed and was below the limit of quantitation for all 
requested analytes. 

�x All continued calibration verification (CCV) were within the acceptance criteria for the requested analytes.   

�x All continued calibration blanks (CCB) were below the limit of quantitation for the requested analytes.    

�x A preparation method blank and laboratory control sample were digested and analyzed with the samples in each 
digestion batch. 
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Alabama Power General Test Laboratory   Case Narrative  
  744 County Road 87, GSC#8 

Calera, AL 35040 
(205) 664-6032 or 6171 
FAX (205) 257-1654 

 
 
 
 

�x All laboratory control sample criteria were met except for the following; Ca LCS did not meet acceptance criteria 
on 20171121BK.  Ca was reanalyzed and reported with all passing criteria in batch 20171129BK. 

�x The method blank associated with each digestion batch passed all acceptance criteria for all requested analytes. 

�x The spectral interference check associated with EPA 200.7 was analyzed and all acceptance criteria were met. 

�x All sample internal standard criteria were met.   

�x The high standard readbacks associated with EPA 200.7 were within acceptance criteria. 

�x It is noted that the QC summary page typically provides the QC results from the original batch analytical 
sequence. If dilutions were subsequently performed to bring sample concentrations within the calibration range, 
any additional QC data from the dilution analyses may need to be obtained from the laboratory. Any 
qualifications applied to original analyses or dilution re-analyses are based upon QC data available at the time of 
review. 

Matrix Specific Quality Control Procedures: 

Similarity of matrix and therefore relevance of matrix specific QC results should not be automatically inferred for any 
sample other than the sample selected for QC. 
 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICP batch. All acceptance criteria 
for accuracy were met. 

�x A matrix spike and matrix spike duplicate were digested and analyzed with each ICP batch. All acceptance criteria 
for precision were met.  
 

7. All samples were analyzed at a x2 dilution to compensate for potential matrix effects.  The following samples 
were further diluted due to analyzed sample concentration over the high standard of the calibration curve.   
Sample ID  Analyte  Dilution Factor 
AX26567  Calcium  x10 
AX26568  Calcium  x100 

 AX26569  Calcium  x10 
 AX26570  Calcium  x10 
 AX26571  Calcium  x10 
 AX26572  Calcium  x10 
 AX26574  Calcium  x10 
 AX26575  Calcium  x10 

AX26577  Calcium  x10 
AX26578  Calcium  x10 

 AX26579  Calcium  x10 
 AX26580  Calcium  x10 

AX26581  Calcium  x10 
 

8.  The raw data results include results corrected for dilution. 
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Alabama Power General Test Laboratory   Case Narrative  
  744 County Road 87, GSC#8 

Calera, AL 35040 
(205) 664-6032 or 6171 
FAX (205) 257-1654 

 

 
 

TDS 

Gorgas Landfill 

WMWGORLF_1127 

1. This report consists of all MWs and corresponding Lab IDs listed on the Chain of Custody.  
2. Refer to comments on Chain of Custody for information regarding sample receipt.  
3. All standards and solutions are NIST/ISO/IEC/Guide 34 traceable and were used within their recommended shelf 

life. 

Sample ID Batch ID Project ID 
AX26567 606946 WMWGORLF_1127 
AX26568 606946 WMWGORLF_1127 
AX26569 606946 WMWGORLF_1127 
AX26570 606946 WMWGORLF_1127 
AX26571 606947 WMWGORLF_1127 
AX26572 606947 WMWGORLF_1127 
AX26573 606947 WMWGORLF_1127 
AX26574 606947 WMWGORLF_1127 
AX26575 606947 WMWGORLF_1127 
AX26576 606947 WMWGORLF_1127 
AX26577 606947 WMWGORLF_1127 
AX26578 606947 WMWGORLF_1127 
AX26579 606947 WMWGORLF_1127 
AX26580 606947 WMWGORLF_1127 
AX26581 607126 WMWGORLF_1127 
AX26582 607126 WMWGORLF_1127 

 

4. All of the above samples were analyzed by Standard Method 2540C. 
5. All samples were analyzed within the established hold times. 
6. All in house quality control procedures were followed, as described below. 

 

General Quality Control Procedures: 

�x A blank was analyzed with each batch. All criteria were met. 

�x All final weights of samples, standards, and blanks agreed within 0.5mg of the previous weight. 

�x A sample duplicate was analyzed with each batch. RPD/2 was less than 5%. 

�x A laboratory control sample was analyzed with each batch. All criteria were met. 

�x All samples were between 2.5mg and 200mg residue, with the exception of AX26573, AX26576 and AX26582 
which did not meet the 2.5 mg requirement.  
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ANALYTICAL REPORT
TestAmerica Laboratories, Inc.
TestAmerica Pensacola
3355 McLemore Drive
Pensacola, FL 32514
Tel: (850)474-1001

TestAmerica Job ID: 400-146328-1
TestAmerica SDG: Gorgas Landfill Catch-up (9)
Client Project/Site: CCR Plant Gorgas

For:
Alabama Power General Test Laboratory
744 County Rd 87
GSC #8
Calera, Alabama 35040

Attn: Sarah Copeland

Authorized for release by:
12/13/2017 5:21:54 PM

Cheyenne Whitmire, Project Manager II
(850)471-6222
cheyenne.whitmire@testamericainc.com

The test results in this report meet all 2003 NELAC and 2009 TNI requirements for accredited
parameters, exceptions are noted in this report. This report may not be reproduced except in full,
and with written approval from the laboratory. For questions please contact the Project Manager
at the e-mail address or telephone number listed on this page.

This report has been electronically signed and authorized by the signatory. Electronic signature is
intended to be the legally binding equivalent of a traditionally handwritten signature.

Results relate only to the items tested and the sample(s) as received by the laboratory.
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�D�t�r�í�ð �í�ì�l�í�ñ�l�î�ì�í�ó �ò�X�ï�î �^�h
�D�t�r�í�ð �í�ì�l�í�ò�l�î�ì�í�ó �ò�X�ï�ï �^�h
�D�t�r�í�ð �í�ì�l�í�ó�l�î�ì�í�ó �ò�X�ð �^�h
�D�t�r�í�ð �í�í�l�í�ò�l�î�ì�í�ó �ò�X�î�ô �^�h
�D�t�r�í�ñ �ð�l�î�ò�l�î�ì�í�ò �ò�X�ì�ô �^�h
�D�t�r�í�ñ �ò�l�î�î�l�î�ì�í�ò �ò�X�í�í �^�h
�D�t�r�í�ñ �í�ì�l�í�î�l�î�ì�í�ó �ò�X�ì�ò �^�h
�D�t�r�í�ñ �í�ì�l�í�ï�l�î�ì�í�ó �ò�X�ì�ò �^�h
�D�t�r�í�ñ �í�ì�l�í�ð�l�î�ì�í�ó �ò�X�í�î �^�h
�D�t�r�í�ñ �í�ì�l�í�ñ�l�î�ì�í�ó �ò�X�ì�ñ �^�h
�D�t�r�í�ñ �í�ì�l�í�ò�l�î�ì�í�ó �ò�X�ì�ñ �^�h
�D�t�r�í�ñ �í�ì�l�í�ó�l�î�ì�í�ó �ò�X�í�î �^�h
�D�t�r�í�ñ �í�í�l�í�ñ�l�î�ì�í�ó �ò�X�ì�ò �^�h
�D�t�r�í�ò �ð�l�î�ó�l�î�ì�í�ò �ò�X�ñ �^�h
�D�t�r�í�ò �ò�l�î�î�l�î�ì�í�ò �ò�X�ð�ó �^�h
�D�t�r�í�ò �í�ì�l�í�î�l�î�ì�í�ó �ò�X�ð�ó �^�h



�W�o���v�š���'�}�Œ�P���•���'�Ç�‰�•�µ�u���>���v���(�]�o�o
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�t���o�o �����š�� �Z���•�µ�o�š�• �h�v�]�š�•
�D�t�r�í�ò �í�ì�l�í�ï�l�î�ì�í�ó �ò�X�ð�ñ �^�h
�D�t�r�í�ò �í�ì�l�í�ð�l�î�ì�í�ó �ò�X�ð�ô �^�h
�D�t�r�í�ò �í�ì�l�í�ñ�l�î�ì�í�ó �ò�X�ð�ï �^�h
�D�t�r�í�ò �í�ì�l�í�ò�l�î�ì�í�ó �ò�X�ð�î �^�h
�D�t�r�í�ò �í�ì�l�í�ó�l�î�ì�í�ó �ò�X�ð�ô �^�h
�D�t�r�í�ò �í�í�l�í�ñ�l�î�ì�í�ó �ò�X�ð�ð �^�h
�D�t�r�í�ô �ð�l�î�ò�l�î�ì�í�ò �ò�X�ñ�ð �^�h
�D�t�r�í�ô �ò�l�î�î�l�î�ì�í�ò �ò�X�ð�ñ �^�h
�D�t�r�í�ô �í�ì�l�í�î�l�î�ì�í�ó �ò�X�ñ �^�h
�D�t�r�í�ô �í�ì�l�í�ï�l�î�ì�í�ó �ò�X�ð�õ �^�h
�D�t�r�í�ô �í�ì�l�í�ð�l�î�ì�í�ó �ò�X�ñ�ð �^�h
�D�t�r�í�ô �í�ì�l�í�ñ�l�î�ì�í�ó �ò�X�ñ�ñ �^�h
�D�t�r�í�ô �í�ì�l�í�ò�l�î�ì�í�ó �ò�X�ñ�ñ �^�h
�D�t�r�í�ô �í�ì�l�í�ó�l�î�ì�í�ó �ò�X�ñ�ñ �^�h
�D�t�r�í�ô �í�í�l�í�ñ�l�î�ì�í�ó �ò�X�ð�ò �^�h
�D�t�r�í�õ �ð�l�î�ò�l�î�ì�í�ò �ò�X�í�ò �^�h
�D�t�r�í�õ �ò�l�î�î�l�î�ì�í�ò �ò�X�î �^�h
�D�t�r�í�õ �í�ì�l�í�î�l�î�ì�í�ó �ò�X�í�ð �^�h
�D�t�r�í�õ �í�ì�l�í�ï�l�î�ì�í�ó �ò�X�í�ô �^�h
�D�t�r�í�õ �í�ì�l�í�ð�l�î�ì�í�ó �ò�X�î�í �^�h
�D�t�r�í�õ �í�ì�l�í�ñ�l�î�ì�í�ó �ò�X�í�ð �^�h
�D�t�r�í�õ �í�ì�l�í�ò�l�î�ì�í�ó �ò�X�í�ò �^�h
�D�t�r�í�õ �í�ì�l�í�ó�l�î�ì�í�ó �ò�X�í�ñ �^�h
�D�t�r�í�õ �í�í�l�í�ñ�l�î�ì�í�ó �ò�X�í�ñ �^�h
�D�t�r�î �ð�l�î�ñ�l�î�ì�í�ò �ñ�X�õ�ð �^�h
�D�t�r�î �ò�l�î�ì�l�î�ì�í�ò �ñ�X�õ�ò �^�h
�D�t�r�î �ô�l�ô�l�î�ì�í�ò �ñ�X�ô�ô �^�h
�D�t�r�î �í�ì�l�ï�l�î�ì�í�ò �ñ�X�õ�í �^�h
�D�t�r�î �í�ì�l�ï�l�î�ì�í�ò �ñ�X�õ�í �^�h
�D�t�r�î �í�ì�l�ï�l�î�ì�í�ò �ñ�X�õ�í �^�h
�D�t�r�î �í�í�l�î�í�l�î�ì�í�ò �ñ�X�ô�î �^�h
�D�t�r�î �í�í�l�î�í�l�î�ì�í�ò �ñ�X�ô�î �^�h
�D�t�r�î �í�l�í�ó�l�î�ì�í�ó �ñ�X�ô�ó �^�h
�D�t�r�î �í�l�í�ó�l�î�ì�í�ó �ñ�X�ô�ó �^�h
�D�t�r�î �ï�l�î�î�l�î�ì�í�ó �ò�X�ì�í �^�h
�D�t�r�î �ï�l�î�î�l�î�ì�í�ó �ò�X�ì�í �^�h
�D�t�r�î �ñ�l�ï�í�l�î�ì�í�ó �ñ�X�ô�ñ �^�h
�D�t�r�î �ñ�l�ï�í�l�î�ì�í�ó �ñ�X�ô�ñ �^�h
�D�t�r�î �ô�l�î�ï�l�î�ì�í�ó �ñ�X�ô�õ �^�h
�D�t�r�î �ô�l�î�ï�l�î�ì�í�ó �ñ�X�ô�õ �^�h
�D�t�r�î�ì �ð�l�î�ò�l�î�ì�í�ò �ò�X�ô�ï �^�h
�D�t�r�î�ì �ò�l�î�î�l�î�ì�í�ò �ò�X�ô�ñ �^�h
�D�t�r�î�ì �í�ì�l�í�î�l�î�ì�í�ó �ò�X�ó�õ �^�h
�D�t�r�î�ì �í�ì�l�í�ï�l�î�ì�í�ó �ò�X�ó�ñ �^�h
�D�t�r�î�ì �í�ì�l�í�ð�l�î�ì�í�ó �ò�X�ô�î �^�h
�D�t�r�î�ì �í�ì�l�í�ñ�l�î�ì�í�ó �ò�X�ô �^�h
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�t���o�o �����š�� �Z���•�µ�o�š�• �h�v�]�š�•
�D�t�r�î�ì �í�ì�l�í�ò�l�î�ì�í�ó �ò�X�ô�ï �^�h
�D�t�r�î�ì �í�ì�l�í�ó�l�î�ì�í�ó �ò�X�ô�î �^�h
�D�t�r�î�ì �í�í�l�í�ñ�l�î�ì�í�ó �ò�X�ó�ó �^�h
�D�t�r�ï �ð�l�î�ñ�l�î�ì�í�ò �ñ�X�ñ�ò �^�h
�D�t�r�ï �ò�l�î�î�l�î�ì�í�ò �ñ�X�ñ�ó �^�h
�D�t�r�ï �ô�l�õ�l�î�ì�í�ò �ñ�X�ò�ó �^�h
�D�t�r�ï �í�ì�l�ð�l�î�ì�í�ò �ñ�X�ò�õ �^�h
�D�t�r�ï �í�ì�l�ð�l�î�ì�í�ò �ñ�X�ò�õ �^�h
�D�t�r�ï �í�ì�l�ð�l�î�ì�í�ò �ñ�X�ò�õ �^�h
�D�t�r�ï �í�í�l�î�í�l�î�ì�í�ò �ñ�X�ð�î �^�h
�D�t�r�ï �í�í�l�î�í�l�î�ì�í�ò �ñ�X�ð�î �^�h
�D�t�r�ï �í�l�í�ô�l�î�ì�í�ó �ñ�X�í�í �^�h
�D�t�r�ï �í�l�í�ô�l�î�ì�í�ó �ñ�X�í�í �^�h
�D�t�r�ï �ï�l�î�î�l�î�ì�í�ó �ð�X�ñ�î �^�h
�D�t�r�ï �ï�l�î�î�l�î�ì�í�ó �ð�X�ñ�î �^�h
�D�t�r�ï �ñ�l�ï�í�l�î�ì�í�ó �ð�X�ñ�ò �^�h
�D�t�r�ï �ñ�l�ï�í�l�î�ì�í�ó �ð�X�ñ�ò �^�h
�D�t�r�ï �ô�l�î�ï�l�î�ì�í�ó �ð�X�ó�ó �^�h
�D�t�r�ï �ô�l�î�ï�l�î�ì�í�ó �ð�X�ó�ó �^�h
�D�t�r�ð �ð�l�î�ñ�l�î�ì�í�ò �ò�X�î�î �^�h
�D�t�r�ð �ò�l�î�ì�l�î�ì�í�ò �ò�X�î�í �^�h
�D�t�r�ð �ô�l�õ�l�î�ì�í�ò �ò�X�í�í �^�h
�D�t�r�ð �í�ì�l�ï�l�î�ì�í�ò �ò�X�í�ï �^�h
�D�t�r�ð �í�ì�l�ï�l�î�ì�í�ò �ò�X�í�ï �^�h
�D�t�r�ð �í�ì�l�ï�l�î�ì�í�ò �ò�X�í�ï �^�h
�D�t�r�ð �í�í�l�î�í�l�î�ì�í�ò �ò�X�ì�õ �^�h
�D�t�r�ð �í�í�l�î�í�l�î�ì�í�ò �ò�X�ì�õ �^�h
�D�t�r�ð �í�l�í�ô�l�î�ì�í�ó �ò�X�ì�õ �^�h
�D�t�r�ð �í�l�í�ô�l�î�ì�í�ó �ò�X�ì�õ �^�h
�D�t�r�ð �ï�l�î�î�l�î�ì�í�ó �ò�X�í�ñ �^�h
�D�t�r�ð �ï�l�î�î�l�î�ì�í�ó �ò�X�í�ñ �^�h
�D�t�r�ð �ñ�l�ï�í�l�î�ì�í�ó �ò�X�í�ï �^�h
�D�t�r�ð �ñ�l�ï�í�l�î�ì�í�ó �ò�X�í�ï �^�h
�D�t�r�ð �ô�l�î�ï�l�î�ì�í�ó �ò�X�í�î �^�h
�D�t�r�ð �ô�l�î�ï�l�î�ì�í�ó �ò�X�í�î �^�h



 
 
 
 
 
 
 
 

Appendix B 
Statistical Data Evaluation 

 



Constituent Well Upper Lim.Lower Lim.Date Observ. Sig.Bg NBg MeanStd. Dev.%NDsND Adj. TransformAlpha Method

Boron (mg/L) MW-20 0.1 n/a 11/15/2017 0.101 Yes 63 n/a n/a 1.587 n/a n/a 0.0004837 NP Inter (normality) 1 of 2

pH (SU) MW-18 6.44 4.52 11/15/2017 6.46 Yes 63 n/a n/a 0 n/a n/a 0.0009673 NP Inter (normality) 1 of 2

pH (SU) MW-20 6.44 4.52 11/15/2017 6.77 Yes 63 n/a n/a 0 n/a n/a 0.0009673 NP Inter (normality) 1 of 2

Interwell Prediction Limits - Significant Results
Plant William C Gorgas     Client: Southern Company     Data: Gorgas Gypsum Landfill     Printed 1/8/2018, 10:00 AM



Constituent Well Upper Lim.Lower Lim.Date Observ. Sig.Bg NBg MeanStd. Dev.%NDsND Adj. TransformAlpha Method

Boron (mg/L) MW-16 0.1 n/a 11/15/2017 0.044 No 63 n/a n/a 1.587 n/a n/a 0.0004837 NP Inter (normality) 1 of 2

Boron (mg/L) MW-18 0.1 n/a 11/15/2017 0.0313 No 63 n/a n/a 1.587 n/a n/a 0.0004837 NP Inter (normality) 1 of 2

Boron (mg/L) MW-19 0.1 n/a 11/15/2017 0.0348 No 63 n/a n/a 1.587 n/a n/a 0.0004837 NP Inter (normality) 1 of 2

Boron (mg/L) MW-20 0.1 n/a 11/15/2017 0.101 Yes 63 n/a n/a 1.587 n/a n/a 0.0004837 NP Inter (normality) 1 of 2

pH (SU) MW-16 6.44 4.52 11/15/2017 6.44 No 63 n/a n/a 0 n/a n/a 0.0009673 NP Inter (normality) 1 of 2

pH (SU) MW-18 6.44 4.52 11/15/2017 6.46 Yes 63 n/a n/a 0 n/a n/a 0.0009673 NP Inter (normality) 1 of 2

pH (SU) MW-19 6.44 4.52 11/15/2017 6.15 No 63 n/a n/a 0 n/a n/a 0.0009673 NP Inter (normality) 1 of 2

pH (SU) MW-20 6.44 4.52 11/15/2017 6.77 Yes 63 n/a n/a 0 n/a n/a 0.0009673 NP Inter (normality) 1 of 2

Interwell Prediction Limits - All Results
Plant William C Gorgas     Client: Southern Company     Data: Gorgas Gypsum Landfill     Printed 1/8/2018, 10:00 AM
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Constituent Well Upper Lim.Lower Lim.Date Observ. Sig.Bg NBg MeanStd. Dev.%NDsND Adj. TransformAlpha Method

Fluoride (mg/L) MW-3 0.5008 n/a 8/23/2017 0.55 Yes 8 0.3188 0.06957 0 None No 0.00188 Param Intra 1 of 2

Intrawell Prediction Limits - Significant Results
Plant William C Gorgas     Client: Southern Company     Data: Gorgas Gypsum Landfill     Printed 1/8/2018, 9:57 AM



Constituent Well Upper Lim.Lower Lim.Date Observ. Sig.Bg NBg MeanStd. Dev.%NDsND Adj. TransformAlpha Method

Calcium (mg/L) MW-1 160.7 n/a 8/23/2017 152 No 8 143 6.761 0 None No 0.00188 Param Intra 1 of 2

Calcium (mg/L) MW-2 223.4 n/a 8/23/2017 155 No 8 166 21.95 0 None No 0.00188 Param Intra 1 of 2

Calcium (mg/L) MW-3 459.2 n/a 8/23/2017 298 No 8 288.9 65.12 0 None No 0.00188 Param Intra 1 of 2

Calcium (mg/L) MW-4 433.2 n/a 8/23/2017 297 No 8 310 47.1 0 None No 0.00188 Param Intra 1 of 2

Calcium (mg/L) MW-13 362.8 n/a 11/16/2017 296 No 8 309.4 20.42 0 None No 0.00188 Param Intra 1 of 2

Calcium (mg/L) MW-14 369.2 n/a 11/16/2017 313 No 8 326.1 16.47 0 None No 0.00188 Param Intra 1 of 2

Calcium (mg/L) MW-15 289.7 n/a 11/15/2017 254 No 8 265.3 9.347 0 None No 0.00188 Param Intra 1 of 2

Calcium (mg/L) MW-16 334.2 n/a 11/15/2017 287 No 8 300.9 12.76 0 None No 0.00188 Param Intra 1 of 2

Calcium (mg/L) MW-18 366.2 n/a 11/15/2017 318 No 8 334.6 12.08 0 None No 0.00188 Param Intra 1 of 2

Calcium (mg/L) MW-19 419 n/a 11/15/2017 371 No 8 375.3 16.74 0 None No 0.00188 Param Intra 1 of 2

Calcium (mg/L) MW-20 395.1 n/a 11/15/2017 334 No 8 355.5 15.15 0 None No 0.00188 Param Intra 1 of 2

Chloride (mg/L) MW-1 3.012 n/a 8/23/2017 2.7 No 8 2.341 0.2565 0 None No 0.00188 Param Intra 1 of 2

Chloride (mg/L) MW-2 5.083 n/a 8/23/2017 4.4 No 8 3.271 0.6927 0 None No 0.00188 Param Intra 1 of 2

Chloride (mg/L) MW-3 2.081 n/a 8/23/2017 1.8 No 8 1.493 0.2249 0 None No 0.00188 Param Intra 1 of 2

Chloride (mg/L) MW-4 2.668 n/a 8/23/2017 2.3 No 8 1.905 0.2918 0 None No 0.00188 Param Intra 1 of 2

Fluoride (mg/L) MW-1 0.2045 n/a 8/23/2017 0.16 No 8 0.1151 0.03418 0 None No 0.00188 Param Intra 1 of 2

Fluoride (mg/L) MW-2 0.2246 n/a 8/23/2017 0.16 No 8 0.1088 0.04429 0 None No 0.00188 Param Intra 1 of 2

Fluoride (mg/L) MW-3 0.5008 n/a 8/23/2017 0.55 Yes 8 0.3188 0.06957 0 None No 0.00188 Param Intra 1 of 2

Fluoride (mg/L) MW-4 0.4638 n/a 8/23/2017 0.38 No 8 0.2989 0.06306 0 None No 0.00188 Param Intra 1 of 2

Fluoride (mg/L) MW-13 0.235 n/a 11/16/2017 0.2 No 8 0.2094 0.009782 0 None No 0.00188 Param Intra 1 of 2

Fluoride (mg/L) MW-14 0.2785 n/a 11/16/2017 0.25 No 8 0.2583 0.00776 0 None No 0.00188 Param Intra 1 of 2

Fluoride (mg/L) MW-15 0.3908 n/a 11/15/2017 0.35 No 8 0.3608 0.0115 0 None No 0.00188 Param Intra 1 of 2

Fluoride (mg/L) MW-16 0.1894 n/a 11/15/2017 0.17 No 8 0.1755 0.005318 0 None No 0.00188 Param Intra 1 of 2

Fluoride (mg/L) MW-18 0.3371 n/a 11/15/2017 0.31 No 8 0.3153 0.008362 0 None No 0.00188 Param Intra 1 of 2

Fluoride (mg/L) MW-19 0.3547 n/a 11/15/2017 0.34 No 8 0.3383 0.006274 0 None No 0.00188 Param Intra 1 of 2

Fluoride (mg/L) MW-20 0.1473 n/a 11/15/2017 0.13 No 8 0.1276 0.00752 0 None No 0.00188 Param Intra 1 of 2

Sulfate (mg/L) MW-1 1568 n/a 8/23/2017 1500 No 8 1438 49.79 0 None No 0.00188 Param Intra 1 of 2

Sulfate (mg/L) MW-2 1404 n/a 8/23/2017 920 No 8 1026 144.5 0 None No 0.00188 Param Intra 1 of 2

Sulfate (mg/L) MW-3 3586 n/a 8/23/2017 2600 No 8 2334 478.7 0 None No 0.00188 Param Intra 1 of 2

Sulfate (mg/L) MW-4 3261 n/a 8/23/2017 2700 No 8 2668 226.8 0 None No 0.00188 Param Intra 1 of 2

Sulfate (mg/L) MW-13 2421 n/a 11/16/2017 1800 No 8 1924 190 0 None No 0.00188 Param Intra 1 of 2

Sulfate (mg/L) MW-14 2292 n/a 11/16/2017 1700 No 8 1891 153.2 0 None No 0.00188 Param Intra 1 of 2

Sulfate (mg/L) MW-15 1829 n/a 11/15/2017 1500 No 8 1570 99.14 0 None No 0.00188 Param Intra 1 of 2

Sulfate (mg/L) MW-16 1382 n/a 11/15/2017 1200 No 8 1235 56.32 0 None No 0.00188 Param Intra 1 of 2

Sulfate (mg/L) MW-18 2099 n/a 11/15/2017 1900 No 8 1889 80.26 0 None No 0.00188 Param Intra 1 of 2

Sulfate (mg/L) MW-19 2476 n/a 11/15/2017 2100 No 8 2216 99.13 0 None No 0.00188 Param Intra 1 of 2

Sulfate (mg/L) MW-20 1800 n/a 11/15/2017 1500 No 8 1554 93.95 0 None No 0.00188 Param Intra 1 of 2

Total Dissolved Solids (mg/L) MW-1 2298 n/a 8/23/2017 2160 No 8 2078 84.47 0 None No 0.00188 Param Intra 1 of 2

Total Dissolved Solids (mg/L) MW-2 2221 n/a 8/23/2017 1550 No 8 1670 210.6 0 None No 0.00188 Param Intra 1 of 2

Total Dissolved Solids (mg/L) MW-3 4888 n/a 8/23/2017 4050 No 8 3398 569.6 0 None No 0.00188 Param Intra 1 of 2

Total Dissolved Solids (mg/L) MW-4 4716 n/a 8/23/2017 3990 No 8 1.6e7 2338677 0 None x^2 0.00188 Param Intra 1 of 2

Total Dissolved Solids (mg/L) MW-13 3748 n/a 11/16/2017 3150 No 8 3215 203.6 0 None No 0.00188 Param Intra 1 of 2

Total Dissolved Solids (mg/L) MW-14 3543 n/a 11/16/2017 3160 No 8 3193 134 0 None No 0.00188 Param Intra 1 of 2

Total Dissolved Solids (mg/L) MW-15 2756 n/a 11/15/2017 2620 No 8 2590 63.47 0 None No 0.00188 Param Intra 1 of 2

Total Dissolved Solids (mg/L) MW-16 2570 n/a 11/15/2017 2400 No 8 2326 93.19 0 None No 0.00188 Param Intra 1 of 2

Total Dissolved Solids (mg/L) MW-18 3466 n/a 11/15/2017 3170 No 8 3.0e17 7.7e16 0 None x^5 0.00188 Param Intra 1 of 2

Total Dissolved Solids (mg/L) MW-19 4378 n/a 11/15/2017 3710 No 8 3650 278.4 0 None No 0.00188 Param Intra 1 of 2

Total Dissolved Solids (mg/L) MW-20 2811 n/a 11/15/2017 2600 No 8 2629 69.58 0 None No 0.00188 Param Intra 1 of 2

Intrawell Prediction Limits - All Results
Plant William C Gorgas     Client: Southern Company     Data: Gorgas Gypsum Landfill     Printed 1/8/2018, 9:57 AM
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